DEPARTMENT OF THE NAVY

NAVAL AIR STATION JOINT RESERVE BASE
400 RUSSELL AVE, BUILDING 46
NEW ORLEANS, LA 70143-5012

5090
Ser N00O/311
11 Jun 18

From: Commanding Officer, Naval Air Station Joint Reserve Base New Orleans
To:  All Hands, Naval Air Station Joint Reserve Base New Orleans

Subj: DRINKING WATER CONSUMER CONFIDENCE REPORT

Ref: (a) OPNAVINST 5090.1D

Encl: (1) Annual Water Quality Report for Calendar Year 2017

1. Per reference (a), enclosure (1) is provided for your review.

2. We are pleased to report that our drinking water is safe and meets federal and state
requirements. The Belle Chasse Water District reported no violations of the drinking water

regulations during the calendar year 2017.

3. My point of contact for this matter is Emilie Rogers, Installation Environmental Program
Director. She may be reached at comm: (504) 678-3824 or email: emilie.rogers@navy.mil.

A7 O\
)4. B. SUCATO

For Official Use Only. Privacy sensitive information. Any misuse or unauthorized disclosure may result
in both civil and criminal penalties.



BELLE CHASSE WATER DISTRICT
Public Water Supply ID: LA1075001

Consumer Confidence Report

017 CCR

What you need to do:

Step 1: Review base report (numbered pages) for errors. If you are a
surface water system, you must insert the turbidity data.

UCMR 3: If you have received data pertaining to the UCMR 3 list, that.
tlata must be included in the CCR Report. Additional information can be
found at: www.dhh.la.gov/cer

Step 2: Distribute completed report to your customers as outlined on the
CCR Certification of Distribution Form no iater than June 30, 2018.

Step 3: A completed CCR Certification of Distribution Fbrm-includin_g.a_
copy of the final CCR report shall be submitted to the State at the addiess
provided on the form no later than September 30, 2018.

Notes:

This page is not part of your €CR; it is only the instruction page. The
pages that are numbered in the upper right hand corner are:the report
pages.
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The Water We Drink

BELLE CHASSE WATER DISTRICT
Public Water Supply 1D: LA1075001

We are pleased to present to youthe Annual Water Quality Report for the year 2017. This
report is designed to inform you about the quality of your water and services we deliver to you-every
day (Este informe contiene informacién muy importante sobre su agua potable. Traddzcalo o hable con
alguien gue lo entienda bien).. Our constant goal s to pravide you with a safe and dependable supply of
drinking water. We want you to understand the efforts we make to continually improve the water
treatment process and protect our water resources. We are committed to ensuring the quality of your
water.

Our water source(s) are listed below:

Source Mame Source Water Type Source Water Body Name.

SURFACE RAW WATER INTAKE | surface Water MISSISSIPPI RIVER

The sources of drinking water (both tap water and bottled water) include rivers, lakes, streams,
ponds, reservoirs, springs, and wells. As watertravels over the sirrface of land or through the ground, it
dissolves naturally-occurring minerals and, in some cases, radioactive material, and-can-pick up
substances resulting from the presence of animals aor from human activity. Contaminants that may be
present in source water include:

M_icrobiail Contaminants - suéh'as_uirusés and bacteria, which may come from sewage treatment plants, septic systems, agricuitural livestock -
operations, and wildlife,

Incrganic Contaminanits - such as salts and metals, which can be naturally-occurring or réslt from urbian stormwater runoff. industrial, or
domestic wastewater discharges, oil and gas production, mining, of farming.

Pasticides and Herbicides - which may come from a. variety of sources such as agriculture, urban stormwater runoff; and.re_si‘_dEntial_us'es.
‘Organic-Chermical Contaminants —including synthetic and volatile organic chemicals, which are by-products of industrial pracesses and
petroleun production, and can alse come frons gas stations, urban.stormwater rinoff, and septic systems,

“Radioactive Contamiinants —which-can be naturally-occurring of be the resuit of oil and gas production and miriing activities.

A Source Water Assessment Plan (SWAP) is now available from our office. This plan isan
assessment of a delineated area around our listed sources through which contaminants, if present,
could migrate and reach our source water. It also includes an inventory of potential sources of
contamination within the delineated area, and a determination of the water supply's susceptibility to
contamination by the identified potential sources. According to the Source Water Assessment Plan, our
water system had a susceptibility rating of "HIGH'. If you would Iike to review the Source Water
Assessment Plan, please feel free to contact our office.

In order to ensure that tap water is safe to drink, EPA prescribes regulations which imit the
amount of certain contaminants in water provided by public water systems. Food and Drug
Administration regulations establish limits for contaminants in bottled water which-must provide the
same protection for public health. We want our valued customers to be informed about their water
utility. If you have any guestions about this report, want to attend ‘any scheduled meetings; or simply
want to learn. more about your drinking water, please contact MICHEAL JILES at 504-297-5561.
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If present, elevated levels of lead can cause serious health probiems, especially fof pregnant
women and young children. Lead in drinking waterfs primarily from materials and components
associated with service lines and home plumbing. BELLE CHASSE WATER DISTRICT is responsible for
providing high quality drinking water, but cannot control the variety of materials used in plumbing
components, When your water has been sitting for several hours, you can minimize the potential for
lead exposure by flushing your tap for 30 seconds to 2 minutes before using water for drinking or
cooking. If you are concerned about lead in your water, you may wish to have your water tested.
Information on lead in drinking water, testing methods, and steps you can take to mininize exposure is
available from the Safe Drinking Water Hotline or at http://www.epa.gov/safewater/lead.

The Louisiana Department of Health and Hospitals - Office of Public Health routinely monitors
for constituents in your drinking water according to Federal and State laws. The tables that follow show
the results of our monitoring during the period of January 1st to December 31st, 2017. Drinking water,
including bottled water, may reasonably be expected to contain at least small amounts of some
contaminants. The presence of contarinants does not necessarily indicate that water poses a health
risk.

In‘the tables below, you will find many‘terms and abbreviations you might not be familiar with.
To help you better understand these terms, we've provided the following definitions:

Parts per million {ppm) or Milligrams perliter [_.mg_ /L) —one part per million corresponds to one minwte in two years or a single-penny in

$10,000.

‘Parts per hillior (p
$10,000,000.

. Picocuries per Iiter-fgCi{ } — picocurigs per liter is 3 measure of the radioactivity ih water.

Nephelometric Turbidity Unit (NTU] — nephelometric turbidity unit is 2 measure of the clarity of water. Turbidity in excess.of 5 NTU is just’
noticeable to the average person, i

b) or Micrograms per fiter {y; L} —cne part per biflion corresponds to ene minuté in 2,000 years, or a single penny'in

Ireatment Technigue '_{1_'I'-[_ —an enforceable procedure or leval of technological performance which public water systems must follow to ensure
‘contro! of a coritaminant,

Actioh level {AL} —the concentration of a contaminant that, if_ﬁexceeded, triggers treatment or other requiréments that a water system must
follow. :

Maximum contaminant level (MCL} the “Maximum Allowed” MCL is the highest. level of a cantaminant thatis alinwed in drinking water.
MCL's are set as close to the MCLG’s as feasible using the hest available treatment technology.

Maximum contaminant level goal {MCLG) —the“Goal” is the lavel 6fa cortaminadatin drinking water below which there is no known.or
expected risk to-human health. MCLG's allow for a margin of safety.

Maximum residual disinfectant {evel {(MROL) — The h'?ghe_st Tevel ofa disjnféq:tant aliowed in drinkihg water. There is‘convincing evidence that
addition of & disinfectant is necessary for control of microbial contaminants.

Maximurn residual disinfectant level goal (MRDLG} ~ The level of a drinking water disinfectant below which there is no known of expéctad risk
to health. MRDLGs do not refléct the benefits of the use of disinfectants to control microbial contaminants.

Level 1 assessmant — A -study of the water system to identify potential problems and-determine {if possibla] why total coliform bacteria have
been found in our water system..

Level 2 Assessment— A very detaifed_ study ofthe water system to identify potential problems and-determiine (if possible) why an.E. colt MCL
viclation has occurred and/or why total coliform bacterfa have been found in aur water system on multiple:occasions.

During the period covered by this report we had below noted violations of drinking water regulations.

Compliance Period | Analyte [ Tyge

No Violations Occurred in the Calendar Year of 2017
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Our water system tested a minimum of 20 samples per month in accordance with the Total
Coliform Rule for microbiclogical contaminants. With the microbiological samples: collected, the water
system collects disinfectant residuals to ensure cantrol of microbial growth.

Disinfectant

Tighest

Date | RAA

Unit

Range

MRDL-

MRDLG

Typical Source

2017

ppm

4

4

Water additive used to conlrol microbes

In the tables below, we have shown the regulated contaminants that were detected. Chemical
Sampling of our drinking water may not be required on an annual basis; therefore, informatiori provided
in this table refers back to the |atest year of chemical sampling results.

Regulated Collection Highest | 5 L A
Contaminants Fisns Valug Range Uit MCL | MCLG | Fypical Source
ARSENIC. 2/22/2017 076 | 0.76 ppb | 10 0 Erosion of natural deposits; Runcff from
orchards; Runoff from glass and electronics
production wastes
BARIUM 2/22/2017 0.058 0.058. ppm | 2 2 Uischarge of drilling wastes; Discharge from
metal refineries; Erosion of hatural deposits.
FLORIDE 2/22/2017 0:64 0.64- ppm | 4 4 Erasion of natural deposits; Water additive
' which promotes:strong teeth; Discharge from
fertilizer and aluminum factories:
‘NITRATE-NITRITE 2/22/2017 2.3 1 2.3 “ppm |10 10 Runotf from fertilizer use; Leaching from septic
tanks, sewage; Eroslon of natural deposits
i Collection Highiest: : i i :
Radigruclides _Date | vatue Range | Unil | MCL { MCLG | Typical Source:
GROSS BETA | 2/22/2017 5 5 pci/l |s0. |0 Decay of natural and man-made deposits. Note: The gross.
PARTICLE ‘beta particle activity MCL s 4 millirems/year annual dose
ACTIVITY equivalent to the total body or any. internal organ. 50
_pCi/Lis used as 2 screening level.
Lead and STl 4 : Sites i
- ate : Typical S
Copper PRt Percengle | FBVBE | URlt AL AL b i |
COPPER, 2015 - 2017 0.5 0.1-1 ppm | L3 0 Corrosion of hou'seho'ld.p!l}mbin_g- systems;
FREE' Erosion of natural deposits; Léaching from-wood
“presarvatives
LEAD 2015-2017 8 1-36 ppb 15 1 Corrosion of household plumbing systems;
Ergsion of natural deposits
Disinfection . % Highest . . " .
; ] ! MECE :h T f Sou
BUraAE Sample Point Period A Range { Unit Cho| MECLG ypical So rc_e.
TOTAL HALQACETIC : G s 249- By-praduct of drinking
ACIDS (HAAS) BC FIREHOQUSE - HWY.123 2017 | 39 44.1 ppb { 60 { O water dlsinfaction
TOTAL HALOACETIC > s . 239- By-product of drinking
ACIDS (HAAS) QHAIN FLEVATDR M el gy | PPRje0 |0 water disinfection
TOTALBALOACETIC. | . s o _ 10- i : By-product of drinking
ACIDS {HAAS) BISONDRDHINY 23, 2z | 3 a7g |PP0 |80 O water disinfection_
TOTALHALOACETIC |, o o . 223~ _ By-product-of drinking
ACIDS (HAAS) WOODLAND HIGHWAY 2017 39 165 ppb | 60 0 water disinfection
_ ey o _ 488~ | By-product af drinking
TTHM . BC FIREHOUSE - HWY 123 2017 70 80.4 ppb | 80 0 water-chlorination
TTHM GRAIN ELEVATOR 2017 | 73 50.8- | ppb {80 |0 By-product of drinking’
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82.4 water chlorination
TTHM WILSON SUBD HWY 23 017 | 72 30.7- 1 ook | 80 By-product of drinking
: 807 water chlorination
TTHM, WOODLAND HIGHWAY 2017 | 72 28.7- 1 ob | 80 By-product of drinking
: : 81.5 : water chlorination
S_e‘conda ty Contaminants -Collection Date Your HighestValue. | Range Unit SMCL
ALUMINUM 3/16/2015 0.0089 0.0089 MG/L 0.05
CHLORIDE 1/27/2016 185 . 18_-.5_ MG/L 250
IRON 2/22/2017 0,093 | 0.093 MG/L 0.3
PH 1/27/2016 7.7 7.7 sU 8.5
SULFATE 1/27/2016 24.7 24.7 MG/L 250

bR ENvironmental Protection Agency Required Health Effects La REUAgE+ 4ttt bt
Some people may be mare vulnerable to cointaminants in drinking water than the general pepulation.
Immuno-compromised persons such as persons with cancer’ undergoing chemotherapy, persons who
have undergone organ transplants, people with HIV/AIDS or other i immune system disorders, some
elderly, and infants can be particularly at risk from infections. These people should seek advice about
drinking:water from their health care providers. EPA/CDC guidelines on appropriate means to lessen the
risk of infection by Cryptosporidium and other microbial contaminants are available from the Safe

Drinking Water Hotline (800-426-4791).

Additional Required Health Effects Language:

some people who drink water containing trihalomethanes in excess of the MCL over many years-may-
experience problenis with their liver, kidneys, or.central nervous systems, and may have an increased
risk of getting cancer.

Coliforis are bacteria that are naturally present in the environment and-are used as an indicator that
other, potentially-harmful, bacteria may be present. Coliforms were found in more samples than
allowed and this was a warning of potential problems.

There are no additional required health effects violation notices.
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Thank you for allowing us to continue providing your family with clean, qualit\{ water this year.
In order to maintain a safe and dependable water supply we sometimes rieed to make improvements

that will benefit all of our customers.

We at the BELLE CHASSE WATER DISTRICT work around the clock to provide top quality drinking
water to every tap. We ask that all our customiers help us protect and conserve our water sources,
which arethe heart of our community, our way of life, and our children’s future. Pléase call our office if

_you have questions.




