
DEPARTMENT OF DEFENSE 
DEPARTMENT OF THE NAVY 
 
FINAL NOTICE OF A PROPOSED ACTIVITY IN A FLOODPLAIN 
 
Pursuant to Executive Order 11988, Floodplain Management, the United States Department of the Navy 
(Navy) gives notice that the Navy has conducted an evaluation of a Proposed Action which involves 
construction in a floodplain to determine the potential effects that its activity in the floodplain would 
have on the human environment. The Navy identified that there are no practicable alternatives to 
locating the action in the floodplain and that the Proposed Action includes all practicable measures to 
minimize harm to the floodplain environment. 
 
The proposed action is to complete repairs on various interior and exterior components of hurricane 
damaged buildings located aboard Naval Air Station (NAS) Pensacola, in Escambia County, Florida. This 
project includes repairs to NAS Pensacola Buildings 26, 28, 34, 73, 191, 223, 463, 601A, 601B, 601C, 
601D, 601E, 624A, 625D, 625E, 630, 1982, 3201, 3223S, 3224, 3244, 3291, 3445, 3482, 3552, 3616, 3644, 
3645, 3646, 3647, 3648, 3649, 3670, 3677, 3851, 3854, 3887, 3900, 3910, 3921, 3939, 3944G, 3969, 
4142, 4143, 4187A, 4187B, Q4, Q5, Q6, and Q6C. Work for this project includes, but is not limited to, the 
repair or replacement of interior ceilings, interior flooring, interior and exterior walls, insulation, interior 
and exterior doors, windows, electrical systems, interior and exterior lighting, HVAC systems, security 
systems, roofing systems, flashing, gutters, exterior fencing, structural systems, and exterior canopies, 
handrails, and ladders. The project also includes the removal or pruning of storm damaged trees, site 
restoration, landscaping, and repair of playground equipment, a boardwalk, a dock, storage buildings, 
and gazebos associated with these buildings. The project may include mold, lead, and asbestos 
abatement if necessary. Restoring facilities to fully functional conditions is essential to meeting military 
mission requirements for NAS Pensacola. Additional details of the proposed action are included in the 
attached Record of Categorical Exclusion. 
 
Interested parties may submit written comments no later than 5:00 PM Central Time on January 19, 
2022 by email to joelle.a.odaniel-lopez.civ@us.navy.mil or by mail postmarked no later than January 19, 
2022 to: 
 
Naval Air Station Pensacola 
Joelle O’Daniel-Lopez, NEPA Program Manager 
310 John Towers Road, Building 3560 
Pensacola, Florida 32508 
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From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
To: Edwards, Scott (Scott.Edwards@DOS.MyFlorida.com)
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA); Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA)
Subject: NAS Pensacola Hurricane Sally Repairs Building 26
Date: Wednesday, July 07, 2021 10:42:00
Attachments: Enclosure 1. Building 26 Location.pdf

Enclosure 2. Building 26 Scope of Work.pdf
Enclosure 3. Consultation for Building 633 (Annapolis of the Air HD) Architectural Shingles to Replace 3-Tab
Shingles.pdf

Scott,

Please regard this email as a formal invitation to consult under Section 106 of the NHPA. 

NAS Pensacola and environs have been recovering from the effects of Hurricane Sally since landfall occurred on
September 16, 2020.  Initial building assessments have resulted in scopes of work for repairs that will be utilized to
solicit design/build proposals to complete the work.  Constructed in 1882, Building 26 (8ES1862) is eligible to the
National Register of Historic Places and a contributing resource of the Pensacola Naval Air Station Historic District
(8ES103), a National Historic Landmark (Enclosure 1).   This building currently serves as a storage facility.

Building 26 needs a new roof including a structural base, underlayment, and new shingles (Enclosure 2).  Since the
roof on neighboring Building 38 was replaced with architectural shingles, Navy proposes to remove the aged three-
tab roof and install architectural shingles on Building 26 (see Enclosure 3).  Other repairs includes brickwork at the
roofline, and rehabilitating windows and doors.  All work will be conducted according to
the Secretary of the Interior's Standards for the Treatment of Historic Properties (SOI Standards).  After contract
award, the Navy will review the design submittals to ensure that in-kind replacement is achieved and consult your
office to garner concurrence.

Since all work on Building 26 will be accomplished per SOI Standards and architectural features indicative of the
building and the historic district will be maintained, the Navy has concluded that the hurricane repairs of Building
26 warrant a finding of NO ADVERSE EFFECT.

I look forward to your review and concurrence at your earliest opportunity.

Respectfully,
Carrie

Carrie Williams-Hannah
Cultural Resources Manager
NAVFAC Southeast
NAS Pensacola Public Works Department
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601

mailto:carrie.a.williams-hannah.civ@us.navy.mil
mailto:Scott.Edwards@DOS.MyFlorida.com
mailto:leonard.e.winter2.civ@us.navy.mil
mailto:leonard.e.winter2.civ@us.navy.mil



GRX Map Export


Source: Esri,  DigitalGlobe, GeoEye, Earthstar Geographics, CNES/Airbus
DS, USDA, USGS, AeroGRID, IGN, and the GIS User Community


Fence
Access Control Line
Wall


Installation Boundary
Non-Navy
US Navy


Building
Building Labels
Structure


Dock And Wharf
AirfieldMarkings
AirfieldMarkings


Airfield Section
Rail Track
Road Centerline


April 21, 2020
0 0.3 0.60.15 mi


0 0.5 10.25 km


1:18,056


FOR OFFICIAL USE ONLY



carrie.a.williams

Text Box

Enclosure 1.  Building 26 location



carrie.a.williams

Callout

Building 26







FINAL NASP ICRMP, FY 2015–2020 


Chapter 4 4-164 


Fi
gu


re
 4


.1
4.


  P
en


sa
co


la
 N


av
al


 A
ir 


St
at


io
n 


Hi
st


or
ic


 D
is


tr
ic


t. 





		Enclosure 1. Building 74 Location

		NHL HD map










DRAFT
Detailed Facility Assessment Report 


26 - OPERATIONAL STORAGE


Prepared for: 


Prepared by: 


NAVFAC Southeast 
NAS Pensacola


AECOM
7650 West Courtney 
Campbell Causeway
Tampa, FL 33607


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B102001 - STRUCTURAL FRAME


B1020 - ROOF CONSTRUCTION Mike.coughlin1@aecom.com 3/15/2021Surveyed by


B - SHELL B10 - SUPERSTRUCTURE


26 - OPERATIONAL STORAGE


Comments: Heavy timber framed roof


Location: Roof


Condition Rating: Asset non-operable


Criticality: 5 - Most Critical


Roof framingAsset Level


Room Type: Warehouse


Room #:


SFType: Missing


Action: Major repair


Quanty: 5400Room #:


Location: Warehouse


2160 LF 4x8 rafters, 200 LF 6x10 purlins, 90 LF 3x10 ridge, All southern 
yellow pine timber


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B102003 - ROOF DECKS AND SLABS


B1020 - ROOF CONSTRUCTION


WOOD DECKING


Mike.coughlin1@aecom.com 3/15/2021Surveyed by


B - SHELL B10 - SUPERSTRUCTURE


26 - OPERATIONAL STORAGE


Comments: Roof, deck and sub purlins are a total loss. 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 5 - Most Critical


Roof deckAsset Level


Room Type: Warehouse


Room #:


SFType: Missing


Action: Major repair


Quanty: 5400Room #:


Location: Warehouse


2x6 tongue and groove deck


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B201090 - OTHER EXTERIOR WALLS


B2010 - EXTERIOR WALLS Mike.coughlin1@aecom.com 3/15/2021Surveyed by


B - SHELL B20 - EXTERIOR ENCLOSURES


26 - OPERATIONAL STORAGE


Comments: Brick walls at roof damaged when roof was lost


Location: 1st


Condition Rating: Asset non-operable


Criticality: 5 - Most Critical


Load bearing brick masonry walls ( antique)Asset Level


Room Type: Warehouse


Room #:


SFType: Broken


Action: Major repair


Quanty: 200Room #:


Location: Warehouse


Repair antique brick walls in numerous places


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B202001 - WINDOWS


B2020 - EXTERIOR WINDOWS marilou.vangee@aecom.com 3/16/2021Surveyed by


B - SHELL B20 - EXTERIOR ENCLOSURES


26 - OPERATIONAL STORAGE


Comments: (4) 4x6 French wood windows complete with hardware.


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: Other


Room #:


SFType: Broken


Action: Replace


Quanty: 100Room #:


Location: Other


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B202001 - WINDOWS


B2020 - EXTERIOR WINDOWS marilou.vangee@aecom.com 3/16/2021Surveyed by


B - SHELL B20 - EXTERIOR ENCLOSURES


26 - OPERATIONAL STORAGE


Comments: (4) 4x6 wood shutters.


Location: 1st


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Asset Level


Room Type: Other


Room #:


SFType: Deteriorated


Action: Replace


Quanty: 100Room #:


Location: Other


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B203001 - SOLID DOORS


B2030 - EXTERIOR DOORS marilou.vangee@aecom.com 3/16/2021Surveyed by


B - SHELL B20 - EXTERIOR ENCLOSURES


26 - OPERATIONAL STORAGE


Comments: (2) 8x10 wood door shutters @ front & back of bldg.


Location: 1st


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Asset Level


Room Type: Other


Room #:


EAType: Missing


Action: Replace


Quanty: 160Room #:


Location: Other


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301001 - STEEP SLOPE ROOF SYSTEMS


B3010 - ROOF COVERINGS


ROOFING SHINGLES AND SHAKES


marilou.vangee@aecom.com 3/16/2021Surveyed by


B - SHELL B30 - ROOFING


26 - OPERATIONAL STORAGE


Comments: 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: Other


Room #:


SFType: Missing


Action: Replace


Quanty: 5400Room #:


Location:


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







D501004 - PANELBOARDS


D5010 - ELECTRICAL SERVICE & DISTRIBUTION


DISTRIBUTION EQUIPMENT


brian.tannetti@aecom.com 3/18/2021Surveyed by


D50 - ELECTRICAL D50 - ELECTRICAL


26 - OPERATIONAL STORAGE


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Complete electrical system replacement          Asset Level


Room Type: Storage


Room #: Electrical closet


AMPType: Flooded


Action: Replace


Quanty: 225Room #: Electrical closet


Location: Storage


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







D501004 - PANELBOARDS


D5010 - ELECTRICAL SERVICE & DISTRIBUTION


DISTRIBUTION EQUIPMENT


brian.tannetti@aecom.com 3/18/2021Surveyed by


D50 - ELECTRICAL D50 - ELECTRICAL


26 - OPERATIONAL STORAGE


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







E202002 - MODULAR PREFABRICATED FURNITURE


E2020 - MOVEABLE FURNISHINGS marilou.vangee@aecom.com 3/16/2021Surveyed by


E - EQUIPMENT AND FURNISHINGS E20 - FURNISHINGS


26 - OPERATIONAL STORAGE


Comments: Metal cabinets rusty. Approx. (6 rows) 40’x20’. 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: Other


Room #:


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







E202002 - MODULAR PREFABRICATED FURNITURE


E2020 - MOVEABLE FURNISHINGS marilou.vangee@aecom.com 3/16/2021Surveyed by


E - EQUIPMENT AND FURNISHINGS E20 - FURNISHINGS


26 - OPERATIONAL STORAGE


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







E202002 - MODULAR PREFABRICATED FURNITURE


E2020 - MOVEABLE FURNISHINGS marilou.vangee@aecom.com 3/16/2021Surveyed by


E - EQUIPMENT AND FURNISHINGS E20 - FURNISHINGS


26 - OPERATIONAL STORAGE


SFType: Rusted


Action: Replace


Quanty: 5000Room #:


Location: Other


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







E202090 - OTHER MOVEABLE FURNISHINGS


E2020 - MOVEABLE FURNISHINGS marilou.vangee@aecom.com 3/16/2021Surveyed by


E - EQUIPMENT AND FURNISHINGS E20 - FURNISHINGS


26 - OPERATIONAL STORAGE


Comments: (6) 3-level modular heavy duty metal shelvings.


Location: 1st


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Asset Level


Room Type: Other


Room #:


EAType: Rusted


Action: Replace


Quanty: 550Room #:


Location: Other


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







G204001 - FENCING & GATES


G2040 - SITE DEVELOPMENT


PLASTIC FENCES AND GATES


Wesley.Parkmond@aecom.com 3/17/2021Surveyed by


G - SITEWORK G20 - SITE IMPROVEMENTS


26 - OPERATIONAL STORAGE


Comments: 


Location: Site


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: Site


Room #: Along the front exterior of site


LFType: Missing


Action: Replace


Quanty: 134Room #: Along the front exterior of site


Location: Site


5 sections that total 139. Missing sections are located on site  Section 1: 
28 LF Section 2: 42 LF Section 3: 28 LF Section 4: 16 LF Section 5: 20 LF


Reported Deficiency


Location: Site


Asset Level


Room Type: Site


Room #: Missing gate


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







G204001 - FENCING & GATES


G2040 - SITE DEVELOPMENT


PLASTIC FENCES AND GATES


Wesley.Parkmond@aecom.com 3/17/2021Surveyed by


G - SITEWORK G20 - SITE IMPROVEMENTS


26 - OPERATIONAL STORAGE


Comments: 


Condition Rating: Asset non-operable


Criticality: 3 - Critical


LFType: Missing


Action: Replace


Quanty: 4Room #: Missing gate


Location: Site


Missing gate


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 








From: Edwards, Scott
To: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA)
Subject: [Non-DoD Source] RE: SHPO Review of Building 633
Date: Friday, December 11, 2020 15:04:06
Attachments: image003.png
Importance: High


Carrie and Len, based on the additional information provided (images of architectural shingles
currently on Bldg. 38), this office concurs that the proposed undertaking will have no adverse effect
on the historic character of the building or the Annapolis of the Air Historic District.
 
 
-Scott
 
 


From: Edwards, Scott 
Sent: Wednesday, December 9, 2020 9:47 AM
To: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
<carrie.williamshanna@navy.mil>
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA) <len.winter@navy.mil>
Subject: RE: SHPO Review of Building 633
 
Carrie, the replacement 3-tab to architectural shingles would impart a significant visual change to
the historic building and potentially result in an adverse effect.
 
We recommend replacing the existing roof in-kind with asphalt shingles (see example below) in
order to maintain the historic character and appearance of the building.
 
-Scott
 
 



mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:carrie.williamshanna@navy.mil

mailto:len.winter@navy.mil







 
 
 
 
 


From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
[mailto:carrie.williamshanna@navy.mil] 
Sent: Friday, December 4, 2020 10:10 AM
To: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com>
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA) <len.winter@navy.mil>
Subject: RE: SHPO Review of Building 633
 


The attachments/links in this message have been scanned by Proofpoint.


Good Morning Scott,
 
I am emailing to follow up on consultation for the proposed roof replacement from 3-tab to
architectural shingle.  Please let me know if you need additional photographs or product
information.  I hope all is well, and look forward to hearing from you!!
 
Respectfully,
Carrie
 
Carrie Williams-Hannah
Cultural Resources Manager 
NAVFAC Southeast
NAS Pensacola Public Works Department 
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601
 
 
 


From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA) 
Sent: Thursday, November 05, 2020 9:17 AM
To: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com>
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA) <len.winter@navy.mil>
Subject: RE: SHPO Review of Building 633
 
Scott,
 
As requested, attached are two photos of B633 showing a light color 3-tab shingle along with a
photo sample from the manufacturer’s website showing a comparable “Shasta White” color



mailto:carrie.williamshanna@navy.mil

mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:len.winter@navy.mil

mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:len.winter@navy.mil





architectural shingle.  Please let me know if you need additional information!
 
Respectfully,
Carrie
 
Carrie Williams-Hannah
Cultural Resources Manager 
NAVFAC Southeast
NAS Pensacola Public Works Department 
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601
 
 
 


From: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com> 
Sent: Thursday, November 05, 2020 6:33 AM
To: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
<carrie.williamshanna@navy.mil>
Subject: [Non-DoD Source] RE: SHPO Review of Building 633
 
Good morning Carrie.  Can you please send me an example/images of the new shingles along
with the old 3 tab.
 
-Scott
 


From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
[mailto:carrie.williamshanna@navy.mil] 
Sent: Thursday, November 5, 2020 7:28 AM
To: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com>
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA) <len.winter@navy.mil>
Subject: RE: SHPO Review of Building 633
 


The attachments/links in this message have been scanned by Proofpoint.


Scott,
 
I hope this finds you well!  The Navy has allotted additional funding to replace the roof at Building
633 as part of the renovation resulting from the 6 December 2019 active shooter incident.  This
email
serves to continue our consultation as new efforts are proposed.  Currently, we have a three-tab
shingle roofs installed on all our buildings in the Annapolis of the Air Historic District post-Hurricane



mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:carrie.williamshanna@navy.mil

mailto:carrie.williamshanna@navy.mil

mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:len.winter@navy.mil





Ivan in 2004.  Since
architectural shingles are more durable and provide a longer warranty, NASP would like to move
away from the three-tab to the architectural shingle.  The appearance is slightly different, however it
does not clash with the appearance of the historic facilities in the Historic District, but rather
compliments as much, if not better than the three-tab shingle.  The Navy has determined that the
roof replacement from a three-tab to an architectural shingle will not adversely affect Building 633
or the Annapolis of the Air Historic District.  Over time, as three-tab roofs need replacing, all the
facilities in the Historic District will be replaced with architectural shingles.
 
We look forward to your review and concurrence at your earliest opportunity.
 
Respectfully,
Carrie
 
Carrie Williams-Hannah
Cultural Resources Manager 
NAVFAC Southeast
NAS Pensacola Public Works Department 
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601
 
 


From: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com> 
Sent: Thursday, April 30, 2020 7:21 AM
To: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
<carrie.williamshanna@navy.mil>
Subject: [Non-DoD Source] SHPO Review of Building 633
 
Please see the attached letter from the Florida State Historic Preservation Office.
 
-Scott
 
Scott Edwards
Historic Preservationist and Florida Historic Golf Trail Coordinator | Bureau of Historic Preservation |
Division of Historical Resources | Florida Department of State | 500 South Bronough Street |
Tallahassee, Florida 32399 | 850.245.6369 | 1.800.847.7278 | www.flheritage.com and
www.floridahistoricgolftrail.com
 



mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:carrie.williamshanna@navy.mil

https://no-click.mil/?http://www.flheritage.com/

https://no-click.mil/?http://www.floridahistoricgolftrail.com/
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Carrie Williams-Hannah, M.A.            July 9, 2021 
NAVFAC Southeast 
310 John Towers Road 
Pensacola, Florida 32508-5303 
 
RE: DHR Project File No.: 2021-4027 

Hurricane Sally Repairs to Building 26 
Naval Air Station Pensacola, Escambia County 

 
Dear Ms. Williams-Hannah: 
 
The Florida State Historic Preservation Officer reviewed the referenced project for possible effects on 
historic properties listed, or eligible for listing, in the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 26 (8ES1862) is a contributing resource to the Pensacola Naval Air Station National 
Historic Landmark District (8ES103). Based on the information provided, this office concurs with your 
finding that the proposed undertaking should have "No Adverse Effect" on the historic character of 
Building 26 or the National Landmark District with the following conditions:  

 All work will be in accordance with the recommended approaches as set forth in the Secretary of 
the Interior's Standards for Rehabilitation and Guidelines for Rehabilitating Historic Buildings. 

 Architectural features indicative of the building and the historic district will be maintained. 
 Plans and drawings will be submitted to this office for review and approval.   

 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
 
Timothy A. Parsons, Ph.D. 
Director, Division of Historical Resources 
and State Historic Preservation Officer 



From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
To: Edwards, Scott (Scott.Edwards@DOS.MyFlorida.com)
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA); Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA)
Subject: NAS Pensacola Hurricane Sally Repairs Building 28
Date: Thursday, July 08, 2021 10:24:00
Attachments: Enclosure 2. Scope of Work.pdf

Enclosure 3. Consultation for 3-tab roof replacement with architectural shingle at Building 38.pdf
Enclosure 1. Buildings 28 Location.pdf

Scott,

Please regard this email as a formal invitation to consult under Section 106 of the NHPA. 

NAS Pensacola and environs have been recovering from the effects of Hurricane Sally since landfall occurred on
September 16, 2020.  Initial building assessments have resulted in scopes of work for repairs that will be utilized to
solicit design/build proposals to complete the work.  Constructed in 1874, Building 28 (8ES1627) is eligible to the
National Register of Historic Places (NRHP) and a contributing resource of the Pensacola Naval Air Station Historic
District (8ES103), a National Historic Landmark (Enclosure 1).   This building currently serves as a storage facility.

Building 28 needs a new roof including underlayment, new shingles, and repair and/or replacement of soffits, trim
and flashing (Enclosure 2).  Since the three-tab roof of NRHP eligible and contributing resource Building 38 was
replaced with architectural shingles, Navy proposes to remove the aged three-tab roof and install architectural
shingles on Building 28 (see Enclosure 3).  Other repairs includes rehabilitating windows and doors.  All work will
be conducted according to the Secretary of the Interior's Standards for the Treatment of Historic Properties (SOI
Standards).  After contract award, the Navy will review the design submittals to ensure that in-kind replacement is
achieved and consult your office to garner concurrence.

Since all work on Building 28 will be accomplished per SOI Standards and architectural features indicative of the
building and the historic district will be maintained, the Navy has concluded that the hurricane repairs of Building
28 warrant a finding of NO ADVERSE EFFECT.

I look forward to your review and concurrence at your earliest opportunity.

Respectfully,
Carrie

Carrie Williams-Hannah
Cultural Resources Manager
NAVFAC Southeast
NAS Pensacola Public Works Department
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601

mailto:carrie.a.williams-hannah.civ@us.navy.mil
mailto:Scott.Edwards@DOS.MyFlorida.com
mailto:leonard.e.winter2.civ@us.navy.mil
mailto:leonard.e.winter2.civ@us.navy.mil



DRAFT
Detailed Facility Assessment Report 


28 - STORAGE QUARTERS CNT COM Q-1


Prepared for: 


Prepared by: 


NAVFAC Southeast 
NAS Pensacola


AECOM
7650 West Courtney 
Campbell Causeway
Tampa, FL 33607


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B201007 - EXTERIOR SOFFITS


B2010 - EXTERIOR WALLS Carlton.gordon@aecom.com 3/10/2021Surveyed by


B - SHELL B20 - EXTERIOR ENCLOSURES


28 - STORAGE QUARTERS CNT COM Q-1


Comments: Wind damage observed at facia/soffit at northeast corner 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Soffit Asset Level


Room Type: North Wall


Room #: Northeast 


SFType: Broken


Action: Minor repair


Quanty: 20Room #: Northeast 


Location: North Wall


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B201007 - EXTERIOR SOFFITS


B2010 - EXTERIOR WALLS Carlton.gordon@aecom.com 3/10/2021Surveyed by


B - SHELL B20 - EXTERIOR ENCLOSURES


28 - STORAGE QUARTERS CNT COM Q-1


SFType: Chipped


Action: Repaint


Quanty: 600Room #: Northeast 


Location: North Wall


Windows and frames with peeling/flaking paint 


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B2020 - EXTERIOR WINDOWS Jeff.harner@aecom.com 3/11/2021Surveyed by


B - SHELL B20 - EXTERIOR ENCLOSURES


28 - STORAGE QUARTERS CNT COM Q-1


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Wood slat over windowAsset Level


Room Type: Warehouse


Room #:


SFType: Missing


Action: Install


Quanty: 3Room #:


Location: Warehouse


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B203001 - SOLID DOORS


B2030 - EXTERIOR DOORS Connor.young@aecom.com 3/11/2021Surveyed by


B - SHELL B20 - EXTERIOR ENCLOSURES


28 - STORAGE QUARTERS CNT COM Q-1


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Broken front doorAsset Level


Room Type: Other


Room #:


EAType: Broken


Action: Replace


Quanty: 1Room #:


Location: Other


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301001 - STEEP SLOPE ROOF SYSTEMS


B3010 - ROOF COVERINGS Carlton.gordon@aecom.com 3/10/2021Surveyed by


B - SHELL B30 - ROOFING


28 - STORAGE QUARTERS CNT COM Q-1


Comments: 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Roofing (shingles)Asset Level


Room Type: Other


Room #: Roof 


SFType: Broken


Action: Major repair


Quanty: 800Room #: Roof 


Location: Other


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301001 - STEEP SLOPE ROOF SYSTEMS


B3010 - ROOF COVERINGS


ROOFING SHINGLES AND SHAKES


Jeff.harner@aecom.com 3/9/2021Surveyed by


B - SHELL B30 - ROOFING


28 - STORAGE QUARTERS CNT COM Q-1


Comments: 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Roof shinglesAsset Level


Room Type: Other


Room #:


SFType: Missing


Action: Install


Quanty: 1400Room #:


Location: Other


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301004 - FLASHINGS & TRIM


B3010 - ROOF COVERINGS Connor.young@aecom.com 3/11/2021Surveyed by


B - SHELL B30 - ROOFING


28 - STORAGE QUARTERS CNT COM Q-1


Comments: 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Asset Level


Room Type: Other


Room #:


SFType: Broken


Action: Minor repair


Quanty: 10Room #:


Location: Other


Fascia pulling from soffit 


Reported Deficiency


SFType: Broken


Action: Minor repair


Quanty: 5Room #:


Location: Other


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C3010 - WALL FINISHES Jeff.harner@aecom.com 3/11/2021Surveyed by


C - INTERIORS C30 - INTERIOR FINISHES


28 - STORAGE QUARTERS CNT COM Q-1


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 1 - Not Critical


Dirt from floodingAsset Level


Room Type: Warehouse


Room #:


SFType: Flooded


Action: Clean


Quanty: 800Room #:


Location: Warehouse


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C3020 - FLOOR FINISHES Jeff.harner@aecom.com 3/11/2021Surveyed by


C - INTERIORS C30 - INTERIOR FINISHES


28 - STORAGE QUARTERS CNT COM Q-1


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 1 - Not Critical


Dirt from floodingAsset Level


Room Type: Warehouse


Room #:


SFType: Flooded


Action: Clean


Quanty: 3000Room #:


Location: Warehouse


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







D501003 - INTERIOR DISTRIBUTION 
TRANSFORMERS


D5010 - ELECTRICAL SERVICE & DISTRIBUTION dan.pohnert@aecom.com 3/10/2021Surveyed by


D50 - ELECTRICAL D50 - ELECTRICAL


28 - STORAGE QUARTERS CNT COM Q-1


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


T1Equipment Level


Room Type: Storage


Room #: Main


ID / Barcode:


Manufacturer:


Model Number:


Serial Number:


AMPType: Flooded


Action: Replace


Quanty: 45Room #: Main


Location: Storage


45 kva transformer below waterline


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







D501003 - INTERIOR DISTRIBUTION 
TRANSFORMERS


D5010 - ELECTRICAL SERVICE & DISTRIBUTION dan.pohnert@aecom.com 3/10/2021Surveyed by


D50 - ELECTRICAL D50 - ELECTRICAL


28 - STORAGE QUARTERS CNT COM Q-1


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







D501004 - PANELBOARDS


D5010 - ELECTRICAL SERVICE & DISTRIBUTION dan.pohnert@aecom.com 3/10/2021Surveyed by


D50 - ELECTRICAL D50 - ELECTRICAL


28 - STORAGE QUARTERS CNT COM Q-1


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 5 - Most Critical


LPEquipment Level


Room Type: Storage


Room #: Main


ID / Barcode:


Manufacturer:


Model Number:


Serial Number:


AMPType: Flooded


Action: Replace


Quanty: 100Room #: Main


Location: Storage


Bottom of panel below waterline


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







D502001 - BRANCH WIRING


D5020 - LIGHTING & BRANCH WIRING dan.pohnert@aecom.com 3/10/2021Surveyed by


D50 - ELECTRICAL D50 - ELECTRICAL


28 - STORAGE QUARTERS CNT COM Q-1


Comments: Receptacle in main area


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


ReceptaclesAsset Level


Room Type: Storage


Room #: Main hall


SFType: Flooded


Action: Replace


Quanty: 13Room #: Main


Location:


13 receptacles 120V NEMA 5-20R


Reported Deficiency


SFType: Flooded


Action: Replace


Quanty: 13Room #: Main hall


Location: Storage


13 receptacles 120V NEMA 5-20R


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 
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Mr. Len Winter                     October 16, 2018 
Historic Preservation Officer 
Cultural Resources Section Head 
NAVFAC SE 
Box 30/BLDG 135N 
NAS Jacksonville 
Jacksonville, Florida 32212 
 
 
Re: DHR Project No.: 2018-5200 


Proposed Roof Replacement on Building 38   
Naval Air Station Pensacola, Escambia County 


 
 
Dear Mr. Winter: 
 
The Florida State Historic Preservation Officer reviewed the referenced projects for possible effects on 
historic properties listed, or eligible for listing, on the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 38 (8ES1863) is a contributing resource to the Pensacola Naval Air Station National 
Historic Landmark District (8ES103).  
 
Based on the information provided, this office concurs that the proposed undertaking will have no 
adverse effect on the historic character of the building or district 
 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
 
Timothy A. Parsons, Ph.D., RPA 
Director, Division of Historical Resources 
and State Historic Preservation Officer 
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Carrie Williams-Hannah, M.A.            July12, 2021 
NAVFAC Southeast 
310 John Towers Road 
Pensacola, Florida 32508-5303 
 
RE: DHR Project File No.: 2021-4029 

Hurricane Sally Repairs to Building 28 
Naval Air Station Pensacola, Escambia County 

 
Dear Ms. Williams-Hannah: 
 
The Florida State Historic Preservation Officer reviewed the referenced project for possible effects on 
historic properties listed, or eligible for listing, in the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 28 (8ES18627) is a contributing resource to the Pensacola Naval Air Station 
National Historic Landmark District (8ES103). Based on the information provided, this office concurs with 
your finding that the proposed undertaking should have "No Adverse Effect" on the historic character of 
Building 28 or the National Landmark District with the following conditions:  

 All work will be in accordance with the recommended approaches as set forth in the Secretary of 
the Interior's Standards for Rehabilitation and Guidelines for Rehabilitating Historic Buildings. 

 Architectural features indicative of the building and the historic district will be maintained. 
 Plans and drawings will be submitted to this office for review and approval.   

 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
 
Timothy A. Parsons, Ph.D. 
Director, Division of Historical Resources 
and State Historic Preservation Officer 



From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
To: Edwards, Scott (Scott.Edwards@DOS.MyFlorida.com)
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA)
Subject: NAS Pensacola Hurricane Sally Repairs Building 34
Date: Monday, July 12, 2021 10:28:00
Attachments: Enclosure 1. Buildings 34 Location.pdf

Enclosure 2. Scope of Work.pdf

Scott,

Please regard this email as a formal invitation to consult under Section 106 of the NHPA. 

NAS Pensacola and environs have been recovering from the effects of Hurricane Sally since landfall occurred on
September 16, 2020.  Initial building assessments have resulted in scopes of work for repairs that will be utilized to
solicit design/build proposals to complete the work.  Constructed in 1873, Building 34 (8ES1628) is eligible to the
National Register of Historic Places (NRHP) and a contributing resource of the
Pensacola Naval Air Station Historic District (8ES103), a National Historic Landmark (Enclosure 1).   This building
currently serves as VIP lodging.

Building 34 requires repair and/or replacement of fascia, trim, and flashing along the roof (Enclosure 2).  Other
repairs includes removing downed-tree roots and repairing displaced brick on sidewalks.  Since earthwork will be
required to repair the sidewalks, a SOI qualified archaeologist will monitor all ground disturbance during the repair
as the facility is located within NRHP-eligible archeological site 8ES2839.  All work will be conducted according to
the Secretary of the Interior's Standards for the Treatment of Historic Properties (SOI Standards).  After contract
award, the Navy will review the design submittals to ensure that in-kind replacement is achieved and consult your
office to garner concurrence.

Since all work on Building 34 will be accomplished per SOI Standards and architectural features indicative of the
building and the historic district will be maintained, the Navy has concluded that the hurricane repairs of Building
34 warrant a finding of NO ADVERSE EFFECT.

I look forward to your review and concurrence at your earliest opportunity.

Respectfully,
Carrie

Carrie Williams-Hannah
Cultural Resources Manager
NAVFAC Southeast
NAS Pensacola Public Works Department
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601

mailto:carrie.a.williams-hannah.civ@us.navy.mil
mailto:Scott.Edwards@DOS.MyFlorida.com
mailto:leonard.e.winter2.civ@us.navy.mil
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DRAFT
Detailed Facility Assessment Report 


34 - NAVY GATEWAY INNS AND SUITES (NGIS)


Prepared for: 


Prepared by: 


NAVFAC Southeast 
NAS Pensacola


AECOM
7650 West Courtney 
Campbell Causeway
Tampa, FL 33607


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301004 - FLASHINGS & TRIM


B3010 - ROOF COVERINGS marilou.vangee@aecom.com 3/16/2021Surveyed by


B - SHELL B30 - ROOFING


34 - NAVY GATEWAY INNS AND SUITES (NGIS)


Comments: 8” Fascia flashing along roof perimeter.


Location: Roof


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Asset Level


Room Type: Other


Room #:


SFType: Deteriorated


Action: Replace


Quanty: 200Room #:


Location:


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301004 - FLASHINGS & TRIM


B3010 - ROOF COVERINGS marilou.vangee@aecom.com 3/16/2021Surveyed by


B - SHELL B30 - ROOFING


34 - NAVY GATEWAY INNS AND SUITES (NGIS)


Comments: 1”x 8” wood roof fascia.


Location: Roof


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Asset Level


Room Type: Other


Room #:


SFType: Deteriorated


Action: Replace


Quanty: 200Room #:


Location: Other


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







G102003 - UNDERGROUND SITE DEMOLITION


G1020 - SITE DEMOLITION & RELOCATIONS Wesley.Parkmond@aecom.com 3/9/2021Surveyed by


G - SITEWORK G10 - SITE PREPARATION


34 - NAVY GATEWAY INNS AND SUITES (NGIS)


Comments: 


Location: Grade


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Uprooted treeAsset Level


Room Type: Site


Room #:


SYType: Dangerous


Action: Major repair


Quanty: 2Room #:


Location: Site


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







G102003 - UNDERGROUND SITE DEMOLITION


G1020 - SITE DEMOLITION & RELOCATIONS Wesley.Parkmond@aecom.com 3/9/2021Surveyed by


G - SITEWORK G10 - SITE PREPARATION


34 - NAVY GATEWAY INNS AND SUITES (NGIS)


SYType: Buckling


Action: Minor repair


Quanty: 1Room #:


Location: Site


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 
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Carrie Williams-Hannah, M.A.            July 15, 2021 
NAVFAC Southeast 
310 John Towers Road 
Pensacola, Florida 32508-5303 
 
RE: DHR Project File No.: 2021-4072 

Hurricane Sally Repairs to Building 34 
Naval Air Station Pensacola, Escambia County 

 
Dear Ms. Williams-Hannah: 
 
The Florida State Historic Preservation Officer reviewed the referenced project for possible effects on 
historic properties listed, or eligible for listing, in the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 34 (8ES1628) is a contributing resource to the Pensacola Naval Air Station National 
Historic Landmark District (8ES103). Based on the information provided, this office concurs with your 
finding that the proposed undertaking should have "No Adverse Effect" on the historic character of 
Building 34 or the National Landmark District with the following conditions:  
 

 All work will be in accordance with the recommended approaches as set forth in the Secretary of 
the Interior's Standards for Rehabilitation and Guidelines for Rehabilitating Historic Buildings. 

 Architectural features indicative of the building and the historic district will be maintained. 
 Plans and drawings will be submitted to this office for review and approval.   

 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
 
Timothy A. Parsons, Ph.D. 
Director, Division of Historical Resources 
and State Historic Preservation Officer 



From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
To: Edwards, Scott (Scott.Edwards@DOS.MyFlorida.com)
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA)
Subject: NAS Pensacola Hurricane Sally Repairs Building 73
Date: Friday, November 19, 2021 9:41:00
Attachments: Enclosure 1. Building 73 Location.pdf

Enclosure 2. Building 73 SOW.pdf
Enclosure 3. Building 38 Roof Consultation.pdf

Scott,

Please regard this email as a formal invitation to consult under Section 106 of the NHPA.

NAS Pensacola has been recovering from the effects of Hurricane Sally since landfall occurred on September 16,
2020.  Initial building assessments have resulted in scopes of work for repairs that will be  utilized to solicit
design/build proposals to complete the work.  Constructed in 1916, Building 73 (8ES1871) is eligible to the
National Register of Historic Places and located within the Pensacola Naval Air Station Historic District (8ES103),
National Historic Landmark (Enclosure 1).   This building currently serves as a port operations staging and storage
facility.

Building 73 requires the replacement of missing and/or damaged exterior metal siding and insulation, eaves,
flashing, trim, and downspouts (Enclosure 2).  Other work includes the repair/replacement of two exterior doors, one
window, and several broken window lites.   The existing 3-tab shingles on the lean-to at the north façade will be
replaced by architectural shingles that match the current color and  existing architectural shingles on Building 38,
also located within 8ES103 (Enclosure 3).  All work will be conducted according to the Secretary of the Interior's
Standards for the Treatment of Historic Properties (SOI Standards).  After contract award, the Navy will review the
design submittals to ensure that in-kind replacement is achieved and consult your office to garner concurrence.

Since all work on Building 73 will be accomplished per SOI Standards and architectural features of the building will
be maintained, the Navy has concluded that the hurricane repairs of Building 73 warrant a finding of NO
ADVERSE EFFECT.

I look forward to your review and concurrence at your earliest opportunity.

Respectfully,
Carrie

Carrie Williams-Hannah
Cultural Resources Manager
NAVFAC Southeast
NAS Pensacola Public Works Department
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601

mailto:carrie.a.williams-hannah.civ@us.navy.mil
mailto:Scott.Edwards@DOS.MyFlorida.com
mailto:leonard.e.winter2.civ@us.navy.mil



GRX Map Export


Source: Esri,  DigitalGlobe, GeoEye, Earthstar Geographics, CNES/Airbus
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		Enclosure 1. Building 74 Location
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DRAFT
Detailed Facility Assessment Report 


73 - PORT OPS SUPPORT BLDG


Prepared for: 


Prepared by: 


NAVFAC Southeast 
NAS Pensacola


AECOM
7650 West Courtney 
Campbell Causeway
Tampa, FL 33607


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B201001 - EXTERIOR CLOSURE


B2010 - EXTERIOR WALLS


SIDING


marilou.vangee@aecom.com 6/9/2021Surveyed by:


B - SHELL B20 - EXTERIOR ENCLOSURES


73 - PORT OPS SUPPORT BLDG


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: Other


Room #:


SFType: Deteriorated


Action: Replace


Quanty: 100Room #:


Location: Other


Replace exterior metal siding including R19 batt insulation on the interior 
side up to 2ft AFF, along North wall only. 


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B201003 - INSULATION & VAPOR RETARDER


B2010 - EXTERIOR WALLS marilou.vangee@aecom.com 6/9/2021Surveyed by:


B - SHELL B20 - EXTERIOR ENCLOSURES


73 - PORT OPS SUPPORT BLDG


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: Other


Room #:


SFType: Deteriorated


Action: Replace


Quanty: 420Room #:


Location: Other


Replace damaged R19 batt insulation at multiple areas.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B201007 - EXTERIOR SOFFITS


B2010 - EXTERIOR WALLS marilou.vangee@aecom.com 6/9/2021Surveyed by:


B - SHELL B20 - EXTERIOR ENCLOSURES


73 - PORT OPS SUPPORT BLDG


Comments: 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Asset Level


Room Type: Other


Room #:


SFType: Deteriorated


Action: Replace


Quanty: 55Room #:


Location:


Replace with perforated metal roof eave finish to match existing.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B202001 - WINDOWS


B2020 - EXTERIOR WINDOWS marilou.vangee@aecom.com 6/9/2021Surveyed by:


B - SHELL B20 - EXTERIOR ENCLOSURES


73 - PORT OPS SUPPORT BLDG


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: Office


Room #:


SFType: Deteriorated


Action: Replace


Quanty: 8Room #:


Location: Office


Replace (1) 2’W x 4’H French window to match other existing windows.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B202001 - WINDOWS


B2020 - EXTERIOR WINDOWS


EXTERIOR OPERATING WINDOWS


Mike.coughlin1@aecom.com 3/15/2021Surveyed by:


B - SHELL B20 - EXTERIOR ENCLOSURES


73 - PORT OPS SUPPORT BLDG


Comments: 


Location: Grade


Condition Rating: Asset non-operable


Criticality: 3 - Critical


East wall window bankAsset Level


Room Type: Warehouse


Room #:


SFType: Broken


Action: Replace


Quanty: 4Room #:


Location: Warehouse


Replace four broken window lites


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B202001 - WINDOWS


B2020 - EXTERIOR WINDOWS


EXTERIOR OPERATING WINDOWS


Mike.coughlin1@aecom.com 3/15/2021Surveyed by:


B - SHELL B20 - EXTERIOR ENCLOSURES


73 - PORT OPS SUPPORT BLDG


Comments: 


Location: Grade


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: Warehouse


Room #:


SFType: Broken


Action: Replace


Quanty: 2Room #:


Location: Warehouse


Replace 1broken window lite


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B203004 - OVERHEAD AND ROLL-UP DOORS


B2030 - EXTERIOR DOORS marilou.vangee@aecom.com 6/9/2021Surveyed by:


B - SHELL B20 - EXTERIOR ENCLOSURES


73 - PORT OPS SUPPORT BLDG


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Exterior doorAsset Level


Room Type: Other


Room #:


EAType: Deteriorated


Action: Replace


Quanty: 2Room #:


Location:


Remove and Replace defective metal Door (3’x7’).  Including door 
hardware. Hardware rewatch: 1. Door with door keyed lock and door 
closet. 2. The other door w/ panic hardware and door closer.


Reported Deficiency


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: Other


Room #:


SFType: Deteriorated


Action: Replace


Quanty: 64Room #:


Location: Other


Overhead door was damaged. Door frame side guide missing. Size approx. 
8’W x 8’H.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B203004 - OVERHEAD AND ROLL-UP DOORS


B2030 - EXTERIOR DOORS marilou.vangee@aecom.com 6/9/2021Surveyed by:


B - SHELL B20 - EXTERIOR ENCLOSURES


73 - PORT OPS SUPPORT BLDG


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301001 - STEEP SLOPE ROOF SYSTEMS


B3010 - ROOF COVERINGS


ROOFING SHINGLES AND SHAKES


marilou.vangee@aecom.com 6/9/2021Surveyed by:


B - SHELL B30 - ROOFING


73 - PORT OPS SUPPORT BLDG


Comments: 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Low roofAsset Level


Room Type: Other


Room #:


SFType: Deteriorated


Action: Replace


Quanty: 960Room #:


Location: Other


Replace with arch’l grade roof shingles w/ similar color to match existing.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301004 - FLASHINGS & TRIM


B3010 - ROOF COVERINGS marilou.vangee@aecom.com 6/9/2021Surveyed by:


B - SHELL B30 - ROOFING


73 - PORT OPS SUPPORT BLDG


Comments: 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Low roof counter flashingAsset Level


Room Type: Other


Room #:


SFType: Deteriorated


Action: Replace


Quanty: 50Room #:


Location: Other


Install counter flashing along wall to roof after replacing roof shingles.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301005 - GUTTERS & DOWNSPOUTS


B3010 - ROOF COVERINGS Mike.coughlin1@aecom.com 3/15/2021Surveyed by:


B - SHELL B30 - ROOFING


73 - PORT OPS SUPPORT BLDG


Comments: South wall downspouts


Location: Roof


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Gutter downspoutsAsset Level


Room Type: Warehouse


Room #:


LFType: Missing


Action: Replace


Quanty: 160Room #:


Location: Warehouse


Four total missing downspouts, 40 feet each.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C103010 - CASEWORK


C1030 - SPECIALTIES marilou.vangee@aecom.com 6/9/2021Surveyed by:


C - INTERIORS C10 - INTERIOR CONSTRUCTION


73 - PORT OPS SUPPORT BLDG


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Asset Level


Room Type: Men's Restroom


Room #:


LFType: Deteriorated


Action: Replace


Quanty: 7Room #:


Location: Men's Restroom


Millwork counter and cabinet was damaged due to flooding. Lavatory & 
faucets in good condition.


Reported Deficiency


Location: 1st


Condition Rating: Asset non-operable


Asset Level


Room Type: Women's Restroom


Room #:


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C103010 - CASEWORK


C1030 - SPECIALTIES marilou.vangee@aecom.com 6/9/2021Surveyed by:


C - INTERIORS C10 - INTERIOR CONSTRUCTION


73 - PORT OPS SUPPORT BLDG


Comments: 


Criticality: 2 - Less Critical


LFType: Deteriorated


Action: Replace


Quanty: 7Room #:


Location: Women's Restroom


Millwork counter and cabinet was damaged due to flooding. Lavatory & 
faucets in good condition.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C301003 - GYPSUM WALLBOARD FINISHES


C3010 - WALL FINISHES marilou.vangee@aecom.com 6/9/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


73 - PORT OPS SUPPORT BLDG


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Room gyp wallAsset Level


Room Type: Office


Room #:


SFType: Deteriorated


Action: Replace


Quanty: 170Room #: Office


Location: Office


Remove and replace the gyp wall and insulation up until approx. 2’ AFF for 
inside perimeter wall.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C303002 - GYPSUM WALLBOARD CEILING FINISHES


C3030 - CEILING FINISHES marilou.vangee@aecom.com 6/9/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


73 - PORT OPS SUPPORT BLDG


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Women’s Restroom Asset Level


Room Type: Women's Restroom


Room #:


SFType: Deteriorated


Action: Replace


Quanty: 32Room #:


Location: Women's Restroom


Remove and replace gyp ceiling and repaint to match existing.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







D3030 - COOLING GENERATING SYSTEMS marilou.vangee@aecom.com 6/9/2021Surveyed by:


D30 - HVAC D30 - HEATING, VENTILATION, AND AIR CONDITIONING (HVAC)


73 - PORT OPS SUPPORT BLDG


Comments: 


Location: Site


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: Other


Room #:


TONType: Deteriorated


Action: Replace


Quanty: 3Room #:


Location: Other


ACCU Submerged during storm.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







G204001 - FENCING & GATES


G2040 - SITE DEVELOPMENT marilou.vangee@aecom.com 6/9/2021Surveyed by:


G - SITEWORK G20 - SITE IMPROVEMENTS


73 - PORT OPS SUPPORT BLDG


Comments: 


Location: Site


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Metal FenceAsset Level


Room Type: Other


Room #:


LFType: Broken


Action: Replace


Quanty: 125Room #:


Location: Other


Typical fence module 5ft W x 8ft H. Required 25 panels. (1) at south (24) 
at east


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 
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Mr. Len Winter                     October 16, 2018 
Historic Preservation Officer 
Cultural Resources Section Head 
NAVFAC SE 
Box 30/BLDG 135N 
NAS Jacksonville 
Jacksonville, Florida 32212 
 
 
Re: DHR Project No.: 2018-5200 


Proposed Roof Replacement on Building 38   
Naval Air Station Pensacola, Escambia County 


 
 
Dear Mr. Winter: 
 
The Florida State Historic Preservation Officer reviewed the referenced projects for possible effects on 
historic properties listed, or eligible for listing, on the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 38 (8ES1863) is a contributing resource to the Pensacola Naval Air Station National 
Historic Landmark District (8ES103).  
 
Based on the information provided, this office concurs that the proposed undertaking will have no 
adverse effect on the historic character of the building or district 
 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
 
Timothy A. Parsons, Ph.D., RPA 
Director, Division of Historical Resources 
and State Historic Preservation Officer 







From: Winter, Len E CIV NAVFAC SE, JAXS
To: Williams, Carrie A CIV NAVFAC SE, PWD Pensacola
Cc: Covington, Donna J CIV NAVFAC SE
Subject: FW: NAS PENSACOLA - BLDG 38
Date: Tuesday, October 16, 2018 9:46:57
Attachments: 2018 5200 - 106 NAVY nasp pensacola.pdf


SEE ATTACHED.


-----Original Message-----
From: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com>
Sent: Tuesday, October 16, 2018 10:32 AM
To: Winter, Len E CIV NAVFAC SE, JAXS <len.winter@navy.mil>
Subject: [Non-DoD Source] RE: NAS PENSACOLA - BLDG 38


Please see the attached letter from the Florida Historic Preservation Office.


Scott


-----Original Message-----
From: Winter, Len E CIV NAVFAC SE, JAXS [mailto:len.winter@navy.mil]
Sent: Friday, September 21, 2018 12:18 PM
To: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com>
Subject: NAS PENSACOLA - BLDG 38


Scott,


NASP is proposing to replace aged three-tab shingles with new architectural shingles on BLDG 38.


BLDG 38, constructed in 1882, serves as the PORT OPERATIONS ADMINSTRATION/SHOPS building
(Enclosure 1).  It is a contributing resource of the Pensacola Naval Air Station Historic District which qualifies as a
National Historic Landmark.  It is identified as FMSF 8ES01863 and has been the subject of HABS documentation
(Call #: HABS, FLA, 17-PENSA, 74; Survey #: HABS FL-241).


BLDG 38 is currently covered with light gray 3-tab shingles.  The Navy proposes to replace the 3-tab shingles with
color-matched Pinnacle Pristine architectural shingles (Enclosure 2) manufactured by Atlas.


The Navy submits that the installation of architectural shingles does not incur effects on the NHL-contributing
property and that the replacement project warrants a finding of NO ADVERSE EFFECT.


We look forward to your response via email.


Thank you as always for supporting the Navy mission in Florida.


Len


Len Winter
Historic Preservation Officer
Cultural Resources Section Head
NAVFAC SE
BOX 30/BLDG 135N
NAS Jacksonville
Jacksonville, FL  32212
COMM: 904-542-1410



mailto:len.winter@navy.mil

mailto:carrie.williamshanna@navy.mil

mailto:donna.covington@navy.mil

mailto:len.winter@navy.mil
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Mr. Len Winter                     October 16, 2018 
Historic Preservation Officer 
Cultural Resources Section Head 
NAVFAC SE 
Box 30/BLDG 135N 
NAS Jacksonville 
Jacksonville, Florida 32212 
 
 
Re: DHR Project No.: 2018-5200 



Proposed Roof Replacement on Building 38   
Naval Air Station Pensacola, Escambia County 



 
 
Dear Mr. Winter: 
 
The Florida State Historic Preservation Officer reviewed the referenced projects for possible effects on 
historic properties listed, or eligible for listing, on the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 38 (8ES1863) is a contributing resource to the Pensacola Naval Air Station National 
Historic Landmark District (8ES103).  
 
Based on the information provided, this office concurs that the proposed undertaking will have no 
adverse effect on the historic character of the building or district 
 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
 
Timothy A. Parsons, Ph.D., RPA 
Director, Division of Historical Resources 
and State Historic Preservation Officer 












The Department of State is committed to excellence.
Please take our Customer Satisfaction Survey<http://survey.dos.state.fl.us/index.aspx?
email=Scott.Edwards@DOS.MyFlorida.com>.



http://survey.dos.state.fl.us/index.aspx?email=Scott.Edwards@DOS.MyFlorida.com

http://survey.dos.state.fl.us/index.aspx?email=Scott.Edwards@DOS.MyFlorida.com



		2018 5200 - 106 NAVY nasp pensacola_B. 38 Roof Replacement

		FW_ NAS PENSACOLA - BLDG 38_SHPO Consult_21 Sept 18





 

 

 

   

RON DESANTIS 

Governor 

 

LAUREL M. LEE 

Secretary of State 

 

 
Division of Historical Resources 

R.A. Gray Building • 500 South Bronough Street• Tallahassee, Florida  32399 

850.245.6300 • 850.245.6436 (Fax) • FLHeritage.com 

 

 

 

 

Carrie Williams-Hannah, M.A.                November 23, 2021 
NAVFAC Southeast 
310 John Towers Road 
Pensacola, Florida 32508-5303 
 
RE: DHR Project File No.: 2021-6875 

Hurricane Sally Repairs to Building 73 
Naval Air Station Pensacola, Escambia County 

 
Dear Ms. Williams-Hannah: 
 
The Florida State Historic Preservation Officer reviewed the referenced project for possible effects on 
historic properties listed, or eligible for listing, in the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 73 (8ES1871) is a contributing resource to the Pensacola Naval Air Station National 
Historic Landmark District (8ES103). Based on the information provided, this office concurs with your 
finding that the proposed undertaking should have "No Adverse Effect" on the historic character of 
Building 73 or the National Landmark District with the following conditions:  
 

 All work will be in accordance with the recommended approaches as set forth in the Secretary of 
the Interior's Standards for Rehabilitation and Guidelines for Rehabilitating Historic Buildings. 

 Architectural features indicative of the building and the historic district will be maintained. 
 Plans and drawings will be submitted to this office for review and approval.   

 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
Timothy A. Parsons, Ph.D. 
Director, Division of Historical Resources 
and State Historic Preservation Officer 



From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
To: Edwards, Scott (Scott.Edwards@DOS.MyFlorida.com)
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA)
Subject: NAS Pensacola Hurricane Sally Repairs Building 191
Date: Friday, November 19, 2021 9:36:00
Attachments: Enclosure 2. Scope of Work.pdf

Enclosure 1. Building 191 Location.pdf

Scott,

Please regard this email as a formal invitation to consult under Section 106 of the NHPA.

NAS Pensacola has been recovering from the effects of Hurricane Sally since landfall occurred on September 16,
2020.  Initial building assessments have resulted in scopes of work for repairs that will be  utilized to solicit
design/build proposals to complete the work.  Constructed in 1870, Building 191 (8ES1878) is National Register of
Historic Places eligible and located within the Pensacola Naval Air Station Historic District (8ES103), National
Historic Landmark (Enclosure 1).   This building currently serves the Navy Marine Corps Relief Society.

Building 191 requires the replacement of missing porch railings on the second deck (Enclosure 2).  Other work
includes the replacement of several windows and a door that were completely destroyed by the hurricane.   There are
five doors that require repair to restore operability.  All work will be conducted according to the Secretary of the
Interior's Standards for the Treatment of Historic Properties (SOI Standards).  After contract award, the Navy will
review the design submittals to ensure that in-kind replacement is achieved and consult your office to garner
concurrence.

Since all work on Building 191 will be accomplished per SOI Standards and the architectural features of the
building will be maintained, the Navy has concluded that the hurricane repairs of Building 191 warrant a finding of
NO ADVERSE EFFECT.

I look forward to your review and concurrence at your earliest opportunity.

Respectfully,
Carrie

Carrie Williams-Hannah
Cultural Resources Manager
NAVFAC Southeast
NAS Pensacola Public Works Department
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601

mailto:carrie.a.williams-hannah.civ@us.navy.mil
mailto:Scott.Edwards@DOS.MyFlorida.com
mailto:leonard.e.winter2.civ@us.navy.mil



DRAFT
Detailed Facility Assessment Report 


191 - NMCRS


Prepared for: 


Prepared by: 


NAVFAC Southeast 
NAS Pensacola


AECOM
7650 West Courtney 
Campbell Causeway
Tampa, FL 33607


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B201006 - BALCONY WALLS & HANDRAILS


B2010 - EXTERIOR WALLS Mike.coughlin1@aecom.com 3/15/2021Surveyed by


B - SHELL B20 - EXTERIOR ENCLOSURES


191 - NMCRS


Comments: Guardrail missing. Unsafe conditions.


Location: 2nd


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Rear upper porch balconyAsset Level


Room Type: Other


Room #: Balcony


LFType: Broken


Action: Replace


Quanty: 7Room #: Balcony


Location: Other


Supporting posts severely corroded and will need to be repaired prior to 
installing rail.


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B202001 - WINDOWS


B2020 - EXTERIOR WINDOWS marilou.vangee@aecom.com 3/16/2021Surveyed by


B - SHELL B20 - EXTERIOR ENCLOSURES


191 - NMCRS


Comments: Window sizes (8) 3’x4’ & (1) 3’x7’.


Location: 2nd


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: Other


Room #:


SFType: Broken


Action: Replace


Quanty: 120Room #:


Location: Other


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B202001 - WINDOWS


B2020 - EXTERIOR WINDOWS marilou.vangee@aecom.com 3/16/2021Surveyed by


B - SHELL B20 - EXTERIOR ENCLOSURES


191 - NMCRS


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B203001 - SOLID DOORS


B2030 - EXTERIOR DOORS marilou.vangee@aecom.com 3/16/2021Surveyed by


B - SHELL B20 - EXTERIOR ENCLOSURES


191 - NMCRS


Comments: 3x7 solid exterior door.


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: Other


Room #:


EAType: Missing


Action: Replace


Quanty: 1Room #:


Location: Other


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B203001 - SOLID DOORS


B2030 - EXTERIOR DOORS marilou.vangee@aecom.com 3/16/2021Surveyed by


B - SHELL B20 - EXTERIOR ENCLOSURES


191 - NMCRS


Comments: 3x7 solid wood door. Doors are tight and hard to open.


Location: 2nd


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Asset Level


Room Type: Other


Room #:


EAType: Inoperable


Action: Major repair


Quanty: 5Room #:


Location: Other


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C301003 - GYPSUM WALLBOARD FINISHES


C3010 - WALL FINISHES marilou.vangee@aecom.com 3/16/2021Surveyed by


C - INTERIORS C30 - INTERIOR FINISHES


191 - NMCRS


Comments: Gypsum wall was wet due to water leak along building perimeter wall. 1st Floor (20SF) 2nd floor 
(1200SF)


Location: 2nd


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: Other


Room #:


SFType: Leaking


Action: Major repair


Quanty: 1220Room #:


Location:


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C303001 - ACOUSTICAL CEILING TILES & PANELS


C3030 - CEILING FINISHES marilou.vangee@aecom.com 3/16/2021Surveyed by


C - INTERIORS C30 - INTERIOR FINISHES


191 - NMCRS


Comments: 2x2 ACT


Location: 1st


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Asset Level


Room Type: Other


Room #:


SFType: Deteriorated


Action: Replace


Quanty: 120Room #:


Location: Other


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 








GRX Map Export


Source: Esri,  DigitalGlobe, GeoEye, Earthstar Geographics, CNES/Airbus
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Carrie Williams-Hannah, M.A.                November 23, 2021 
NAVFAC Southeast 
310 John Towers Road 
Pensacola, Florida 32508-5303 
 
RE: DHR Project File No.: 2021-6874 

Hurricane Sally Repairs to Building 191 
Naval Air Station Pensacola, Escambia County 

 
Dear Ms. Williams-Hannah: 
 
The Florida State Historic Preservation Officer reviewed the referenced project for possible effects on 
historic properties listed, or eligible for listing, in the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 191 (8ES1878) is a contributing resource to the Pensacola Naval Air Station 
National Historic Landmark District (8ES103). Based on the information provided, this office concurs with 
your finding that the proposed undertaking should have "No Adverse Effect" on the historic character of 
Building 191 or the National Landmark District with the following conditions:  
 

 All work will be in accordance with the recommended approaches as set forth in the Secretary of 
the Interior's Standards for Rehabilitation and Guidelines for Rehabilitating Historic Buildings. 

 Architectural features indicative of the building and the historic district will be maintained. 
 Plans and drawings will be submitted to this office for review and approval.   

 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
Timothy A. Parsons, Ph.D. 
Director, Division of Historical Resources 
and State Historic Preservation Officer 



From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
To: Edwards, Scott (Scott.Edwards@DOS.MyFlorida.com)
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA)
Subject: NAS Pensacola Hurricane Sally Repairs Building 223
Date: Friday, November 19, 2021 10:34:00
Attachments: Enclosure 1. Building 223 Location.pdf

Enclosure 2. Building 223 Scope of Work.pdf

Scott,

Please regard this email as a formal invitation to consult under Section 106 of the NHPA.

NAS Pensacola has been recovering from the effects of Hurricane Sally since landfall occurred on September 16,
2020.  Initial building assessments have resulted in scopes of work for repairs that will be  utilized to solicit
design/build proposals to complete the work.  Constructed in 1918, Building 223 (8ES1607) is eligible to the
National Register of Historic Places and located within the Pensacola Naval Air Station Historic District (8ES103),
National Historic Landmark (Enclosure 1).   This building originally served as the post office, but is currently
vacant.

Building 223 requires structural repairs at the walls, window openings and roof (Enclosure 2).  The windows, as
well as the exterior doors, require repair and/or replacement.  The flat roof, which will not be visible from the
streetscape, will likely require replacement, and the remainder of the work will be performed in the interior.  All
work will be conducted according to the Secretary of the Interior's Standards for the Treatment of Historic
Properties (SOI Standards).  After contract award, the Navy will review the design submittals to ensure that in-kind
replacement is achieved and consult your office to garner concurrence.

Since all work on Building 223 will be accomplished per SOI Standards and the architectural features of the
building will be maintained, the Navy has concluded that the hurricane repairs of Building 223 warrant a finding of
NO ADVERSE EFFECT.

I look forward to your review and concurrence at your earliest opportunity.

Respectfully,
Carrie

Carrie Williams-Hannah
Cultural Resources Manager
NAVFAC Southeast
NAS Pensacola Public Works Department
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601

mailto:carrie.a.williams-hannah.civ@us.navy.mil
mailto:Scott.Edwards@DOS.MyFlorida.com
mailto:leonard.e.winter2.civ@us.navy.mil
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DRAFT
Detailed Facility Assessment Report 


223 - OLD POST OFFICE _ VACANT


Prepared for: 


Prepared by: 


NAVFAC Southeast 
NAS Pensacola


AECOM
7650 West Courtney 
Campbell Causeway
Tampa, FL 33607


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B201001 - EXTERIOR CLOSURE


B2010 - EXTERIOR WALLS Connor.young@aecom.com 3/11/2021Surveyed by


B - SHELL B20 - EXTERIOR ENCLOSURES


223 - OLD POST OFFICE _ VACANT


Comments: Exterior wall is not water tight, leaking into interior


Location: 1st


Condition Rating: Asset non-operable


Criticality: 5 - Most Critical


Exterior Wall LeaksAsset Level


Room Type: Other


Room #:


SFType: Leaking


Action: Major repair


Quanty: 6Room #:


Location: Other


Leaks visible at ceiling  


Reported Deficiency


SFType: Leaking


Action: Major repair


Quanty: 25Room #:


Location: Other


Ceiling cut to expose leaking wall at blown out window


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B201001 - EXTERIOR CLOSURE


B2010 - EXTERIOR WALLS Connor.young@aecom.com 3/11/2021Surveyed by


B - SHELL B20 - EXTERIOR ENCLOSURES


223 - OLD POST OFFICE _ VACANT


SFType: Leaking


Action: Major repair


Quanty: 4Room #:


Location: Other


Leak above teller window (front right)


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B201002 - EXTERIOR WALL BACKUP 
CONSTRUCTION


B2010 - EXTERIOR WALLS


CAST-IN-PLACE CONCRETE


Christopher.sharp@aecom.com 3/26/2021Surveyed by


B - SHELL B20 - EXTERIOR ENCLOSURES


223 - OLD POST OFFICE _ VACANT


Comments: Failure of a small edge piece of the concrete exterior wall from exposure to a combination of pre-
existing water damage and wind force. Reinforcement bars exposed.


Location: Roof


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Exterior cast in place concrete wallAsset Level


Room Type: Other


Room #:


SFType: Cracked


Action: Minor repair


Quanty: 5Room #:


Location:


Concrete exterior wall edge


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B202001 - WINDOWS


B2020 - EXTERIOR WINDOWS


EXTERIOR OPERATING WINDOWS


Jeff.harner@aecom.com 3/9/2021Surveyed by


B - SHELL B20 - EXTERIOR ENCLOSURES


223 - OLD POST OFFICE _ VACANT


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Glass panes missingAsset Level


Room Type: Other


Room #:


SFType: Missing


Action: Install


Quanty: 4Room #:


Location: Other


Reported Deficiency


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Window laying on floorAsset Level


Room Type: Other


Room #:


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B202001 - WINDOWS


B2020 - EXTERIOR WINDOWS


EXTERIOR OPERATING WINDOWS


Jeff.harner@aecom.com 3/9/2021Surveyed by


B - SHELL B20 - EXTERIOR ENCLOSURES


223 - OLD POST OFFICE _ VACANT


SFType: Broken


Action: Install


Quanty: 35Room #:


Location: Other


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301002 - LOW SLOPE ROOF SYSTEMS


B3010 - ROOF COVERINGS


LOW-SLOPE ROOFING MEMBRANE


Jeff.harner@aecom.com 3/9/2021Surveyed by


B - SHELL B30 - ROOFING


223 - OLD POST OFFICE _ VACANT


Comments: 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Roof leak Asset Level


Room Type: Other


Room #:


SFType: Leaking


Action: Minor repair


Quanty: 100Room #:


Location: Other


No roof access, photo taken from inside at location of leak.


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C102001 - STANDARD INTERIOR DOORS


C1020 - INTERIOR DOORS Carlton.gordon@aecom.com 3/10/2021Surveyed by


C - INTERIORS C10 - INTERIOR CONSTRUCTION


223 - OLD POST OFFICE _ VACANT


Comments: Visible mold growth on door 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


DoorAsset Level


Room Type: Site


Room #: Mail center 


LEFType: Stained


Action: Major repair


Quanty: 18Room #: Mail center 


Location: Site


Northeast door


Reported Deficiency


Location: Grade


Condition Rating: Asset non-operable


Exterior facade Asset Level


Room Type: Other


Room #: Exterior 


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C102001 - STANDARD INTERIOR DOORS


C1020 - INTERIOR DOORS Carlton.gordon@aecom.com 3/10/2021Surveyed by


C - INTERIORS C10 - INTERIOR CONSTRUCTION


223 - OLD POST OFFICE _ VACANT


Comments: Water/wind damage at exterior caused paint damage. Damages appear to be old


Criticality: 3 - Critical


LEFType: Stained


Action: Major repair


Quanty: 1500Room #: Interior 


Location: Walls


Walls with mold growth. Walls are plaster over concrete. South restroom 
walls with visible mold growth.


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C102001 - STANDARD INTERIOR DOORS


C1020 - INTERIOR DOORS Carlton.gordon@aecom.com 3/10/2021Surveyed by


C - INTERIORS C10 - INTERIOR CONSTRUCTION


223 - OLD POST OFFICE _ VACANT


LEFType: Buckling


Action: Major repair


Quanty: 2000Room #: Interior 


Location: Flooring 


Water intrusion impacted flooring. Floor is 12” VFT. Asbestos survey 
identified ACM 9” VFTs. Didn’t specify location 


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C102001 - STANDARD INTERIOR DOORS


C1020 - INTERIOR DOORS Carlton.gordon@aecom.com 3/10/2021Surveyed by


C - INTERIORS C10 - INTERIOR CONSTRUCTION


223 - OLD POST OFFICE _ VACANT


LEFType: Broken


Action: Major repair


Quanty: 80Room #: Interior 


Location: Other


Window damage 


Reported Deficiency


LEFType: Leaking


Action: Minor repair


Quanty: 16Room #: Interior 


Location: East side


Gypsum ceiling board


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C102001 - STANDARD INTERIOR DOORS


C1020 - INTERIOR DOORS Carlton.gordon@aecom.com 3/10/2021Surveyed by


C - INTERIORS C10 - INTERIOR CONSTRUCTION


223 - OLD POST OFFICE _ VACANT


LEFType: Stained


Action: Major repair


Quanty: 800Room #: Exterior 


Location: Other


Gypsum ceiling at south entrance with visible mold damage 


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C302004 - RESILIENT FLOOR FINISHES


C3020 - FLOOR FINISHES Connor.young@aecom.com 3/11/2021Surveyed by


C - INTERIORS C30 - INTERIOR FINISHES


223 - OLD POST OFFICE _ VACANT


Comments: Floor is extremely warped, likely due to the compromised exterior


Location: 1st


Condition Rating: Asset non-operable


Criticality: 5 - Most Critical


Warped FloorAsset Level


Room Type: Other


Room #:


SFType: Bubbling


Action: Major repair


Quanty: 1300Room #:


Location: Other


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







D503001 - TELECOMMUNICATIONS SYSTEMS


D5030 - COMMUNICATIONS & SECURITY


EXTERNAL DEVICES


Glen.polydore@aecom.com 3/10/2021Surveyed by


D50 - ELECTRICAL D50 - ELECTRICAL


223 - OLD POST OFFICE _ VACANT


Comments: Window and framing fell into room, ripping cables and pathway off wall in the process.


Location: 1st


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Cat-6 Data cabling and pathwayAsset Level


Room Type: Other


Room #: Main lobby area


EAType: Broken


Action: Minor repair


Quanty: 2Room #: Main lobby area


Location: Other


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 
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Carrie Williams-Hannah, M.A.                November 24, 2021 
NAVFAC Southeast 
310 John Towers Road 
Pensacola, Florida 32508-5303 
 
RE: DHR Project File No.: 2021-6876 

Hurricane Sally Repairs to Building 223 
Naval Air Station Pensacola, Escambia County 

 
Dear Ms. Williams-Hannah: 
 
The Florida State Historic Preservation Officer reviewed the referenced project for possible effects on 
historic properties listed, or eligible for listing, in the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 223 (8ES1607) is a contributing resource to the Pensacola Naval Air Station 
National Historic Landmark District (8ES103). The Navy proposes to repair the walls, window openings 
and roof. Windows and exterior doors will be repaired and/or replaced. The flat roof will likely require 
replacement; additional work will be performed in the interior. Based on the information provided, this 
office concurs with your finding that the proposed undertaking should have "No Adverse Effect" on the 
historic character of Building 223 or the National Landmark District with the following conditions:  
 

 All work will be in accordance with the recommended approaches as set forth in the Secretary of 
the Interior's Standards for Rehabilitation and Guidelines for Rehabilitating Historic Buildings. 

 Architectural features indicative of the building and the historic district will be maintained. 
 Plans and drawings will be submitted to this office for review and approval.   

 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
Timothy A. Parsons, Ph.D. 
Director, Division of Historical Resources 
and State Historic Preservation Officer 



From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
To: Edwards, Scott (Scott.Edwards@DOS.MyFlorida.com)
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA)
Subject: NAS Pensacola Hurricane Sally Repairs Building 463
Date: Friday, November 19, 2021 11:26:00
Attachments: Enclosure 1. Building 463 Location.pdf

Enclosure 2. Building 463 Scope of Work.pdf

Scott,

Please regard this email as a formal invitation to consult under Section 106 of the NHPA.

NAS Pensacola and environs have been recovering from the effects of Hurricane Sally since landfall occurred on
September 16, 2020.  Initial building assessments have resulted in scopes of work for repairs that will be utilized to
solicit design/build proposals to complete the work.  Located along the Pensacola Bay waterfront, National Register
of Historic Places (NRHP)-eligible Building 463 (8ES1751) was constructed in 1943 as a storage addition to
Building 253 (8ES1747), the Mustin Beach Officer's Club, constructed in 1918 (Enclosure 1).  Both buildings
continue to serve in their original capacity.

Building 463 requires the repair/replacement of the standing seam metal roof canopy at the loading dock entrance
(Enclosure 2).  Other repairs include replacing missing roofing shingles, reinstalling a  window screen, and repairs
to exterior lighting.  All work will be conducted according to the Secretary of the Interior's Standards for the
Treatment of Historic Properties (SOI Standards).  After contract award, the Navy will review the design submittals
to ensure that in-kind replacement is achieved and we will consult your office to garner concurrence. 

Since all work on Building 463 will be accomplished per SOI Standards and architectural features of the building
will be maintained, the Navy has concluded that the repair of Building 463 warrants a finding of NO ADVERSE
EFFECT.

I look forward to your review and concurrence at your earliest opportunity.

Respectfully,
Carrie

Carrie Williams-Hannah
Cultural Resources Manager
NAVFAC Southeast
NAS Pensacola Public Works Department
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601

mailto:carrie.a.williams-hannah.civ@us.navy.mil
mailto:Scott.Edwards@DOS.MyFlorida.com
mailto:leonard.e.winter2.civ@us.navy.mil
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		Enclosure 1. Building 463 Location

		Up-close B. 463










DRAFT
Detailed Facility Assessment Report 


463 - O CLUB STORAGE


Prepared for: 


Prepared by: 


NAVFAC Southeast 
NAS Pensacola


AECOM
7650 West Courtney 
Campbell Causeway
Tampa, FL 33607


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B102001 - STRUCTURAL FRAME


B1020 - ROOF CONSTRUCTION


STRUCTURAL METAL FRAMING


Christopher.sharp@aecom.com 3/12/2021Surveyed by


B - SHELL B10 - SUPERSTRUCTURE


463 - O CLUB STORAGE


Comments: Failure of metal canopy


Location: 1st


Condition Rating: Asset non-operable


Criticality: 5 - Most Critical


Asset Level


Room Type: Other


Room #:


SFType: Broken


Action: Replace


Quanty: 20Room #:


Location: Other


Failure of light gage metal canopy column


Reported Deficiency


SFType: Broken


Action: Replace


Quanty: -30Room #:


Location: Other


Failure of light gage metal canopy beam


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B102004 - CANOPIES


B1020 - ROOF CONSTRUCTION


STRUCTURAL PANELS


Jeff.harner@aecom.com 3/12/2021Surveyed by


B - SHELL B10 - SUPERSTRUCTURE


463 - O CLUB STORAGE


Comments: 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Standing seam metal roof panels with gutter and downspout 
missing.


Asset Level


Room Type: Storage


Room #:


SFType: Missing


Action: Install


Quanty: 160Room #:


Location: Storage


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B202090 - OTHER EXTERIOR WINDOWS


B2020 - EXTERIOR WINDOWS Jeff.harner@aecom.com 3/12/2021Surveyed by


B - SHELL B20 - EXTERIOR ENCLOSURES


463 - O CLUB STORAGE


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Window screen detachedAsset Level


Room Type: Storage


Room #:


SFType: Loose


Action: Reinstall


Quanty: 12Room #:


Location: Storage


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301001 - STEEP SLOPE ROOF SYSTEMS


B3010 - ROOF COVERINGS Carlton.gordon@aecom.com 3/12/2021Surveyed by


B - SHELL B30 - ROOFING


463 - O CLUB STORAGE


Comments: Roof shingles missing 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 3 - Critical


RoofAsset Level


Room Type: Storage


Room #:


SFType: Missing


Action: Major repair


Quanty: 40Room #:


Location: Roof


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301001 - STEEP SLOPE ROOF SYSTEMS


B3010 - ROOF COVERINGS


ROOFING SHINGLES AND SHAKES


Jeff.harner@aecom.com 3/12/2021Surveyed by


B - SHELL B30 - ROOFING


463 - O CLUB STORAGE


Comments: 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Roof shingles with temporary patchAsset Level


Room Type: Storage


Room #:


SFType: Missing


Action: Install


Quanty: 60Room #:


Location: Storage


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







G402001 - EXTERIOR LIGHTING FIXTURES & 
CONTROLS


G4020 - SITE LIGHTING dan.pohnert@aecom.com 3/11/2021Surveyed by


G - SITEWORK G40 - ELECTRICAL UTILITIES


463 - O CLUB STORAGE


Comments: HID area light


Location: Grade


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Equipment Level


Room Type: Other


Room #: Outside


ID / Barcode:


Manufacturer:


Model Number:


Serial Number:


EAType: Missing


Action: Replace


Quanty: 1Room #: Outside


Location: Other


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







G402001 - EXTERIOR LIGHTING FIXTURES & 
CONTROLS


G4020 - SITE LIGHTING dan.pohnert@aecom.com 3/11/2021Surveyed by


G - SITEWORK G40 - ELECTRICAL UTILITIES


463 - O CLUB STORAGE


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 
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Carrie Williams-Hannah, M.A.                November 23, 2021 
NAVFAC Southeast 
310 John Towers Road 
Pensacola, Florida 32508-5303 
 
RE: DHR Project File No.: 2021-6875 

Hurricane Sally Repairs to Building 463 
Naval Air Station Pensacola, Escambia County 

 
Dear Ms. Williams-Hannah: 
 
The Florida State Historic Preservation Officer reviewed the referenced project for possible effects on 
historic properties listed, or eligible for listing, in the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 463 (8ES1751) is a contributing resource to the Pensacola Naval Air Station 
National Historic Landmark District (8ES103). Based on the information provided, this office concurs with 
your finding that the proposed undertaking should have "No Adverse Effect" on the historic character of 
Building 463 or the National Landmark District with the following conditions:  
 

 All work will be in accordance with the recommended approaches as set forth in the Secretary of 
the Interior's Standards for Rehabilitation and Guidelines for Rehabilitating Historic Buildings. 

 Architectural features indicative of the building and the historic district will be maintained. 
 Plans and drawings will be submitted to this office for review and approval.   

 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
Timothy A. Parsons, Ph.D. 
Director, Division of Historical Resources 
and State Historic Preservation Officer 



From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
To: Edwards, Scott (Scott.Edwards@DOS.MyFlorida.com)
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA)
Subject: NAS Pensacola Hurricane Sally Repairs Building 506
Date: Friday, November 19, 2021 11:40:00
Attachments: Enclosure 2. Building 506 Scope of Work.pdf

Enclosure 1. Building 506 location.pdf

Scott,

Please regard this email as a formal invitation to consult under Section 106 of the NHPA. 

NAS Pensacola and environs have been recovering from the effects of Hurricane Sally since landfall occurred on
September 16, 2020.  Initial building assessments have resulted in scopes of work for repairs that will be utilized to
solicit design/build proposals to complete the work.  Building 506 (8ES2288), constructed in 1935, is eligible to the
National Register of Historic Places (NRHP) and located in the Corry Station Historic District (8ES2517).  Building
506 currently serves as an Army storage facility (Enclosure 1).  

Building 506 requires repair/replacement of the entrance canopy and the flat roof.  Repairs to the roof will not be
visible from the streetscape (Enclosure 2).   All work will be conducted according to the Secretary of the Interior's
Standards for the Treatment of Historic Properties (SOI Standards).  After contract award, the Navy will review the
design submittals to ensure that in-kind replacement is achieved and we will consult your office to garner
concurrence. 

Since all work on Building 506 will be accomplished per SOI Standards and architectural features of the building
will be maintained, the Navy has concluded that the hurricane repairs of Building 506 warrant a finding of NO
ADVERSE EFFECT.

I look forward to your review and concurrence at your earliest opportunity.

Respectfully,
Carrie

Carrie Williams-Hannah
Cultural Resources Manager
NAVFAC Southeast
NAS Pensacola Public Works Department
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601

mailto:carrie.a.williams-hannah.civ@us.navy.mil
mailto:Scott.Edwards@DOS.MyFlorida.com
mailto:leonard.e.winter2.civ@us.navy.mil



DRAFT
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Prepared by: 
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B102003 - ROOF DECKS AND SLABS


B1020 - ROOF CONSTRUCTION


SHEATHING


Connor.young@aecom.com 3/19/2021Surveyed by


B - SHELL B10 - SUPERSTRUCTURE


506 - ARMY STORAGE


Comments: 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Damaged sheathingAsset Level


Room Type: Other


Room #:


SFType: Deteriorated


Action: Minor repair


Quanty: 6Room #:


Location: Other


Sheathing damage at entry canopy, 2 spots, possible wind driven rain 
damage


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301001 - STEEP SLOPE ROOF SYSTEMS


B3010 - ROOF COVERINGS


WATER VAPOR TRANSMISSION RESISTANCE


Connor.young@aecom.com 3/19/2021Surveyed by


B - SHELL B30 - ROOFING


506 - ARMY STORAGE


Comments: 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Roof Damage/Temp CoverAsset Level


Room Type: Other


Room #:


SFType: Leaking


Action: Minor repair


Quanty: 900Room #:


Location: Other


Total roof covered with temporary membrane, some pooling or damage 
visible, interior damage noted


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C301003 - GYPSUM WALLBOARD FINISHES


C3010 - WALL FINISHES Carlton.gordon@aecom.com 3/20/2021Surveyed by


C - INTERIORS C30 - INTERIOR FINISHES


506 - ARMY STORAGE


Comments: Building experienced flooding impacted lower 2-feet of wallboard


Location: Site


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Gypsum wallboardAsset Level


Room Type: Other


Room #: Bathroom


SFType: Flooded


Action: Major repair


Quanty: 48Room #: Bathroom 


Location: Other


Lower 2-feet with visible water damage and mold bathroom and upper 2 
feet at west room


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C301090 - OTHER WALL FINISHES


C3010 - WALL FINISHES Carlton.gordon@aecom.com 3/20/2021Surveyed by


C - INTERIORS C30 - INTERIOR FINISHES


506 - ARMY STORAGE


Comments: Water-damaged cove base


Location: Site


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Cove baseAsset Level


Room Type: Other


Room #: Bathroom


SFType: Flooded


Action: Minor repair


Quanty: 6Room #: Bathroom 


Location: Other


Cove base dislodged from wall


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C303001 - ACOUSTICAL CEILING TILES & PANELS


C3030 - CEILING FINISHES Carlton.gordon@aecom.com 3/20/2021Surveyed by


C - INTERIORS C30 - INTERIOR FINISHES


506 - ARMY STORAGE


Comments: Water-damaged ceiling tiles with suspected mold damage. Suspected roof damage. No roof access.


Location: Site


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Ceiling tilesAsset Level


Room Type: Storage


Room #: Storage building


SFType: Leaking


Action: Major repair


Quanty: 120Room #:


Location:


Water-damaged ceiling tiles with suspected mold damage. Suspected roof 
damage. No roof access.


Reported Deficiency


4/23/2021Printed: PRIVILEGED AND CONFIDENTIAL 








Enclosure 1. Building 503 Location


Source: Esri, Maxar, GeoEye, Earthstar Geographics, CNES/Airbus DS,
USDA, USGS, AeroGRID, IGN, and the GIS User Community


Red:    Band_1
Green: Band_2
Blue:   Band_3


2/16/2021, 3:39:19 PM
0 0.15 0.30.075 mi


0 0.2 0.40.1 km
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Figure 4.11.  Corry Station Historic District. 





		Enclosure 1. Buildings 501 and 502 location

		Corry Station HD
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Carrie Williams-Hannah, M.A.                November 23, 2021 
NAVFAC Southeast 
310 John Towers Road 
Pensacola, Florida 32508-5303 
 
RE: DHR Project File No.: 2021-6884 

Hurricane Sally Repairs to Building 506 
Naval Air Station Pensacola Corry Station, Escambia County 

 
Dear Ms. Williams-Hannah: 
 
The Florida State Historic Preservation Officer reviewed the referenced project for possible effects on 
historic properties listed, or eligible for listing, in the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 506 (8ES2288) is contributing resources to the Corry Field Historic District 
(8ES2517), which has been previously determined to meet the criteria for listing in the National Register. 
Based on the information provided, this office concurs with your finding that the proposed undertaking 
should have "No Adverse Effect" on the historic character of Building 506 or the district with the following 
conditions: 

 All work will be in accordance with the recommended approaches as set forth in the Secretary of 
the Interior's Standards for Rehabilitation and Guidelines for Rehabilitating Historic Buildings. 

 Architectural features indicative of the building and the historic district will be maintained. 
 Plans and drawings will be submitted to this office for review and approval.   

 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
Timothy A. Parsons, Ph.D. 
Director, Division of Historical Resources 
and State Historic Preservation Officer 



From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
To: Edwards, Scott (Scott.Edwards@DOS.MyFlorida.com)
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA)
Subject: NAS Pensacola Hurricane Sally Repairs Building 507
Date: Friday, November 19, 2021 12:09:00
Attachments: Enclosure 1. Building 507 location.pdf

Enclosure 2. Building 507 Scope of Work.pdf
Enclosure 3. Consultation for Building 633 (Annapolis of the Air HD) Architectural Shingles to Replace 3-Tab
Shingles.pdf

Scott,

Please regard this email as a formal invitation to consult under Section 106 of the NHPA. 

NAS Pensacola and environs have been recovering from the effects of Hurricane Sally since landfall occurred on
September 16, 2020.  Initial building assessments have resulted in scopes of work for repairs that will be utilized to
solicit design/build proposals to complete the work.  Building 507 (8ES2287) constructed in 1935, is eligible to the
National Register of Historic Places (NRHP) and located in the Corry Station Historic District (8ES2517).  Building
507 currently serves as a storage facility for security (Enclosure 1).  

Building 507 requires repair/replacement of the roof (Enclosure 2).  We recently consulted on replacing the existing
3-tab shingle roof with an architectural shingle roof on buildings within the Annapolis of the Air Historic District
(HD) at NASP; see Enclosure 3.  Building 507 was constructed during the same period and exhibits the same
architectural style as those facilities.  As a result, NASP proposes to replace the existing 3-tab shingles roof with
architectural shingles that match the current shingle color and will afford greater protection to the facility.  All work
will be conducted according to the Secretary of the Interior's Standards for the Treatment of Historic Properties (SOI
Standards).  After contract award, the Navy will review the design submittals to ensure that in-kind replacement is
achieved and we will consult your office to garner concurrence. 

Since all work on Building 507 will be accomplished per SOI Standards and architectural features will be
maintained, the Navy has concluded that the hurricane repairs of Building 507 warrant a finding of  NO ADVERSE
EFFECT.

I look forward to your review and concurrence at your earliest opportunity.

Respectfully,
Carrie

Carrie Williams-Hannah
Cultural Resources Manager
NAVFAC Southeast
NAS Pensacola Public Works Department
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601

mailto:carrie.a.williams-hannah.civ@us.navy.mil
mailto:Scott.Edwards@DOS.MyFlorida.com
mailto:leonard.e.winter2.civ@us.navy.mil
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Source: Esri, Maxar, GeoEye, Earthstar Geographics, CNES/Airbus DS,
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Figure 4.11.  Corry Station Historic District. 





		Enclosure 1. Buildings 501 and 502 location

		Corry Station HD
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B301001 - STEEP SLOPE ROOF SYSTEMS


B3010 - ROOF COVERINGS


ROOFING SHINGLES AND SHAKES


Connor.young@aecom.com 3/22/2021Surveyed by:


B - SHELL B30 - ROOFING


507 - SECURITY STORAGE BUILDING


Comments: 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Missing ShinglesAsset Level


Room Type: Storage


Room #:


SFType: Missing


Action: Replace


Quanty: 100Room #:


Location: Storage


Reroof with architectural shingles


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 












From: Edwards, Scott
To: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA)
Subject: [Non-DoD Source] RE: SHPO Review of Building 633
Date: Friday, December 11, 2020 15:04:06
Attachments: image003.png
Importance: High


Carrie and Len, based on the additional information provided (images of architectural shingles
currently on Bldg. 38), this office concurs that the proposed undertaking will have no adverse effect
on the historic character of the building or the Annapolis of the Air Historic District.
 
 
-Scott
 
 


From: Edwards, Scott 
Sent: Wednesday, December 9, 2020 9:47 AM
To: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
<carrie.williamshanna@navy.mil>
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA) <len.winter@navy.mil>
Subject: RE: SHPO Review of Building 633
 
Carrie, the replacement 3-tab to architectural shingles would impart a significant visual change to
the historic building and potentially result in an adverse effect.
 
We recommend replacing the existing roof in-kind with asphalt shingles (see example below) in
order to maintain the historic character and appearance of the building.
 
-Scott
 
 



mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:carrie.williamshanna@navy.mil

mailto:len.winter@navy.mil







 
 
 
 
 


From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
[mailto:carrie.williamshanna@navy.mil] 
Sent: Friday, December 4, 2020 10:10 AM
To: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com>
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA) <len.winter@navy.mil>
Subject: RE: SHPO Review of Building 633
 


The attachments/links in this message have been scanned by Proofpoint.


Good Morning Scott,
 
I am emailing to follow up on consultation for the proposed roof replacement from 3-tab to
architectural shingle.  Please let me know if you need additional photographs or product
information.  I hope all is well, and look forward to hearing from you!!
 
Respectfully,
Carrie
 
Carrie Williams-Hannah
Cultural Resources Manager 
NAVFAC Southeast
NAS Pensacola Public Works Department 
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601
 
 
 


From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA) 
Sent: Thursday, November 05, 2020 9:17 AM
To: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com>
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA) <len.winter@navy.mil>
Subject: RE: SHPO Review of Building 633
 
Scott,
 
As requested, attached are two photos of B633 showing a light color 3-tab shingle along with a
photo sample from the manufacturer’s website showing a comparable “Shasta White” color



mailto:carrie.williamshanna@navy.mil

mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:len.winter@navy.mil

mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:len.winter@navy.mil





architectural shingle.  Please let me know if you need additional information!
 
Respectfully,
Carrie
 
Carrie Williams-Hannah
Cultural Resources Manager 
NAVFAC Southeast
NAS Pensacola Public Works Department 
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601
 
 
 


From: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com> 
Sent: Thursday, November 05, 2020 6:33 AM
To: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
<carrie.williamshanna@navy.mil>
Subject: [Non-DoD Source] RE: SHPO Review of Building 633
 
Good morning Carrie.  Can you please send me an example/images of the new shingles along
with the old 3 tab.
 
-Scott
 


From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
[mailto:carrie.williamshanna@navy.mil] 
Sent: Thursday, November 5, 2020 7:28 AM
To: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com>
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA) <len.winter@navy.mil>
Subject: RE: SHPO Review of Building 633
 


The attachments/links in this message have been scanned by Proofpoint.


Scott,
 
I hope this finds you well!  The Navy has allotted additional funding to replace the roof at Building
633 as part of the renovation resulting from the 6 December 2019 active shooter incident.  This
email
serves to continue our consultation as new efforts are proposed.  Currently, we have a three-tab
shingle roofs installed on all our buildings in the Annapolis of the Air Historic District post-Hurricane



mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:carrie.williamshanna@navy.mil

mailto:carrie.williamshanna@navy.mil

mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:len.winter@navy.mil





Ivan in 2004.  Since
architectural shingles are more durable and provide a longer warranty, NASP would like to move
away from the three-tab to the architectural shingle.  The appearance is slightly different, however it
does not clash with the appearance of the historic facilities in the Historic District, but rather
compliments as much, if not better than the three-tab shingle.  The Navy has determined that the
roof replacement from a three-tab to an architectural shingle will not adversely affect Building 633
or the Annapolis of the Air Historic District.  Over time, as three-tab roofs need replacing, all the
facilities in the Historic District will be replaced with architectural shingles.
 
We look forward to your review and concurrence at your earliest opportunity.
 
Respectfully,
Carrie
 
Carrie Williams-Hannah
Cultural Resources Manager 
NAVFAC Southeast
NAS Pensacola Public Works Department 
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601
 
 


From: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com> 
Sent: Thursday, April 30, 2020 7:21 AM
To: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
<carrie.williamshanna@navy.mil>
Subject: [Non-DoD Source] SHPO Review of Building 633
 
Please see the attached letter from the Florida State Historic Preservation Office.
 
-Scott
 
Scott Edwards
Historic Preservationist and Florida Historic Golf Trail Coordinator | Bureau of Historic Preservation |
Division of Historical Resources | Florida Department of State | 500 South Bronough Street |
Tallahassee, Florida 32399 | 850.245.6369 | 1.800.847.7278 | www.flheritage.com and
www.floridahistoricgolftrail.com
 



mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:carrie.williamshanna@navy.mil

https://no-click.mil/?http://www.flheritage.com/

https://no-click.mil/?http://www.floridahistoricgolftrail.com/
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Carrie Williams-Hannah, M.A.                November 23, 2021 
NAVFAC Southeast 
310 John Towers Road 
Pensacola, Florida 32508-5303 
 
RE: DHR Project File No.: 2021-6885 

Hurricane Sally Repairs to Building 507 – Roof Repair/Replacement 
Naval Air Station Pensacola Corry Station, Escambia County 

 
Dear Ms. Williams-Hannah: 
 
The Florida State Historic Preservation Officer reviewed the referenced project for possible effects on 
historic properties listed, or eligible for listing, in the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 507 (8ES2287) is contributing resources to the Corry Field Historic District 
(8ES2517), which has been previously determined to meet the criteria for listing in the National Register. 
Based on the information provided, this office concurs with your finding that the proposed undertaking 
should have "No Adverse Effect" on the historic character of Building 507 or the district with the following 
conditions: 

 All work will be in accordance with the recommended approaches as set forth in the Secretary of 
the Interior's Standards for Rehabilitation and Guidelines for Rehabilitating Historic Buildings. 

 Architectural features indicative of the building and the historic district will be maintained. 
 Plans and drawings will be submitted to this office for review and approval.   

 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
Timothy A. Parsons, Ph.D. 
Director, Division of Historical Resources 
and State Historic Preservation Officer 



From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
To: Edwards, Scott (Scott.Edwards@DOS.MyFlorida.com)
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA)
Subject: NAS Pensacola Hurricane Sally Repairs Building 517
Date: Friday, November 19, 2021 12:38:00
Attachments: Enclosure 2. Building 517 Scope of Work.pdf

Enclosure 1. Building 517 location.pdf

Scott,

Please regard this email as a formal invitation to consult under Section 106 of the NHPA. 

NAS Pensacola and environs have been recovering from the effects of Hurricane Sally since landfall occurred on
September 16, 2020.  Initial building assessments have resulted in scopes of work for repairs that will be utilized to
solicit design/build proposals to complete the work.  Building 517 (8ES2300), constructed in 1963, is eligible to the
National Register of Historic Places (NRHP) and located in the Corry Station Historic District (8ES2517).  Building
517 currently serves as a Public Works maintenance storage facility (Enclosure 1).  

Building 517 requires repair/replacement of the metal entrance canopy and the flat roof, including gutters and
downspouts.  Repairs to the roof will not be visible from the streetscape (Enclosure 2).   All work will be conducted
according to the Secretary of the Interior's Standards for the Treatment of Historic Properties (SOI Standards).  After
contract award, the Navy will review the design submittals to ensure that in-kind replacement is achieved and we
will consult your office to garner concurrence. 

Since all work on Building 517 will be accomplished per SOI Standards and architectural features of the building
will be maintained, the Navy has concluded that the hurricane repairs of Building 517 warrant a finding of NO
ADVERSE EFFECT.

I look forward to your review and concurrence at your earliest opportunity.

Respectfully,
Carrie

Carrie Williams-Hannah
Cultural Resources Manager
NAVFAC Southeast
NAS Pensacola Public Works Department
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601

mailto:carrie.a.williams-hannah.civ@us.navy.mil
mailto:Scott.Edwards@DOS.MyFlorida.com
mailto:leonard.e.winter2.civ@us.navy.mil
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517 - PW MAINTENANCE STORAGE
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7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B102004 - CANOPIES


B1020 - ROOF CONSTRUCTION Mike.coughlin1@aecom.com 3/21/2021Surveyed by:


B - SHELL B10 - SUPERSTRUCTURE


517 - PW MAINTENANCE STORAGE


Comments: Pre-engineered aluminum canopy


Location: Grade


Condition Rating: Asset non-operable


Criticality: 3 - Critical


West canopy, south facadeAsset Level


Room Type: South Wall


Room #:


SFType: Broken


Action: Replace


Quanty: 80Room #:


Location: South Wall


8’x10’ aluminum canopy, 8’ tall, with gutter and two downspouts.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B102004 - CANOPIES


B1020 - ROOF CONSTRUCTION Mike.coughlin1@aecom.com 3/21/2021Surveyed by:


B - SHELL B10 - SUPERSTRUCTURE


517 - PW MAINTENANCE STORAGE


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301005 - GUTTERS & DOWNSPOUTS


B3010 - ROOF COVERINGS marilou.vangee@aecom.com 3/19/2021Surveyed by:


B - SHELL B30 - ROOFING


517 - PW MAINTENANCE STORAGE


Comments: The roof surface damaged by hurricane appears to be rectified due to new roof underside materials, 
see photos.


Location: Roof


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: Other


Room #:


LFType: Broken


Action: Replace


Quanty: 10Room #:


Location: Other


Gutter was broken believed to be hit by adjacent tree.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301005 - GUTTERS & DOWNSPOUTS


B3010 - ROOF COVERINGS marilou.vangee@aecom.com 3/19/2021Surveyed by:


B - SHELL B30 - ROOFING


517 - PW MAINTENANCE STORAGE


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C102001 - STANDARD INTERIOR DOORS


C1020 - INTERIOR DOORS marilou.vangee@aecom.com 3/19/2021Surveyed by:


C - INTERIORS C10 - INTERIOR CONSTRUCTION


517 - PW MAINTENANCE STORAGE


Comments: 3’x7’ door size (Verify in field)


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: Office


Room #:


LEFType: Missing


Action: Replace


Quanty: 105Room #:


Location: Office


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C301003 - GYPSUM WALLBOARD FINISHES


C3010 - WALL FINISHES marilou.vangee@aecom.com 3/19/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


517 - PW MAINTENANCE STORAGE


Comments: It appears that the damaged  roof membrane finish was fixed after the hurricane. Proof of repair was 
assessed thru the newly installed roof deck underside.


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: Office


Room #:


SFType: Deteriorated


Action: Replace


Quanty: 450Room #:


Location: Office


Quantity is only for (1) separate room. R19 wall insulation is required to 
install to separate non- air conditionioned to air conditioned room. Add 
450 SF of R19 batt insulation.


Reported Deficiency


Location: 1st


Asset Level


Room Type: Office


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C301003 - GYPSUM WALLBOARD FINISHES


C3010 - WALL FINISHES marilou.vangee@aecom.com 3/19/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


517 - PW MAINTENANCE STORAGE


Comments: 


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Room #:


SFType: Missing


Action: Replace


Quanty: 1700Room #:


Location: Office


Quantity is for the 5 rooms.. R19 wall insulation is required to install to 
separate non- air conditionioned to air conditioned room. Add 1700 SF of 
R19 batt insulation.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C302005 - CARPETING


C3020 - FLOOR FINISHES marilou.vangee@aecom.com 3/19/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


517 - PW MAINTENANCE STORAGE


Comments: Mark of carpet was removed.


Location: 1st


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Asset Level


Room Type: Office


Room #:


SFType: Deteriorated


Action: Replace


Quanty: 195Room #:


Location: Office


Quantity is for (1) room only.


Reported Deficiency


Location: 1st


Condition Rating: Asset non-operable


Asset Level


Room Type: Office


Room #:


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C302005 - CARPETING


C3020 - FLOOR FINISHES marilou.vangee@aecom.com 3/19/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


517 - PW MAINTENANCE STORAGE


Comments: 


Criticality: 2 - Less Critical


SFType: Missing


Action: Replace


Quanty: 1230Room #:


Location: Office


Quantity is for (5) rooms.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C303001 - ACOUSTICAL CEILING TILES & PANELS


C3030 - CEILING FINISHES marilou.vangee@aecom.com 3/19/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


517 - PW MAINTENANCE STORAGE


Comments: Mark of ceiling was missing.


Location: 1st


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Asset Level


Room Type: Office


Room #:


SFType: Missing


Action: Replace


Quanty: 195Room #:


Location: Office


Provide 2x2 ceiling grid, ceiling frame  and R19 insulation. Add 195 SF of 
R19 batt insulation & 195 SF of ceiling framing.


Reported Deficiency


Location: 1st


Asset Level


Room Type: Other


Room #:


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C303001 - ACOUSTICAL CEILING TILES & PANELS


C3030 - CEILING FINISHES marilou.vangee@aecom.com 3/19/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


517 - PW MAINTENANCE STORAGE


Comments: Quantity is for (5) rooms.


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


SFType: Missing


Action: Replace


Quanty: 1230Room #:


Location: Other


Provide 2’x2’ ACT with Ceiling grid, ceiling frame  and R19 insulation. 
Quantity is for the 5 rooms. Add: 1230SF of R19 batt insulation and 1230SF 
of ceiling framing.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







D304007 - EXHAUST SYSTEMS


D3040 - DISTRIBUTION SYSTEMS


EXHAUST AIR HVAC FANS


Chris.kramer@aecom.com 3/30/2021Surveyed by:


D30 - HVAC D30 - HEATING, VENTILATION, AND AIR CONDITIONING (HVAC)


517 - PW MAINTENANCE STORAGE


Comments: Exhaust Fan Leaking from roof


Location: Roof


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Roof exhaust fanEquipment Level


Room Type: Storage


Room #: South Roof


ID / Barcode:


Manufacturer:


Model Number:


Serial Number:


MCFMType: Leaking


Action: Minor repair


Quanty: 1Room #: South Roof


Location: Storage


Southern exhaust fan leaking from roof. Roofing membrane to be repaired.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







G101003 - STUMP REMOVAL


G1010 - SITE CLEARING mason.pirkl@aecom.com 3/23/2021Surveyed by:


G - SITEWORK G10 - SITE PREPARATION


517 - PW MAINTENANCE STORAGE


Comments: 


Location: Site


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Asset Level


Room Type: Site


Room #:


EAType: Broken


Action: Replace


Quanty: 1Room #:


Location: Site


Remove the stump of the uprooted tree and fill in the depression


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







G403001 - TELECOMMUNICATIONS SYSTEMS


G4030 - SITE COMMUNICATION AND SECURITY dan.pohnert@aecom.com 3/19/2021Surveyed by:


G - SITEWORK G40 - ELECTRICAL UTILITIES


517 - PW MAINTENANCE STORAGE


Comments: 50 pair copper osp cable tetminal


Location: Site


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Main copper osp terminal enclosureEquipment Level


Room Type: Site


Room #:


ID / Barcode:


Manufacturer:


Model Number:


Serial Number:


LFType: Broken


Action: Replace


Quanty: 300Room #:


Location: Site


300 lf 50 pair cable 1 50 pair terminal pedistal


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 












Enclosure 1. Building 503 Location


Source: Esri, Maxar, GeoEye, Earthstar Geographics, CNES/Airbus DS,
USDA, USGS, AeroGRID, IGN, and the GIS User Community
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Figure 4.11.  Corry Station Historic District. 





		Enclosure 1. Buildings 501 and 502 location

		Corry Station HD
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Carrie Williams-Hannah, M.A.                November 24, 2021 
NAVFAC Southeast 
310 John Towers Road 
Pensacola, Florida 32508-5303 
 
RE: DHR Project File No.: 2021-6886 

Hurricane Sally Repairs to Building 517 
Naval Air Station Pensacola Corry Station, Escambia County 

 
Dear Ms. Williams-Hannah: 
 
The Florida State Historic Preservation Officer reviewed the referenced project for possible effects on 
historic properties listed, or eligible for listing, in the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 517 (8ES2300) is contributing resources to the Corry Field Historic District 
(8ES2517), which has been previously determined to meet the criteria for listing in the National Register.  
The Navy plans to repair/replace the metal entrance canopy and the flat roof, including gutters and 
downspouts. Based on the information provided, this office concurs with your finding that the proposed 
undertaking should have "No Adverse Effect" on the historic character of Building 517 or the district with 
the following conditions: 

 All work will be in accordance with the recommended approaches as set forth in the Secretary of 
the Interior's Standards for Rehabilitation and Guidelines for Rehabilitating Historic Buildings. 

 Architectural features indicative of the building and the historic district will be maintained. 
 Plans and drawings will be submitted to this office for review and approval.   

 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
Timothy A. Parsons, Ph.D. 
Director, Division of Historical Resources 
and State Historic Preservation Officer 



From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
To: Edwards, Scott (Scott.Edwards@DOS.MyFlorida.com)
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA)
Subject: NAS Pensacola Hurricane Sally Repairs Building 535
Date: Friday, November 19, 2021 13:08:00
Attachments: Enclosure 2. Building 535 Scope of Work.pdf

Enclosure 1. Building 535 location.pdf

Scott,

Please regard this email as a formal invitation to consult under Section 106 of the NHPA. 

NAS Pensacola and environs have been recovering from the effects of Hurricane Sally since landfall occurred on
September 16, 2020.  Initial building assessments have resulted in scopes of work for repairs that will be utilized to
solicit design/build proposals to complete the work.  Building 535 (8ES2303) constructed in 1943, is eligible to the
National Register of Historic Places (NRHP) and located in the Corry Station Historic District (8ES2517).  Building
535 currently serves as the Veterinary Clinic (Enclosure 1).  

Building 535 requires the repair of the existing 3-tab shingle roof, including trim, flashing, and exhaust fans
(Enclosure 2).  The remainder of the work will occur in the interior.  All work will be conducted according to the
Secretary of the Interior's Standards for the Treatment of Historic Properties (SOI Standards).  After contract award,
the Navy will review the design submittals to ensure that in-kind replacement is achieved and we will consult your
office to garner concurrence. 

Since all work on Building 535 will be accomplished per SOI Standards and architectural features will be
maintained, the Navy has concluded that the hurricane repairs of Building 535 warrant a finding of  NO ADVERSE
EFFECT.

I look forward to your review and concurrence at your earliest opportunity.

Respectfully,
Carrie

Carrie Williams-Hannah
Cultural Resources Manager
NAVFAC Southeast
NAS Pensacola Public Works Department
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601

mailto:carrie.a.williams-hannah.civ@us.navy.mil
mailto:Scott.Edwards@DOS.MyFlorida.com
mailto:leonard.e.winter2.civ@us.navy.mil



DRAFT
Detailed Facility Assessment Report 


535 - VETERINARY TREATMENT FACILITY-CORRY STATION


Prepared for: 


Prepared by: 


NAVFAC Southeast 
NAS Pensacola


AECOM
7650 West Courtney 
Campbell Causeway
Tampa, FL 33607


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301001 - STEEP SLOPE ROOF SYSTEMS


B3010 - ROOF COVERINGS Steve.willey@aecom.com 3/23/2021Surveyed by:


B - SHELL B30 - ROOFING


535 - VETERINARY TREATMENT FACILITY-CORRY STATION


Comments: 20'x40' section of shingled roof that requires replacement.


Location: Roof


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Roof damageAsset Level


Room Type: Other


Room #:


SFType: Deteriorated


Action: Replace


Quanty: 50Room #:


Location: Other


Replace 50 feet of damaged wood trim


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301001 - STEEP SLOPE ROOF SYSTEMS


B3010 - ROOF COVERINGS Steve.willey@aecom.com 3/23/2021Surveyed by:


B - SHELL B30 - ROOFING


535 - VETERINARY TREATMENT FACILITY-CORRY STATION


SFType: Deteriorated


Action: Replace


Quanty: 800Room #:


Location: Other


Replace shingles and wood slats under shingles


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301001 - STEEP SLOPE ROOF SYSTEMS


B3010 - ROOF COVERINGS


ROOFING SHINGLES AND SHAKES


Mike.coughlin1@aecom.com 3/21/2021Surveyed by:


B - SHELL B30 - ROOFING


535 - VETERINARY TREATMENT FACILITY-CORRY STATION


Comments: Three tab asphalt shingles.


Location: Roof


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asphalt shingle roofAsset Level


Room Type: South Wall


Room #:


SFType: Loose


Action: Minor repair


Quanty: 4Room #:


Location: South Wall


Repair dislodged vent pipe lead boot and missing shingle at southeast wing.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301001 - STEEP SLOPE ROOF SYSTEMS


B3010 - ROOF COVERINGS


ROOFING SHINGLES AND SHAKES


Mike.coughlin1@aecom.com 3/21/2021Surveyed by:


B - SHELL B30 - ROOFING


535 - VETERINARY TREATMENT FACILITY-CORRY STATION


SFType: Leaking


Action: Replace


Quanty: 900Room #:


Location: South Wall


Replace shingles and wood slats under shingles at southwest gable. Repaint 
fifty feet of water damaged fascia.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301004 - FLASHINGS & TRIM


B3010 - ROOF COVERINGS Mike.coughlin1@aecom.com 3/21/2021Surveyed by:


B - SHELL B30 - ROOFING


535 - VETERINARY TREATMENT FACILITY-CORRY STATION


Comments: Crown molding on southwest gable.


Location: Roof


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Gable crown moldingAsset Level


Room Type: South Wall


Room #:


SFType: Loose


Action: Minor repair


Quanty: 10Room #:


Location: South Wall


Reattach loose section of crown molding.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C301003 - GYPSUM WALLBOARD FINISHES


C3010 - WALL FINISHES Carlton.gordon@aecom.com 3/20/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


535 - VETERINARY TREATMENT FACILITY-CORRY STATION


Comments: 


Location: Site


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Gypsum wallboardAsset Level


Room Type: Office


Room #: Exam Room 2


SFType: Leaking


Action: Major repair


Quanty: 110Room #: Exam room 2, 111, 112, east corridor, 


Location: Throughout building 


Moisture assessment performed in October 2020 identified wall to be 
removed


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C301005 - WALL COVERINGS


C3010 - WALL FINISHES Carlton.gordon@aecom.com 3/20/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


535 - VETERINARY TREATMENT FACILITY-CORRY STATION


Comments: Cove base on wall impacted by moisture intrusion


Location: Site


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Cove baseAsset Level


Room Type: Office


Room #: Exam room 2


SFType: Leaking


Action: Major repair


Quanty: 400Room #: Exam room 2, 111, 112, east corridor, 


Location: Throughout 


Cove base on moisture impacted walls


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C301090 - OTHER WALL FINISHES


C3010 - WALL FINISHES Carlton.gordon@aecom.com 3/20/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


535 - VETERINARY TREATMENT FACILITY-CORRY STATION


Comments: 


Location: Site


Condition Rating: Asset non-operable


Criticality: 3 - Critical


InsulationAsset Level


Room Type: Other


Room #: Exam room 2


SFType: Leaking


Action: Major repair


Quanty: 1600Room #: Exam room 2, 111, 112, east corridor, 


Location: Throughout building 


Insulation in wall suspected to have been impacted


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C303001 - ACOUSTICAL CEILING TILES & PANELS


C3030 - CEILING FINISHES marilou.vangee@aecom.com 3/19/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


535 - VETERINARY TREATMENT FACILITY-CORRY STATION


Comments: 2’x2’ ACT to replace


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: Other


Room #:


SFType: Missing


Action: Replace


Quanty: 200Room #:


Location:


1.Directly above Women’s Restroom was the location of damaged roof 
caused by Hurricane. Duct above the ceiling is evident. 2. Water Leak 
Stains is evident above removed ACT. Source of leak at roof directly above 
ceiling to repair.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C303001 - ACOUSTICAL CEILING TILES & PANELS


C3030 - CEILING FINISHES marilou.vangee@aecom.com 3/19/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


535 - VETERINARY TREATMENT FACILITY-CORRY STATION


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







D304007 - EXHAUST SYSTEMS


D3040 - DISTRIBUTION SYSTEMS


EXHAUST AIR HVAC FANS


Chris.kramer@aecom.com 3/30/2021Surveyed by:


D30 - HVAC D30 - HEATING, VENTILATION, AND AIR CONDITIONING (HVAC)


535 - VETERINARY TREATMENT FACILITY-CORRY STATION


Comments: West exhaust fan roofing membrane damaged. East exhaust fan top cap missing.


Location: Roof


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Two exhaust fans damaged.Equipment Level


Room Type: Office


Room #: West and East Roof


ID / Barcode:


Manufacturer:


Model Number:


Serial Number:


MCFMType: Missing


Action: Major repair


Quanty: 1Room #: East Roof


Location: Office


Top cap is missing from the East roof exhaust fan.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







D304007 - EXHAUST SYSTEMS


D3040 - DISTRIBUTION SYSTEMS


EXHAUST AIR HVAC FANS


Chris.kramer@aecom.com 3/30/2021Surveyed by:


D30 - HVAC D30 - HEATING, VENTILATION, AND AIR CONDITIONING (HVAC)


535 - VETERINARY TREATMENT FACILITY-CORRY STATION


MCFMType: Leaking


Action: Minor repair


Quanty: 1Room #: We Roof


Location: Office


West roof exhaust fan roofing membrane is damaged. Tarp currently in 
place. Leaking found in interior of the building.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 












Enclosure 1. Building 535 Location


Source: Esri, Maxar, GeoEye, Earthstar Geographics, CNES/Airbus DS,
USDA, USGS, AeroGRID, IGN, and the GIS User Community
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Figure 4.11.  Corry Station Historic District. 





		Enclosure 1. Buildings 501 and 502 location

		Corry Station HD
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Carrie Williams-Hannah, M.A.                November 24, 2021 
NAVFAC Southeast 
310 John Towers Road 
Pensacola, Florida 32508-5303 
 
RE: DHR Project File No.: 2021-6887 

Hurricane Sally Repairs to Building 535 
Naval Air Station Pensacola Corry Station, Escambia County 

 
Dear Ms. Williams-Hannah: 
 
The Florida State Historic Preservation Officer reviewed the referenced project for possible effects on 
historic properties listed, or eligible for listing, in the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 535 (8ES2303) is contributing resources to the Corry Field Historic District 
(8ES2517), which has been previously determined to meet the criteria for listing in the National Register.  
The Navy plans to repair the existing 3-tab shingle roof, including trim, flashing, exhaust fans, and interior 
work. Based on the information provided, this office concurs with your finding that the proposed 
undertaking should have "No Adverse Effect" on the historic character of Building 535 or the district with 
the following conditions: 

 All work will be in accordance with the recommended approaches as set forth in the Secretary of 
the Interior's Standards for Rehabilitation and Guidelines for Rehabilitating Historic Buildings. 

 Architectural features indicative of the building and the historic district will be maintained. 
 Plans and drawings will be submitted to this office for review and approval.   

 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
Timothy A. Parsons, Ph.D. 
Director, Division of Historical Resources 
and State Historic Preservation Officer 



From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
To: Edwards, Scott (Scott.Edwards@DOS.MyFlorida.com)
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA)
Subject: NAS Pensacola Hurricane Sally Repairs Buildings 600 and 600A
Date: Monday, November 22, 2021 13:19:00
Attachments: Enclosure 2. Buildings 600 and 600A Scopes of Work.pdf

Enclosure 1. Buildings 600 and 600A Location.pdf
Enclosure 3. Consultation for Building 633 (Annapolis of the Air HD) Architectural Shingles to Replace 3-Tab
Shingles.pdf

Scott,

Please regard this email as a formal invitation to consult under Section 106 of the NHPA. 

NAS Pensacola and environs have been recovering from the effects of Hurricane Sally since landfall occurred on
September 16, 2020.  Initial building assessments have resulted in scopes of work for repairs that will be utilized to
solicit design/build proposals to complete the work.  Buildings 600 (8ES1697) and 600A (8ES1698), both
constructed in 1937, are eligible to the National Register of Historic Places (NRHP) and located in the Billingsley
Drive/Cabaniss Crescent Historic District (8ES3446).  Navy Gateway Inns and Suites utilizes Building 600 as
visitor quarters and Building 600A as office space (Enclosure 1).  

Building 600 requires a new roof and four new dormer louvres and screens (Enclosure 2).  We recently consulted on
replacing the existing 3-tab shingle roof with an architectural shingle roof on buildings within the Annapolis of the
Air Historic District (HD) at NASP; see Enclosure 3.  Building 600 was constructed during the same period and
exhibits the same architectural style as those facilities.  As a result, NASP proposes to replace the existing 3-tab
shingles roof with architectural shingles that match the current shingle color and will afford greater protection to the
facility.  The remainder of the work at Building 600 is interior.  Building 600A needs a new canvas canopy at the
loading dock, as well as interior work.  All work will be conducted according to the Secretary of the Interior's
Standards for the Treatment of Historic Properties (SOI Standards).  After contract award, the Navy will review the
design submittals to ensure that in-kind replacement is achieved and we will consult your office to garner
concurrence. 

Since all work on Buildings 600 and 600A will be accomplished per SOI Standards and architectural features of the
buildings will be maintained, the Navy has concluded that the hurricane repairs of Buildings 600 and 600A warrant
a finding of NO ADVERSE EFFECT.

I look forward to your review and concurrence at your earliest opportunity.

Respectfully,
Carrie

Carrie Williams-Hannah
Cultural Resources Manager
NAVFAC Southeast
NAS Pensacola Public Works Department
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601

mailto:carrie.a.williams-hannah.civ@us.navy.mil
mailto:Scott.Edwards@DOS.MyFlorida.com
mailto:leonard.e.winter2.civ@us.navy.mil



DRAFT
Detailed Facility Assessment Report 


600 - NAVY GATEWAY INNS AND SUITES (NGIS)


Prepared for: 


Prepared by: 


NAVFAC Southeast 
NAS Pensacola


AECOM
7650 West Courtney 
Campbell Causeway
Tampa, FL 33607


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301001 - STEEP SLOPE ROOF SYSTEMS


B3010 - ROOF COVERINGS


ROOFING SHINGLES AND SHAKES


marilou.vangee@aecom.com 3/16/2021Surveyed by:


B - SHELL B30 - ROOFING


600 - NAVY GATEWAY INNS AND SUITES (NGIS)


Comments: 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: Office


Room #:


SFType: Deteriorated


Action: Replace


Quanty: 50000Room #:


Location:


Lower roof (5,000) Upper roof (45000SF)


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301006 - ROOF OPENINGS AND SUPPORTS


B3010 - ROOF COVERINGS marilou.vangee@aecom.com 3/16/2021Surveyed by:


B - SHELL B30 - ROOFING


600 - NAVY GATEWAY INNS AND SUITES (NGIS)


Comments: (2) dormer windows to replace. Size of window 2’x3’. See picture for profile.


Location: Roof


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: Other


Room #:


SFType: Deteriorated


Action: Replace


Quanty: 12Room #:


Location: Other


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301006 - ROOF OPENINGS AND SUPPORTS


B3010 - ROOF COVERINGS marilou.vangee@aecom.com 3/16/2021Surveyed by:


B - SHELL B30 - ROOFING


600 - NAVY GATEWAY INNS AND SUITES (NGIS)


Comments: (4) Dormer louver and screen to replace. Size 2’x3’.


Location: Roof


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: Other


Room #:


SFType: Broken


Action: Major repair


Quanty: 24Room #:


Location: Other


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C303002 - GYPSUM WALLBOARD CEILING FINISHES


C3030 - CEILING FINISHES marilou.vangee@aecom.com 3/16/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


600 - NAVY GATEWAY INNS AND SUITES (NGIS)


Comments: 2nd floor 315SF x I unit = 315 SF 3rd floor 315SF x 3 units = 945 SF


Location: 2nd


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: Break Room


Room #:


SFType: Leaking


Action: Replace


Quanty: 1260Room #:


Location:


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







DRAFT
Detailed Facility Assessment Report 


600A - NAVY GATEWAY INNS AND SUITES (NGIS)


Prepared for: 


Prepared by: 


NAVFAC Southeast 
NAS Pensacola


AECOM
7650 West Courtney 
Campbell Causeway
Tampa, FL 33607


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301090 - OTHER ROOFING


B3010 - ROOF COVERINGS Mike.coughlin1@aecom.com 3/16/2021Surveyed by:


B - SHELL B30 - ROOFING


600A - NAVY GATEWAY INNS AND SUITES (NGIS)


Comments: Fabric awning cover torn and missing.


Location: Grade


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Fabric AwningAsset Level


Room Type: North Wall


Room #:


SFType: Missing


Action: Replace


Quanty: 280Room #:


Location: North Wall


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C302005 - CARPETING


C3020 - FLOOR FINISHES Marilou.vangee@aecom.com 6/9/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


600A - NAVY GATEWAY INNS AND SUITES (NGIS)


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Asset Level


Room Type: Other


Room #:


SFType: Deteriorated


Action: Replace


Quanty: 2500Room #:


Location: Other


Removed and replaced carpet soak due to flooding. Qty Included 4”H 
carpet base.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C303001 - ACOUSTICAL CEILING TILES & PANELS


C3030 - CEILING FINISHES Marilou.vangee@aecom.com 6/9/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


600A - NAVY GATEWAY INNS AND SUITES (NGIS)


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Asset Level


Room Type: Other


Room #:


SFType: Deteriorated


Action: Replace


Quanty: 200Room #:


Location:


Replace damaged 2’x2’ ACT due to reported water leaks.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







D303001 - CHILLED WATER SYSTEMS


D3030 - COOLING GENERATING SYSTEMS


COOLING TOWERS


Chris.kramer@aecom.com 3/30/2021Surveyed by:


D30 - HVAC D30 - HEATING, VENTILATION, AND AIR CONDITIONING (HVAC)


600A - NAVY GATEWAY INNS AND SUITES (NGIS)


Comments: Damages to cooling tower.


Location: Site


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Cooling TowerEquipment Level


Room Type: Site


Room #: West Exterior


ID / Barcode:


Manufacturer:


Model Number:


Serial Number:


TONType: Chipped


Action: Minor repair


Quanty: 1Room #: West Exterior


Location: Site


Chipped air inlet honeycombs from flying debris.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







D303001 - CHILLED WATER SYSTEMS


D3030 - COOLING GENERATING SYSTEMS


COOLING TOWERS


Chris.kramer@aecom.com 3/30/2021Surveyed by:


D30 - HVAC D30 - HEATING, VENTILATION, AND AIR CONDITIONING (HVAC)


600A - NAVY GATEWAY INNS AND SUITES (NGIS)


TONType: Loose


Action: Minor repair


Quanty: 1Room #: West Exterior


Location: Site


Screws are missing from the air inlet windows, not allowing them to be 
secured in place.


Reported Deficiency


TONType: Leaking


Action: Major repair


Quanty: 1Room #: West Exterior


Location: Site


Piping connections to the cooling tower are leaking and corroding the 
exterior of the cooling tower.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 
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carrie.a.williams

Text Box

Enclosure 1.  Buildings 600 and 600A location



carrie.a.williams

Callout

Buildings 600 and 600A












From: Edwards, Scott
To: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA)
Subject: [Non-DoD Source] RE: SHPO Review of Building 633
Date: Friday, December 11, 2020 15:04:06
Attachments: image003.png
Importance: High


Carrie and Len, based on the additional information provided (images of architectural shingles
currently on Bldg. 38), this office concurs that the proposed undertaking will have no adverse effect
on the historic character of the building or the Annapolis of the Air Historic District.
 
 
-Scott
 
 


From: Edwards, Scott 
Sent: Wednesday, December 9, 2020 9:47 AM
To: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
<carrie.williamshanna@navy.mil>
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA) <len.winter@navy.mil>
Subject: RE: SHPO Review of Building 633
 
Carrie, the replacement 3-tab to architectural shingles would impart a significant visual change to
the historic building and potentially result in an adverse effect.
 
We recommend replacing the existing roof in-kind with asphalt shingles (see example below) in
order to maintain the historic character and appearance of the building.
 
-Scott
 
 



mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:carrie.williamshanna@navy.mil

mailto:len.winter@navy.mil







 
 
 
 
 


From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
[mailto:carrie.williamshanna@navy.mil] 
Sent: Friday, December 4, 2020 10:10 AM
To: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com>
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA) <len.winter@navy.mil>
Subject: RE: SHPO Review of Building 633
 


The attachments/links in this message have been scanned by Proofpoint.


Good Morning Scott,
 
I am emailing to follow up on consultation for the proposed roof replacement from 3-tab to
architectural shingle.  Please let me know if you need additional photographs or product
information.  I hope all is well, and look forward to hearing from you!!
 
Respectfully,
Carrie
 
Carrie Williams-Hannah
Cultural Resources Manager 
NAVFAC Southeast
NAS Pensacola Public Works Department 
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601
 
 
 


From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA) 
Sent: Thursday, November 05, 2020 9:17 AM
To: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com>
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA) <len.winter@navy.mil>
Subject: RE: SHPO Review of Building 633
 
Scott,
 
As requested, attached are two photos of B633 showing a light color 3-tab shingle along with a
photo sample from the manufacturer’s website showing a comparable “Shasta White” color



mailto:carrie.williamshanna@navy.mil

mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:len.winter@navy.mil

mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:len.winter@navy.mil





architectural shingle.  Please let me know if you need additional information!
 
Respectfully,
Carrie
 
Carrie Williams-Hannah
Cultural Resources Manager 
NAVFAC Southeast
NAS Pensacola Public Works Department 
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601
 
 
 


From: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com> 
Sent: Thursday, November 05, 2020 6:33 AM
To: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
<carrie.williamshanna@navy.mil>
Subject: [Non-DoD Source] RE: SHPO Review of Building 633
 
Good morning Carrie.  Can you please send me an example/images of the new shingles along
with the old 3 tab.
 
-Scott
 


From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
[mailto:carrie.williamshanna@navy.mil] 
Sent: Thursday, November 5, 2020 7:28 AM
To: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com>
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA) <len.winter@navy.mil>
Subject: RE: SHPO Review of Building 633
 


The attachments/links in this message have been scanned by Proofpoint.


Scott,
 
I hope this finds you well!  The Navy has allotted additional funding to replace the roof at Building
633 as part of the renovation resulting from the 6 December 2019 active shooter incident.  This
email
serves to continue our consultation as new efforts are proposed.  Currently, we have a three-tab
shingle roofs installed on all our buildings in the Annapolis of the Air Historic District post-Hurricane



mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:carrie.williamshanna@navy.mil

mailto:carrie.williamshanna@navy.mil

mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:len.winter@navy.mil





Ivan in 2004.  Since
architectural shingles are more durable and provide a longer warranty, NASP would like to move
away from the three-tab to the architectural shingle.  The appearance is slightly different, however it
does not clash with the appearance of the historic facilities in the Historic District, but rather
compliments as much, if not better than the three-tab shingle.  The Navy has determined that the
roof replacement from a three-tab to an architectural shingle will not adversely affect Building 633
or the Annapolis of the Air Historic District.  Over time, as three-tab roofs need replacing, all the
facilities in the Historic District will be replaced with architectural shingles.
 
We look forward to your review and concurrence at your earliest opportunity.
 
Respectfully,
Carrie
 
Carrie Williams-Hannah
Cultural Resources Manager 
NAVFAC Southeast
NAS Pensacola Public Works Department 
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601
 
 


From: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com> 
Sent: Thursday, April 30, 2020 7:21 AM
To: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
<carrie.williamshanna@navy.mil>
Subject: [Non-DoD Source] SHPO Review of Building 633
 
Please see the attached letter from the Florida State Historic Preservation Office.
 
-Scott
 
Scott Edwards
Historic Preservationist and Florida Historic Golf Trail Coordinator | Bureau of Historic Preservation |
Division of Historical Resources | Florida Department of State | 500 South Bronough Street |
Tallahassee, Florida 32399 | 850.245.6369 | 1.800.847.7278 | www.flheritage.com and
www.floridahistoricgolftrail.com
 



mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:carrie.williamshanna@navy.mil
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Carrie Williams-Hannah, M.A.                 December 9, 2021 
NAVFAC Southeast 
310 John Towers Road 
Pensacola, Florida 32508-5303 
 
 
RE: DHR Project File No.: 2021-7067 

Hurricane Sally Repairs to Buildings 600 and 600A 
Naval Air Station Pensacola, Escambia County 

 
 
Dear Ms. Williams-Hannah: 
 
The Florida State Historic Preservation Officer reviewed the referenced projects for possible effects on historic 
properties listed, or eligible for listing, in the National Register of Historic Places. The review was conducted in 
accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, and its 
implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 600 (8ES1697) and 600A (8ES1698) are contributing resources to the Billinsley 
Drive/Cabaniss Crescent Historic District (8ES3446), which appears to meet the criteria for listing in the National 
Register.   
 
For Building 600, the Navy proposes to replace the existing 3-tab shingles roof with architectural shingles, 
replace two dormer windows and four dormer louvres and screens. Additional work will be conducted on the 
interior.  
 
For Building 600A, the Navy proposes to install a new canvas canopy at the loading dock, as well as interior 
work.   

 
Based on the information provided, this office concurs with your finding that the proposed undertakings should 
have "No Adverse Effect" on the historic character of Building 600, 600A or the district with the following 
conditions: 
 

 All work will be in accordance with the recommended approaches as set forth in the Secretary of the 
Interior's Standards for Rehabilitation and Guidelines for Rehabilitating Historic Buildings. 

 Architectural features indicative of the buildings and the historic district will be maintained. 
 Plans and drawings will be submitted to this office for review and approval.   



Ms. Williams-Hannah 
DHR No.: 2021-7067 
December 9, 2021 
Page 2 of 2 

  

 
 
 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
Timothy A. Parsons, Ph.D. 
Director, Division of Historical Resources 
and State Historic Preservation Officer 



From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
To: Edwards, Scott (Scott.Edwards@DOS.MyFlorida.com)
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA)
Subject: NAS Pensacola Hurricane Sally Repairs Building 625D
Date: Monday, November 22, 2021 13:37:00
Attachments: Enclosure 1. Buildings 625D Location.pdf

Enclosure 2. Building 625D Scope of Work.pdf
Enclosure 3. Consultation for Building 633 (Annapolis of the Air HD) Architectural Shingles to Replace 3-Tab
Shingles.pdf

Scott,

Please regard this email as a formal invitation to consult under Section 106 of the NHPA.

NAS Pensacola has been recovering from the effects of Hurricane Sally since landfall occurred on September 16,
2020.  Initial building assessments have resulted in scopes of work for repairs that will be utilized to solicit
design/build proposals to complete the work.  Constructed in 1942, Building 625D (8ES1853) is National Register
of Historic Places (NRHP)-eligible and located within the Annapolis of the Air Historic District (Enclosure 1).  

Building 625D requires the replacement of three aluminum windows that were installed in the early 1980s, five
dormer windows, exterior dormer material and the roof (Enclosure 2). NASP recently consulted on replacing the
existing 3-tab shingle roof with an architectural shingle roof on buildings within the Annapolis of the Air Historic
District (see Enclosure 3).  In this regard, we propose to install architectural shingles on Building 625D that match
the current shingle color and will afford greater protection to the facility.   All work will be conducted according to
the Secretary of the Interior's Standards for the Treatment of Historic Properties (SOI Standards).  After contract
award, the Navy will review the design submittals to ensure that in-kind replacement is achieved and consult your
office to garner concurrence.

Since all work on Building 625D will be accomplished per SOI Standards and architectural features indicative of the
building and the historic district will be maintained, the Navy has concluded that the hurricane repairs of Building
625D warrant a finding of NO ADVERSE EFFECT.

I look forward to your review and concurrence at your earliest opportunity.

Respectfully,
Carrie

Carrie Williams-Hannah
Cultural Resources Manager
NAVFAC Southeast
NAS Pensacola Public Works Department
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601

mailto:carrie.a.williams-hannah.civ@us.navy.mil
mailto:Scott.Edwards@DOS.MyFlorida.com
mailto:leonard.e.winter2.civ@us.navy.mil
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carrie.a.williams

Text Box

Enclosure 1.  Building 625D location



carrie.a.williams

Callout

Building 625D







FINAL NASP ICRMP, FY 2015–2020 


Chapter 4 4-150 


 
Figure 4.8.  Annapolis of the Air Historic District, NASP. 












DRAFT
Detailed Facility Assessment Report 


625D - UNITED SERVICE ORGANIZATIONS


Prepared for: 


Prepared by: 


NAVFAC Southeast 
NAS Pensacola


AECOM
7650 West Courtney 
Campbell Causeway
Tampa, FL 33607


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B202001 - WINDOWS


B2020 - EXTERIOR WINDOWS marilou.vangee@aecom.com 3/12/2021Surveyed by:


B - SHELL B20 - EXTERIOR ENCLOSURES


625D - UNITED SERVICE ORGANIZATIONS


Comments: (3) Damaged single hung windows. 3x6 window size.


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: Office


Room #:


SFType: Leaking


Action: Replace


Quanty: 110Room #:


Location: Office


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B3010 - ROOF COVERINGS marilou.vangee@aecom.com 3/12/2021Surveyed by:


B - SHELL B30 - ROOFING


625D - UNITED SERVICE ORGANIZATIONS


Comments: Exterior wall finish of (5) Dormer windows. The existing material is slate to match existing.


Location: Roof


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: Other


Room #: Dormer


SFType: Deteriorated


Action: Replace


Quanty: 160Room #: Dormer


Location: Other


32SF/Dormer


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B3010 - ROOF COVERINGS marilou.vangee@aecom.com 3/12/2021Surveyed by:


B - SHELL B30 - ROOFING


625D - UNITED SERVICE ORGANIZATIONS


Comments: (5) Dormer window roofing that were damaged.


Location: Roof


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: Other


Room #: Dormer


SFType: Leaking


Action: Replace


Quanty: 250Room #:


Location: Dormers @ Roof


Roof is standing seam copper. Vertical wall


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301001 - STEEP SLOPE ROOF SYSTEMS


B3010 - ROOF COVERINGS


ROOFING SHINGLES AND SHAKES


marilou.vangee@aecom.com 3/12/2021Surveyed by:


B - SHELL B30 - ROOFING


625D - UNITED SERVICE ORGANIZATIONS


Comments: 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: Other


Room #:


SFType: Deteriorated


Action: Replace


Quanty: 4570Room #:


Location: Other


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301002 - LOW SLOPE ROOF SYSTEMS


B3010 - ROOF COVERINGS


LOW-SLOPE ROOFING MEMBRANE


marilou.vangee@aecom.com 3/12/2021Surveyed by:


B - SHELL B30 - ROOFING


625D - UNITED SERVICE ORGANIZATIONS


Comments: 


Location: Roof


Condition Rating: Asset non-operable


Criticality:


Asset Level


Room Type: Other


Room #:


SFType: Deteriorated


Action: Replace


Quanty: 1056Room #:


Location: Other


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C301003 - GYPSUM WALLBOARD FINISHES


C3010 - WALL FINISHES jose.labrador@aecom.com 6/9/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


625D - UNITED SERVICE ORGANIZATIONS


Comments: Replace patch and repair damaged drywall at first and second floor general areas.


Location: 1st


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


United service organizationsAsset Level


Room Type: Other


Room #: General first and second floor a


SFType: Waterlogged


Action: Replace


Quanty: 300Room #: General first and second floor areas.


Location: Other


Patch replace areas with damaged drywall on the first and second level.


Reported Deficiency


Location: 1st


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


United service organizationsAsset Level


Room Type: Other


Room #: Computer room


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C301003 - GYPSUM WALLBOARD FINISHES


C3010 - WALL FINISHES jose.labrador@aecom.com 6/9/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


625D - UNITED SERVICE ORGANIZATIONS


Comments: Damaged drywall at computer room due to damaged gutter.


SFType: Waterlogged


Action: Replace


Quanty: 50Room #: Computer room


Location: Other


Replace damaged drywall at computer room. 


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C303001 - ACOUSTICAL CEILING TILES & PANELS


C3030 - CEILING FINISHES marilou.vangee@aecom.com 3/12/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


625D - UNITED SERVICE ORGANIZATIONS


Comments: 


Location: 2nd


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: Kitchen


Room #: snack Rm/Kitchen


SFType: Deteriorated


Action: Replace


Quanty: 360Room #: Snack Rm/Kitchen


Location: Kitchen


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 












From: Edwards, Scott
To: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA)
Subject: [Non-DoD Source] RE: SHPO Review of Building 633
Date: Friday, December 11, 2020 15:04:06
Attachments: image003.png
Importance: High


Carrie and Len, based on the additional information provided (images of architectural shingles
currently on Bldg. 38), this office concurs that the proposed undertaking will have no adverse effect
on the historic character of the building or the Annapolis of the Air Historic District.
 
 
-Scott
 
 


From: Edwards, Scott 
Sent: Wednesday, December 9, 2020 9:47 AM
To: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
<carrie.williamshanna@navy.mil>
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA) <len.winter@navy.mil>
Subject: RE: SHPO Review of Building 633
 
Carrie, the replacement 3-tab to architectural shingles would impart a significant visual change to
the historic building and potentially result in an adverse effect.
 
We recommend replacing the existing roof in-kind with asphalt shingles (see example below) in
order to maintain the historic character and appearance of the building.
 
-Scott
 
 



mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:carrie.williamshanna@navy.mil

mailto:len.winter@navy.mil







 
 
 
 
 


From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
[mailto:carrie.williamshanna@navy.mil] 
Sent: Friday, December 4, 2020 10:10 AM
To: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com>
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA) <len.winter@navy.mil>
Subject: RE: SHPO Review of Building 633
 


The attachments/links in this message have been scanned by Proofpoint.


Good Morning Scott,
 
I am emailing to follow up on consultation for the proposed roof replacement from 3-tab to
architectural shingle.  Please let me know if you need additional photographs or product
information.  I hope all is well, and look forward to hearing from you!!
 
Respectfully,
Carrie
 
Carrie Williams-Hannah
Cultural Resources Manager 
NAVFAC Southeast
NAS Pensacola Public Works Department 
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601
 
 
 


From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA) 
Sent: Thursday, November 05, 2020 9:17 AM
To: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com>
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA) <len.winter@navy.mil>
Subject: RE: SHPO Review of Building 633
 
Scott,
 
As requested, attached are two photos of B633 showing a light color 3-tab shingle along with a
photo sample from the manufacturer’s website showing a comparable “Shasta White” color



mailto:carrie.williamshanna@navy.mil

mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:len.winter@navy.mil

mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:len.winter@navy.mil





architectural shingle.  Please let me know if you need additional information!
 
Respectfully,
Carrie
 
Carrie Williams-Hannah
Cultural Resources Manager 
NAVFAC Southeast
NAS Pensacola Public Works Department 
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601
 
 
 


From: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com> 
Sent: Thursday, November 05, 2020 6:33 AM
To: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
<carrie.williamshanna@navy.mil>
Subject: [Non-DoD Source] RE: SHPO Review of Building 633
 
Good morning Carrie.  Can you please send me an example/images of the new shingles along
with the old 3 tab.
 
-Scott
 


From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
[mailto:carrie.williamshanna@navy.mil] 
Sent: Thursday, November 5, 2020 7:28 AM
To: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com>
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA) <len.winter@navy.mil>
Subject: RE: SHPO Review of Building 633
 


The attachments/links in this message have been scanned by Proofpoint.


Scott,
 
I hope this finds you well!  The Navy has allotted additional funding to replace the roof at Building
633 as part of the renovation resulting from the 6 December 2019 active shooter incident.  This
email
serves to continue our consultation as new efforts are proposed.  Currently, we have a three-tab
shingle roofs installed on all our buildings in the Annapolis of the Air Historic District post-Hurricane



mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:carrie.williamshanna@navy.mil

mailto:carrie.williamshanna@navy.mil

mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:len.winter@navy.mil





Ivan in 2004.  Since
architectural shingles are more durable and provide a longer warranty, NASP would like to move
away from the three-tab to the architectural shingle.  The appearance is slightly different, however it
does not clash with the appearance of the historic facilities in the Historic District, but rather
compliments as much, if not better than the three-tab shingle.  The Navy has determined that the
roof replacement from a three-tab to an architectural shingle will not adversely affect Building 633
or the Annapolis of the Air Historic District.  Over time, as three-tab roofs need replacing, all the
facilities in the Historic District will be replaced with architectural shingles.
 
We look forward to your review and concurrence at your earliest opportunity.
 
Respectfully,
Carrie
 
Carrie Williams-Hannah
Cultural Resources Manager 
NAVFAC Southeast
NAS Pensacola Public Works Department 
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601
 
 


From: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com> 
Sent: Thursday, April 30, 2020 7:21 AM
To: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
<carrie.williamshanna@navy.mil>
Subject: [Non-DoD Source] SHPO Review of Building 633
 
Please see the attached letter from the Florida State Historic Preservation Office.
 
-Scott
 
Scott Edwards
Historic Preservationist and Florida Historic Golf Trail Coordinator | Bureau of Historic Preservation |
Division of Historical Resources | Florida Department of State | 500 South Bronough Street |
Tallahassee, Florida 32399 | 850.245.6369 | 1.800.847.7278 | www.flheritage.com and
www.floridahistoricgolftrail.com
 



mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:carrie.williamshanna@navy.mil

https://no-click.mil/?http://www.flheritage.com/

https://no-click.mil/?http://www.floridahistoricgolftrail.com/
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Carrie Williams-Hannah, M.A.                  December 9, 2021 
NAVFAC Southeast 
310 John Towers Road 
Pensacola, Florida 32508-5303 
 
RE: DHR Project File No.: 2021-7069 

Hurricane Sally Repairs to Building 625D 
Naval Air Station Pensacola, Escambia County 

 
Dear Ms. Williams-Hannah: 
 
The Florida State Historic Preservation Officer reviewed the referenced project for possible effects on 
historic properties listed, or eligible for listing, in the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 625D (8ES1853) is a contributing resource to the Annapolis of the Air Historic 
District, which has been previously determined to meet the criteria for listing in the National Register.  
The Navy proposes to replace the existing 3-tab shingles roof with architectural shingles, replace three 
aluminum windows, five dormer windows, exterior dormer material. Additional work will be conducted 
on the interior. Based on the information provided, this office concurs with your finding that the 
proposed undertaking should have "No Adverse Effect" on the historic character of Building 625D or the 
district with the following conditions: 

 All work will be in accordance with the recommended approaches as set forth in the Secretary of 
the Interior's Standards for Rehabilitation and Guidelines for Rehabilitating Historic Buildings. 

 Architectural features indicative of the building and the historic district will be maintained. 
 Plans and drawings will be submitted to this office for review and approval.   

 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
Timothy A. Parsons, Ph.D. 
Director, Division of Historical Resources 
and State Historic Preservation Officer 



From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
To: Edwards, Scott (Scott.Edwards@DOS.MyFlorida.com)
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA)
Subject: NAS Pensacola Hurricane Sally Repairs Building 630
Date: Tuesday, November 23, 2021 7:33:00
Attachments: Enclosure 2. Building 630 Scope of Work.pdf

Enclosure 1. Building 630 Location.pdf

Scott,

Please regard this email as a formal invitation to consult under Section 106 of the NHPA.

NAS Pensacola has been recovering from the effects of Hurricane Sally since landfall occurred on September 16,
2020.  Initial building assessments have resulted in scopes of work for repairs that will be utilized to solicit
design/build proposals to complete the work.  Constructed in 1940, Building 630 (8ES1776) is National Register of
Historic Places (NRHP)-eligible and located within the Chevalier Field Hangars Historic District (Enclosure 1).  
This facility currently serves as the Navy Exchange retail store and food court. 

Building 630 requires bitumen roof replacement to include flashing, trim, gutters and downspouts (Enclosure 2). 
Repairs to the roof will not be visible from the streetscape.  There are two canvas and aluminum entrance canopies
that require replacement, and one service entry canopy that needs repair.  A portion of the wall cap at the service
parking area needs to be replaced, as well as one window and one door.  Minor repair is required for the copper roof
panels, and the remainder of the work is interior.  All work will be conducted according to the Secretary of the
Interior's Standards for the Treatment of Historic Properties (SOI Standards).  After contract award, the Navy will
review the design submittals to ensure that in-kind replacement is achieved and consult your office to garner
concurrence.

Since all work on Building 630 will be accomplished per SOI Standards and architectural features indicative of the
building and the historic district will be maintained, the Navy has concluded that the hurricane repairs of Building
630 warrant a finding of NO ADVERSE EFFECT.

I look forward to your review and concurrence at your earliest opportunity.

Respectfully,
Carrie

Carrie Williams-Hannah
Cultural Resources Manager
NAVFAC Southeast
NAS Pensacola Public Works Department
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601

mailto:carrie.a.williams-hannah.civ@us.navy.mil
mailto:Scott.Edwards@DOS.MyFlorida.com
mailto:leonard.e.winter2.civ@us.navy.mil



DRAFT
Detailed Facility Assessment Report 


630 - EXCHANGE RETAIL STORE


Prepared for: 


Prepared by: 


NAVFAC Southeast 
NAS Pensacola


AECOM
7650 West Courtney 
Campbell Causeway
Tampa, FL 33607


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B102004 - CANOPIES


B1020 - ROOF CONSTRUCTION


CANOPY SUPPORT TRUSS ASSEMBLIES


Christopher.sharp@aecom.com 3/14/2021Surveyed by:


B - SHELL B10 - SUPERSTRUCTURE


630 - EXCHANGE RETAIL STORE


Comments: Failure of awning canopy from wind force, canopy appears to be blown off from its attachment to the 
buildings exterior wall. The awning was removed after it was damaged


Location: 1st


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Aluminum canopy above doorAsset Level


Room Type: Other


Room #: Front exterior wall of building


SFType: Broken


Action: Replace


Quanty: 50Room #:


Location: Other


Aluminum canopy


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B201001 - EXTERIOR CLOSURE


B2010 - EXTERIOR WALLS


CEMENT PLASTERING


Connor.young@aecom.com 3/15/2021Surveyed by:


B - SHELL B20 - EXTERIOR ENCLOSURES


630 - EXCHANGE RETAIL STORE


Comments: Exterior wall at maintenance parking is damaged, the cap appears to have existing damage, and due 
to that wind was able to remove a portion


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Maintenance Wall Cap missingAsset Level


Room Type: Other


Room #:


SFType: Missing


Action: Replace


Quanty: 10Room #:


Location: Other


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B202004 - EXTERIOR GLAZING


B2020 - EXTERIOR WINDOWS Connor.young@aecom.com 6/7/2021Surveyed by:


B - SHELL B20 - EXTERIOR ENCLOSURES


630 - EXCHANGE RETAIL STORE


Comments: North-west tower mechanical room window


Location: 2nd


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Broken windowAsset Level


Room Type: Mechanical Room


Room #:


SFType: Broken


Action: Replace


Quanty: 12Room #:


Location: Mechanical Room


1st layer of glass is broken 


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301002 - LOW SLOPE ROOF SYSTEMS


B3010 - ROOF COVERINGS


LOW-SLOPE ROOFING COVER


jose.labrador@aecom.com 6/7/2021Surveyed by:


B - SHELL B30 - ROOFING


630 - EXCHANGE RETAIL STORE


Comments: Low longitudinal roofs leak. One of the sides has been covered with spray foam as a temporary 
measure, but it’s starting to break down and cause further issues. The flashing needs to be replaced 
as well.


Location: Roof


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Bitumen roof replacementAsset Level


Room Type: Other


Room #: Low lateral roofs


SFType: Beyond Useful Life


Action: Major repair


Quanty: 5800Room #: Low longitudinal roofs


Location: Roof


Replace bitumen roofing and flashing.   


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301002 - LOW SLOPE ROOF SYSTEMS


B3010 - ROOF COVERINGS Connor.young@aecom.com 3/15/2021Surveyed by:


B - SHELL B30 - ROOFING


630 - EXCHANGE RETAIL STORE


Comments: Located behind panda express


Location: Roof


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Metal Roof Canopy DamagedAsset Level


Room Type: Other


Room #:


SFType: Loose


Action: Minor repair


Quanty: 4Room #:


Location: Other


Minor damage to metal roof behind Panda Express


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301004 - FLASHINGS & TRIM


B3010 - ROOF COVERINGS Connor.young@aecom.com 6/7/2021Surveyed by:


B - SHELL B30 - ROOFING


630 - EXCHANGE RETAIL STORE


Comments: Seam at copper roof is damaged, allowing water to penetrate the roof system


Location: Roof


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Damaged flashing seam at historic copper roofAsset Level


Room Type: East Wall


Room #:


SFType: Broken


Action: Minor repair


Quanty: 120Room #:


Location: East Wall


Historic copper roof crimp is lose and portions of the flashing is open to 
allow water through 


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301004 - FLASHINGS & TRIM


B3010 - ROOF COVERINGS Jeff.harner@aecom.com 3/14/2021Surveyed by:


B - SHELL B30 - ROOFING


630 - EXCHANGE RETAIL STORE


Comments: 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Copper flashing and counter flashingAsset Level


Room Type: Other


Room #:


SFType: Broken


Action: Replace


Quanty: 25Room #:


Location: Other


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301004 - FLASHINGS & TRIM


B3010 - ROOF COVERINGS Connor.young@aecom.com 6/7/2021Surveyed by:


B - SHELL B30 - ROOFING


630 - EXCHANGE RETAIL STORE


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Panda Express doorAsset Level


Room Type: Other


Room #:


SFType: Leaking


Action: Minor repair


Quanty: 4Room #:


Location: Other


Suspected that flashing above the Panda Express door is damaged, and 
allowing water into the space. 


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301004 - FLASHINGS & TRIM


B3010 - ROOF COVERINGS jose.labrador@aecom.com 6/7/2021Surveyed by:


B - SHELL B30 - ROOFING


630 - EXCHANGE RETAIL STORE


Comments: Damaged flashing along roof perimeter at high roof/low roof bounding walls.


Location: Roof


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Flashing damage/ Leaking roofAsset Level


Room Type: Other


Room #: Overall roof


SFType: Leaking


Action: Major repair


Quanty: 1800Room #: Overall roof


Location: Other


Seam at historic copper roof is broken. Failed flashing lets water flow into 
the building the entire length of walls where there is a high roof/ low roof 
elevation change. The same issue happens along the L shaped standing 
seam roof over the food court.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301004 - FLASHINGS & TRIM


B3010 - ROOF COVERINGS jose.labrador@aecom.com 6/7/2021Surveyed by:


B - SHELL B30 - ROOFING


630 - EXCHANGE RETAIL STORE


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301004 - FLASHINGS & TRIM


B3010 - ROOF COVERINGS Jeff.harner@aecom.com 3/14/2021Surveyed by:


B - SHELL B30 - ROOFING


630 - EXCHANGE RETAIL STORE


Comments: 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Copper trim and flashingAsset Level


Room Type: Other


Room #:


SFType: Missing


Action: Install


Quanty: 12Room #:


Location: Other


Replace water damaged wood substrate and copper fascia


Reported Deficiency


SFType: Loose


Action: Reinstall


Quanty: 5Room #:


Location: Other


Copper flashing at brick turned up


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301004 - FLASHINGS & TRIM


B3010 - ROOF COVERINGS Jeff.harner@aecom.com 3/14/2021Surveyed by:


B - SHELL B30 - ROOFING


630 - EXCHANGE RETAIL STORE


SFType: Loose


Action: Reinstall


Quanty: 12Room #:


Location: Other


Includes soffit area.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301005 - GUTTERS & DOWNSPOUTS


B3010 - ROOF COVERINGS Connor.young@aecom.com 3/15/2021Surveyed by:


B - SHELL B30 - ROOFING


630 - EXCHANGE RETAIL STORE


Comments: Due to the damage, water is pooling on these roofs, and leaking into shopping areas


Location: Roof


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Damaged gutters on both low roof store portions of buildingAsset Level


Room Type: Other


Room #:


LFType: Broken


Action: Replace


Quanty: 70Room #:


Location: Other


The gutter system appears to try and capture rainfall from the main roof, 
and move it through a series of gutters across two lower roofs on the left 
and right. These gutters are damaged, and causing pools of water to form, 
and leak into the interior


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301005 - GUTTERS & DOWNSPOUTS


B3010 - ROOF COVERINGS Connor.young@aecom.com 3/15/2021Surveyed by:


B - SHELL B30 - ROOFING


630 - EXCHANGE RETAIL STORE


Comments: 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Missing gutter end capAsset Level


Room Type: Other


Room #:


LFType: Missing


Action: Replace


Quanty: 1Room #:


Location: Other


Missing gutter end cap. This is located at the rear Subway canopy. Due to 
this, water could pour out the side, and saturate mechanical equipment 
next to it.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301005 - GUTTERS & DOWNSPOUTS


B3010 - ROOF COVERINGS Connor.young@aecom.com 6/7/2021Surveyed by:


B - SHELL B30 - ROOFING


630 - EXCHANGE RETAIL STORE


Comments: 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Clogged DownspoutsAsset Level


Room Type: South Wall


Room #:


LFType: Blocked


Action: Minor repair


Quanty: 2Room #:


Location: South Wall


2 downspouts on south wall are noticeably clogged. It’s reported that 
water is leaking into the interior of the building(at the seamstress area) due 
to this buildup


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301090 - OTHER ROOFING


B3010 - ROOF COVERINGS Connor.young@aecom.com 3/15/2021Surveyed by:


B - SHELL B30 - ROOFING


630 - EXCHANGE RETAIL STORE


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Missing entry canopyAsset Level


Room Type: Other


Room #:


SFType: Missing


Action: Replace


Quanty: 50Room #:


Location: Other


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C301003 - GYPSUM WALLBOARD FINISHES


C3010 - WALL FINISHES Connor.young@aecom.com 6/7/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


630 - EXCHANGE RETAIL STORE


Comments: Reported in multiple locations: -NEX Store -Dry Cleaning -Seamstress -Old Cash Room area -Back 
of house offices


Location: 1st


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Gyp Wall damaged due to leaksAsset Level


Room Type: Office


Room #:


SFType: Broken


Action: Replace


Quanty: 1000Room #:


Location: Office


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C301003 - GYPSUM WALLBOARD FINISHES


C3010 - WALL FINISHES Connor.young@aecom.com 6/7/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


630 - EXCHANGE RETAIL STORE


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C301003 - GYPSUM WALLBOARD FINISHES


C3010 - WALL FINISHES Carlton.gordon@aecom.com 3/13/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


630 - EXCHANGE RETAIL STORE


Comments: Visible water damage below skylight windows at subway behind tv


Location: Site


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Gypsum wallboardAsset Level


Room Type: Other


Room #: Food court


SFType: Leaking


Action: Minor repair


Quanty: 12Room #: Food court 


Location: Other


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C303001 - ACOUSTICAL CEILING TILES & PANELS


C3030 - CEILING FINISHES Jeff.harner@aecom.com 3/14/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


630 - EXCHANGE RETAIL STORE


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Act tiles missing or damaged due to leakingAsset Level


Room Type: Other


Room #:


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C303001 - ACOUSTICAL CEILING TILES & PANELS


C3030 - CEILING FINISHES Jeff.harner@aecom.com 3/14/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


630 - EXCHANGE RETAIL STORE


SFType: Missing


Action: Install


Quanty: 450Room #:


Location: Other


Area for aviation plaza shopping only


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C303001 - ACOUSTICAL CEILING TILES & PANELS


C3030 - CEILING FINISHES Carlton.gordon@aecom.com 3/13/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


630 - EXCHANGE RETAIL STORE


Comments: 


Location: Site


Condition Rating: Asset non-operable


Criticality: 3 - Critical


2x2 ceiling tilesAsset Level


Room Type: Other


Room #: Food court


SFType: Missing


Action: Minor repair


Quanty: 100Room #: Subway, Panda Express, green bean co


Location:


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C303001 - ACOUSTICAL CEILING TILES & PANELS


C3030 - CEILING FINISHES Connor.young@aecom.com 3/15/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


630 - EXCHANGE RETAIL STORE


Comments: Located in sunglass retail space


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Damaged ceiling from leaksAsset Level


Room Type: Other


Room #:


SFType: Broken


Action: Replace


Quanty: 12Room #:


Location: Other


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C303001 - ACOUSTICAL CEILING TILES & PANELS


C3030 - CEILING FINISHES Connor.young@aecom.com 6/7/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


630 - EXCHANGE RETAIL STORE


Comments: Additional ceiling tiles were found to be damaged in areas which were previously unaccessable 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Damaged Ceiling TilesAsset Level


Room Type: Other


Room #:


SFType: Deteriorated


Action: Replace


Quanty: 400Room #:


Location: Other


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C303002 - GYPSUM WALLBOARD CEILING FINISHES


C3030 - CEILING FINISHES Carlton.gordon@aecom.com 3/13/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


630 - EXCHANGE RETAIL STORE


Comments: Visible mold and water damage on soffit areas at subway and Panda Express


Location: Site


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Gypsum ceilingAsset Level


Room Type: Other


Room #: Food court


SFType: Leaking


Action: Minor repair


Quanty: 40Room #: Food court


Location: Other


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







D404001 - SPRINKLERS AND RELEASING DEVICES


D4040 - SPRINKLERS Brian.borst@aecom.com 3/30/2021Surveyed by:


D40 - FIRE PROTECTION D40 - FIRE PROTECTION


630 - EXCHANGE RETAIL STORE


Comments: First Floor Sprinklers


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


SprinklersAsset Level


Room Type: Site


Room #: First Floor


EAType: Noncompliant


Action: Minor repair


Quanty: 2Room #: First Floor


Location: Site


Two sprinklers observed in displaced ceiling tiles on first floor. Recommend 
replacing missing ceiling tiles


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







D509004 - LIGHTNING PROTECTION


D5090 - OTHER ELECTRICAL SERVICES


LIGHTNING PROTECTION AND DISSIPATION


Connor.young@aecom.com 6/7/2021Surveyed by:


D50 - ELECTRICAL D50 - ELECTRICAL


630 - EXCHANGE RETAIL STORE


Comments: 2 locations


Location: Roof


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Damaged air terminals Asset Level


Room Type: Other


Room #:


SFType: Broken


Action: Minor repair


Quanty: 2Room #:


Location: Other


Two damaged lightning air terminals, both situated on south towers 


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 
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NASP ICRMP, FY 2015–2020 FINAL  


 4-153 Status of Knowledge 


Chevalier Field Hangars Historic District, NAS Pensacola 
 
The Chevalier Field Hangars Historic District encompasses four hangars in the southeastern 
portion of NASP that were associated with the former Chevalier Field. Constructed between 
1937 and 1940, the grouping of four hangars was part of the flight training program at NASP in 
support of the use of carrier-based aircraft.  Chevalier Field became expendable with the 
introduction of jet aircraft in the late 1940s and early 1950s, which required longer runways.  
 
The row of four hangars just north of Saufley Street provides a tangible link to an important 
chapter in the history of naval aviation at NASP.  The hangars, with their red brick exterior 
walls, decorative quoins, and cast-concrete detailing, are excellent local examples of the 
Georgian Revival style interpreted through an industrial idiom. 
 
The district boundaries include the four hangars just north of Saufley Street, between East and 
West Avenues.  A listing of resources contributing to the district appears in Table 4.8, and a 
map of the historic district is shown in Figure 4.10. 
 
Table 4.8.  Chevalier Field Hangars Historic District Resources*.   


Facility Built Date FMSF # Facility Name Facility # Historic Status 
Code 


1-Jul-37 8ES01773 PORTSIDE CINEMA/FITNESS CTR 606 NREC 
1-Jul-37 8ES01774 AVIATION PLAZA MALL 607 NREC 
1-Jul-39 8ES01775 PORTSIDE GYM 627 NREC 
1-Jul-40 8ES01776 EXCHANGE RETAIL STORE 630 NREC 


*In addition to the above facilities, the historic district contains properties that have not been evaluated (NEV) for their 
eligibility for listing in the National Register of Historic Places.  
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		Enclosure 1. Building 606 Location

		Chevalier Field Hangars HD
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Carrie Williams-Hannah, M.A.                December 10, 2021 
NAVFAC Southeast 
310 John Towers Road 
Pensacola, Florida 32508-5303 
 
RE: DHR Project File No.: 2021-7218 

Hurricane Sally Repairs to Building 630 
Naval Air Station Pensacola, Escambia County 

 
Dear Ms. Williams-Hannah: 
 
The Florida State Historic Preservation Officer reviewed the referenced project for possible effects on 
historic properties listed, or eligible for listing, in the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 630 (8ES1776) is a contributing resource to the Chevalier Field Hangars Historic 
District, which has been previously determined to meet the criteria for listing in the National Register. 
Based on the information provided, this office concurs with your finding that the proposed undertaking 
should have "No Adverse Effect" on the historic character of Building 630 or the district with the following 
conditions: 

 All work will be in accordance with the recommended approaches as set forth in the Secretary of 
the Interior's Standards for Rehabilitation and Guidelines for Rehabilitating Historic Buildings. 

 Architectural features indicative of the building and the historic district will be maintained. 
 Plans and drawings will be submitted to this office for review and approval.   

 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
Timothy A. Parsons, Ph.D. 
Director, Division of Historical Resources 
and State Historic Preservation Officer 



From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
To: Edwards, Scott (Scott.Edwards@DOS.MyFlorida.com)
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA)
Subject: NAS Pensacola Hurricane Sally Repairs Buildings 803 and 803A
Date: Monday, November 22, 2021 8:16:00
Attachments: Enclosure 1. Buildings 803 and 803A Location.pdf

Enclosure 2. Buildings 803 and 803A Scope of Work.pdf

Scott,

Please regard this email as a formal invitation to consult under Section 106 of the NHPA. 

NAS Pensacola and environs have been recovering from the effects of Hurricane Sally since landfall occurred on
September 16, 2020.  Initial building assessments have resulted in scopes of work for repairs that will be utilized to
solicit design/build proposals to complete the work.  Buildings 803 (8ES2325), constructed in 1940, and 810A
(8ES2326), constructed in 1943, are both eligible to the National Register of Historic Places (NRHP) and located in
the Saufley Field Historic District (8ES2807).  Building 803 currently serves as Naval Education and Training
Professional Development Center administration facility, along with its annex, Building 803A (Enclosure 1).  

These facilities require replacing downspouts and exterior lighting, and repairing an interior window frame and
exterior railing (Enclosure 2).  All work will be conducted according to the Secretary of the Interior's Standards for
the Treatment of Historic Properties (SOI Standards).  After contract award, the Navy will review the design
submittals to ensure that in-kind replacement is achieved and we will
consult your office to garner concurrence. 

Since all work on Buildings 803 and 803A will be accomplished per SOI Standards and architectural features of the
building will be maintained, the Navy has concluded that the hurricane repairs of Buildings 803 and 803A warrant a
finding of NO ADVERSE EFFECT.

I look forward to your review and concurrence at your earliest opportunity.

Respectfully,
Carrie

Carrie Williams-Hannah
Cultural Resources Manager
NAVFAC Southeast
NAS Pensacola Public Works Department
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601

mailto:carrie.a.williams-hannah.civ@us.navy.mil
mailto:Scott.Edwards@DOS.MyFlorida.com
mailto:leonard.e.winter2.civ@us.navy.mil



 Source: Esri, DigitalGlobe, GeoEye, Earthstar Geographics, CNES/Airbus DS, USDA, USGS, AeroGRID, IGN, and the GIS User Community


Source: Navy GeoReadiness Repository


carrie.a.williams@navy.mil
Prepared by: µ


NOT TO SCALEFOR OFFICIAL USE ONLY


09/26/2018


Enclosure 1. Building 803 and 803A Location



carrie.williamshanna

Callout

Building 803 and 803A
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Figure 4.15.  Saufley Field Historic District. 





		Enclosure 1. Building 810 Location

		Saufley Field HD










DRAFT
Detailed Facility Assessment Report 


803 - NETPDTC ADMIN BLDG


Prepared for: 


Prepared by: 


NAVFAC Southeast 
NAS Pensacola


AECOM
7650 West Courtney 
Campbell Causeway
Tampa, FL 33607


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B201090 - OTHER EXTERIOR WALLS


B2010 - EXTERIOR WALLS Connor.young@aecom.com 3/16/2021Surveyed by:


B - SHELL B20 - EXTERIOR ENCLOSURES


803 - NETPDTC ADMIN BLDG


Comments: 


Location: 2nd


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Exterior railing damagedAsset Level


Room Type: Other


Room #:


SFType: Broken


Action: Minor repair


Quanty: 20Room #:


Location: Other


Damage similar in multiple locations


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301005 - GUTTERS & DOWNSPOUTS


B3010 - ROOF COVERINGS Connor.young@aecom.com 3/16/2021Surveyed by:


B - SHELL B30 - ROOFING


803 - NETPDTC ADMIN BLDG


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Damaged DownspoutAsset Level


Room Type: Other


Room #:


LFType: Broken


Action: Replace


Quanty: 20Room #:


Location: Other


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C301090 - OTHER WALL FINISHES


C3010 - WALL FINISHES Jeff.harner@aecom.com 3/17/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


803 - NETPDTC ADMIN BLDG


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Rubber base missingAsset Level


Room Type: Other


Room #:


SFType: Missing


Action: Install


Quanty: 35Room #:


Location: Other


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C303001 - ACOUSTICAL CEILING TILES & PANELS


C3030 - CEILING FINISHES Jeff.harner@aecom.com 3/17/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


803 - NETPDTC ADMIN BLDG


Comments: 


Location: 2nd


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


ACT damaged from leakingAsset Level


Room Type: Other


Room #:


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C303001 - ACOUSTICAL CEILING TILES & PANELS


C3030 - CEILING FINISHES Jeff.harner@aecom.com 3/17/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


803 - NETPDTC ADMIN BLDG


SFType: Missing


Action: Install


Quanty: 300Room #:


Location: Other


Damaged and missing ceiling tiles with water damage and mold in some 
areas. Area includes ceiling in SCIF that could not be photographed.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C303003 - PLASTER CEILING FINISHES


C3030 - CEILING FINISHES Jeff.harner@aecom.com 3/17/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


803 - NETPDTC ADMIN BLDG


Comments: 


Location: 2nd


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Plaster on wall and ceiling peeling due to leaksAsset Level


Room Type: Other


Room #:


SFType: Peeling


Action: Replace


Quanty: 160Room #:


Location: Other


Mold exists at some water infiltration at plaster.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







D502002 - LIGHTING EQUIPMENT


D5020 - LIGHTING & BRANCH WIRING


SECURITY LIGHTING


dan.pohnert@aecom.com 3/16/2021Surveyed by:


D50 - ELECTRICAL D50 - ELECTRICAL


803 - NETPDTC ADMIN BLDG


Comments: HID floodlight


Location: Roof


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Equipment Level


Room Type: Site


Room #:


ID / Barcode:


Manufacturer:


Model Number:


Serial Number:


EAType: Broken


Action: Replace


Quanty: 1Room #:


Location: Site


1 fixture


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







DRAFT
Detailed Facility Assessment Report 


803A - ADMINISTRATION-ANNEX


Prepared for: 


Prepared by: 


NAVFAC Southeast 
NAS Pensacola


AECOM
7650 West Courtney 
Campbell Causeway
Tampa, FL 33607


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B202001 - WINDOWS


B2020 - EXTERIOR WINDOWS Jeff.harner@aecom.com 3/17/2021Surveyed by:


B - SHELL B20 - EXTERIOR ENCLOSURES


803A - ADMINISTRATION-ANNEX


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Interior window frame water damagedAsset Level


Room Type: Storage


Room #:


SFType: Broken


Action: Replace


Quanty: 20Room #:


Location:


Potential lead paint peeling and mold due to water leaking.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C301090 - OTHER WALL FINISHES


C3010 - WALL FINISHES Jeff.harner@aecom.com 3/17/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


803A - ADMINISTRATION-ANNEX


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Painted CMU with water infiltration and moldAsset Level


Room Type: Storage


Room #:


SFType: Peeling


Action: Repaint


Quanty: 320Room #:


Location: Storage


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 
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Carrie Williams-Hannah, M.A.                December 2, 2021 
NAVFAC Southeast 
310 John Towers Road 
Pensacola, Florida 32508-5303 
 
RE: DHR Project File No.: 2021-7004 

Hurricane Sally Repairs to Buildings 803 and 803A  
Naval Air Station Pensacola Saufley Field, Escambia County 

 
Dear Ms. Williams-Hannah: 
 
The Florida State Historic Preservation Officer reviewed the referenced projects for possible effects on 
historic properties listed, or eligible for listing, in the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 803 (8ES2333) and 803A (8ES2326) are contributing resources to the Saufley Field 
Historic District (8ES2807), which has been previously determined to meet the criteria for listing in the 

National Register. The Navy proposes to replace downspouts and exterior lighting, and repair an 
interior window frame and exterior railing. Based on the information provided, this office concurs 
with your finding that the proposed undertaking should have "No Adverse Effect" on the historic 
character of Buildings 803 and 803A or the district with the following conditions: 
 

 All work will be in accordance with the recommended approaches as set forth in the Secretary of 
the Interior's Standards for Rehabilitation and Guidelines for Rehabilitating Historic Buildings. 

 Architectural features indicative of the building and the historic district will be maintained. 
 Plans and drawings will be submitted to this office for review and approval.   

 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
Timothy A. Parsons, Ph.D. 
Director, Division of Historical Resources 
and State Historic Preservation Officer 



From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
To: Edwards, Scott (Scott.Edwards@DOS.MyFlorida.com)
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA)
Subject: NAS Pensacola Hurricane Sally Repairs Building 804
Date: Monday, November 22, 2021 9:05:00
Attachments: Enclosure 1. Buildings 804 Location.pdf

Enclosure 2. Building 804 Scope of Work.pdf

Scott,

Please regard this email as a formal invitation to consult under Section 106 of the NHPA. 

NAS Pensacola and environs have been recovering from the effects of Hurricane Sally since landfall occurred on
September 16, 2020.  Initial building assessments have resulted in scopes of work for repairs that will be utilized to
solicit design/build proposals to complete the work.  Building 804 (8ES2327), constructed in 1940, is eligible to the
National Register of Historic Places (NRHP) and located in the Saufley Field Historic District (8ES2807).  Building
804 currently serves as an industrial plant, maintenance staging area, and storage (Enclosure 1).  

Building 804 requires replacing downspouts, roof flashing, an exterior duct cover/rain hood, and a window screen
(Enclosure 2).  A metal entrance canopy requires repair.  All work will be conducted according to the Secretary of
the Interior's Standards for the Treatment of Historic Properties (SOI Standards).  After contract award, the Navy
will review the design submittals to ensure that in-kind replacement is achieved and we will consult your office to
garner concurrence. 

Since all work on Building 804 will be accomplished per SOI Standards and architectural features of the building
will be maintained, the Navy has concluded that the hurricane repairs of Building 804 warrant a finding of NO
ADVERSE EFFECT.

I look forward to your review and concurrence at your earliest opportunity.

Respectfully,
Carrie

Carrie Williams-Hannah
Cultural Resources Manager
NAVFAC Southeast
NAS Pensacola Public Works Department
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601

mailto:carrie.a.williams-hannah.civ@us.navy.mil
mailto:Scott.Edwards@DOS.MyFlorida.com
mailto:leonard.e.winter2.civ@us.navy.mil



 Source: Esri, DigitalGlobe, GeoEye, Earthstar Geographics, CNES/Airbus DS, USDA, USGS, AeroGRID, IGN, and the GIS User Community


Source: Navy GeoReadiness Repository


carrie.a.williams@navy.mil
Prepared by: µ


NOT TO SCALEFOR OFFICIAL USE ONLY


09/26/2018


Enclosure 1. Building 804 Location



carrie.williamshanna

Callout

Building 804
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Figure 4.15.  Saufley Field Historic District. 





		Enclosure 1. Building 810 Location

		Saufley Field HD










DRAFT
Detailed Facility Assessment Report 


804 - IND PL_MNT_STG_CNTRX_ETC


Prepared for: 


Prepared by: 


NAVFAC Southeast 
NAS Pensacola


AECOM
7650 West Courtney 
Campbell Causeway
Tampa, FL 33607


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B202001 - WINDOWS


B2020 - EXTERIOR WINDOWS


WINDOW SCREENS


Connor.young@aecom.com 3/29/2021Surveyed by:


B - SHELL B20 - EXTERIOR ENCLOSURES


804 - IND PL_MNT_STG_CNTRX_ETC


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Damaged Window ScreenAsset Level


Room Type: Other


Room #:


SFType: Broken


Action: Replace


Quanty: 1Room #:


Location: Other


One screen looks damaged due to high winds


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301004 - FLASHINGS & TRIM


B3010 - ROOF COVERINGS Connor.young@aecom.com 3/29/2021Surveyed by:


B - SHELL B30 - ROOFING


804 - IND PL_MNT_STG_CNTRX_ETC


Comments: We were only able to access one small small portion of the building’s roof, it is suspected that similar 
damage could be found.


Location: Roof


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Damaged Flashing on RoofAsset Level


Room Type: Other


Room #:


SFType: Broken


Action: Replace


Quanty: 60Room #:


Location: Other


The square footage only accounts for the amount of damage we were able 
to visibly inspect, it is suspected that similar damage will be found on other 
portions of the roof


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301005 - GUTTERS & DOWNSPOUTS


B3010 - ROOF COVERINGS Connor.young@aecom.com 3/29/2021Surveyed by:


B - SHELL B30 - ROOFING


804 - IND PL_MNT_STG_CNTRX_ETC


Comments: 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Missing DownspoutAsset Level


Room Type: Other


Room #:


LFType: Missing


Action: Replace


Quanty: 24Room #:


Location: Other


Noticed 2 missing downspouts from the exterior, approx 12LF each


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301090 - OTHER ROOFING


B3010 - ROOF COVERINGS Connor.young@aecom.com 3/29/2021Surveyed by:


B - SHELL B30 - ROOFING


804 - IND PL_MNT_STG_CNTRX_ETC


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Damaged Metal CanopyAsset Level


Room Type: Other


Room #:


SFType: Broken


Action: Minor repair


Quanty: 4Room #:


Location: Other


Damaged metal panel canopy. Mangled due to high winds


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







D304090 - OTHER DISTRIBUTION SYSTEMS


D3040 - DISTRIBUTION SYSTEMS Ryan.laporte@aecom.com 3/17/2021Surveyed by:


D30 - HVAC D30 - HEATING, VENTILATION, AND AIR CONDITIONING (HVAC)


804 - IND PL_MNT_STG_CNTRX_ETC


Comments: Exterior duct cover / rain hood damaged and detached from exterior wall. Apx 48"x48"x48"


Location: Site


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Exterior Duct Cover / rain hoodEquipment Level


Room Type: Other


Room #:


ID / Barcode:


Manufacturer:


Model Number:


Serial Number:


MCFMType: Broken


Action: Replace


Quanty: 1Room #:


Location: Other


Exterior duct cover / rain hood damaged and detached from exterior wall. 
Apx 48"x48"x48"


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 
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Carrie Williams-Hannah, M.A.                December 2, 2021 
NAVFAC Southeast 
310 John Towers Road 
Pensacola, Florida 32508-5303 
 
RE: DHR Project File No.: 2021-7006 

Hurricane Sally Repairs to Buildings 804  
Naval Air Station Pensacola Saufley Field, Escambia County 

 
Dear Ms. Williams-Hannah: 
 
The Florida State Historic Preservation Officer reviewed the referenced project for possible effects on 
historic properties listed, or eligible for listing, in the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 804 (8ES2327) is a contributing resource to the Saufley Field Historic District 
(8ES2807), which has been previously determined to meet the criteria for listing in the National Register. 
The Navy proposes to replace downspouts, roof flashing, an exterior duct cover/rain hood, a window 
screen, and the repair of the entrance canopy. Based on the information provided, this office concurs 
with your finding that the proposed undertaking should have "No Adverse Effect" on the historic 
character of Building 804 or the district with the following conditions: 
 

 All work will be in accordance with the recommended approaches as set forth in the Secretary of 
the Interior's Standards for Rehabilitation and Guidelines for Rehabilitating Historic Buildings. 

 Architectural features indicative of the building and the historic district will be maintained. 
 Plans and drawings will be submitted to this office for review and approval.   

 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
Timothy A. Parsons, Ph.D. 
Director, Division of Historical Resources 
and State Historic Preservation Officer 



From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
To: Edwards, Scott (Scott.Edwards@DOS.MyFlorida.com)
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA)
Subject: NAS Pensacola Hurricane Sally Repairs Building 807
Date: Monday, November 22, 2021 9:34:00
Attachments: Enclosure 2. Building 807 Scope of Work.pdf

Enclosure 1. Buildings 807 Location.pdf

Scott,

Please regard this email as a formal invitation to consult under Section 106 of the NHPA. 

NAS Pensacola and environs have been recovering from the effects of Hurricane Sally since landfall occurred on
September 16, 2020.  Initial building assessments have resulted in scopes of work for repairs that will be utilized to
solicit design/build proposals to complete the work.  Building 807 (8ES2328), constructed in 1940, is eligible to the
National Register of Historic Places (NRHP) and located in the Saufley Field Historic District (8ES2807).  A
portion of Building 807 currently serves as administration offices, while the remainder of the facility is a vacant
hangar/storage space (Enclosure 1).  

Building 807 requires replacing downspouts, gutters, flashing, trim, a light fixture, and the low slope roof that is not
be visible from the streetscape (Enclosure 2).  Three exterior doors need replacement, and several windows require
re-caulking.  All work will be conducted according to the Secretary of the Interior's Standards for the Treatment of
Historic Properties (SOI Standards).  After contract award, the Navy will review the design submittals to ensure that
in-kind replacement is achieved and we will consult your office to garner concurrence. 

Since all work on Building 807 will be accomplished per SOI Standards and architectural features of the building
will be maintained, the Navy has concluded that the hurricane repairs of Building 807 warrant a finding of NO
ADVERSE EFFECT.

I look forward to your review and concurrence at your earliest opportunity.

Respectfully,
Carrie

Carrie Williams-Hannah
Cultural Resources Manager
NAVFAC Southeast
NAS Pensacola Public Works Department
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601

mailto:carrie.a.williams-hannah.civ@us.navy.mil
mailto:Scott.Edwards@DOS.MyFlorida.com
mailto:leonard.e.winter2.civ@us.navy.mil



DRAFT
Detailed Facility Assessment Report 


807 - VACANT HANGAR_ADMIN


Prepared for: 


Prepared by: 


NAVFAC Southeast 
NAS Pensacola


AECOM
7650 West Courtney 
Campbell Causeway
Tampa, FL 33607


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B202090 - OTHER EXTERIOR WINDOWS


B2020 - EXTERIOR WINDOWS Connor.young@aecom.com 6/28/2021Surveyed by:


B - SHELL B20 - EXTERIOR ENCLOSURES


807 - VACANT HANGAR_ADMIN


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Damaged or deteriorated window caulking Asset Level


Room Type: Other


Room #:


SFType: Deteriorated


Action: Minor repair


Quanty: 1500Room #:


Location: Other


Total amount estimated to repair all required windows 


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B203001 - SOLID DOORS


B2030 - EXTERIOR DOORS Connor.young@aecom.com 3/16/2021Surveyed by:


B - SHELL B20 - EXTERIOR ENCLOSURES


807 - VACANT HANGAR_ADMIN


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Two Damaged Exterior DoorsAsset Level


Room Type: Other


Room #:


EAType: Broken


Action: Replace


Quanty: 2Room #:


Location: Other


Missing Door at North Wall Shed (solar Panel Side), and one wind damaged 
door on south wall


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B203001 - SOLID DOORS


B2030 - EXTERIOR DOORS Jeff.harner@aecom.com 3/17/2021Surveyed by:


B - SHELL B20 - EXTERIOR ENCLOSURES


807 - VACANT HANGAR_ADMIN


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Exterior wood door damaged from water infiltrationAsset Level


Room Type: Other


Room #:


EAType: Inoperable


Action: Replace


Quanty: 1Room #:


Location: Other


3’x7’


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301002 - LOW SLOPE ROOF SYSTEMS


B3010 - ROOF COVERINGS


LOW-SLOPE ROOFING MEMBRANE


Connor.young@aecom.com 6/28/2021Surveyed by:


B - SHELL B30 - ROOFING


807 - VACANT HANGAR_ADMIN


Comments: 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Damaged Low Slope Roofing Asset Level


Room Type: Other


Room #:


SFType: Broken


Action: Replace


Quanty: 10000Room #:


Location: Other


Replacement called for at both sides, and all 4 towers


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301004 - FLASHINGS & TRIM


B3010 - ROOF COVERINGS Connor.young@aecom.com 3/16/2021Surveyed by:


B - SHELL B30 - ROOFING


807 - VACANT HANGAR_ADMIN


Comments: 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Damaged Flashing on Fascia of Rear Hanger DoorAsset Level


Room Type: West Wall


Room #:


SFType: Broken


Action: Minor repair


Quanty: 6Room #:


Location: West Wall


Reported Deficiency


Comments: 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Damaged Roof/Wall FlashingAsset Level


Room Type: Other


Room #: Above Rear Hanger Door


SFType: Loose


Action: Minor repair


Quanty: 2Room #: Above Rear Hanger Door


Location: Other


****Photo is not from building 807, but a matching hanger, with the same 
type of damage


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301004 - FLASHINGS & TRIM


B3010 - ROOF COVERINGS Connor.young@aecom.com 3/16/2021Surveyed by:


B - SHELL B30 - ROOFING


807 - VACANT HANGAR_ADMIN


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301005 - GUTTERS & DOWNSPOUTS


B3010 - ROOF COVERINGS Connor.young@aecom.com 3/16/2021Surveyed by:


B - SHELL B30 - ROOFING


807 - VACANT HANGAR_ADMIN


Comments: 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Damaged Gutter And Missing DownspoutAsset Level


Room Type: South Wall


Room #:


LFType: Broken


Action: Replace


Quanty: 100Room #:


Location: South Wall


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C102001 - STANDARD INTERIOR DOORS


C1020 - INTERIOR DOORS Jeff.harner@aecom.com 3/17/2021Surveyed by:


C - INTERIORS C10 - INTERIOR CONSTRUCTION


807 - VACANT HANGAR_ADMIN


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Wood door with mold due to water infiltrationAsset Level


Room Type: Other


Room #:


LEFType: Stained


Action: Replace


Quanty: 1Room #:


Location: Other


3’x7’


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C301003 - GYPSUM WALLBOARD FINISHES


C3010 - WALL FINISHES Jeff.harner@aecom.com 3/17/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


807 - VACANT HANGAR_ADMIN


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Gypsum wall board with damage and mold in some areasAsset Level


Room Type: Other


Room #:


SFType: Stained


Action: Replace


Quanty: 75Room #:


Location: Other


Paint all new gyspsum wall board surfaces


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C302005 - CARPETING


C3020 - FLOOR FINISHES Jeff.harner@aecom.com 3/17/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


807 - VACANT HANGAR_ADMIN


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Carpet damaged from floodingAsset Level


Room Type: Storage


Room #:


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C302005 - CARPETING


C3020 - FLOOR FINISHES Jeff.harner@aecom.com 3/17/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


807 - VACANT HANGAR_ADMIN


SFType: Flooded


Action: Replace


Quanty: 2700Room #:


Location: Storage


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C302007 - WALL BASE FINISHES


C3020 - FLOOR FINISHES Jeff.harner@aecom.com 3/17/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


807 - VACANT HANGAR_ADMIN


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Rubber base where carpet is being replaced.Asset Level


Room Type: Storage


Room #:


SFType: Broken


Action: Replace


Quanty: 375Room #:


Location: Storage


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C303001 - ACOUSTICAL CEILING TILES & PANELS


C3030 - CEILING FINISHES Jeff.harner@aecom.com 3/17/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


807 - VACANT HANGAR_ADMIN


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


ACT and insulation damaged from leakingAsset Level


Room Type: Storage


Room #:


SFType: Missing


Action: Install


Quanty: 1280Room #:


Location: Storage


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C303002 - GYPSUM WALLBOARD CEILING FINISHES


C3030 - CEILING FINISHES Jeff.harner@aecom.com 3/17/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


807 - VACANT HANGAR_ADMIN


Comments: Paint all new gypsum board surfaces.


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Gypsum board ceiling missing due to water damageAsset Level


Room Type: Other


Room #:


SFType: Missing


Action: Install


Quanty: 50Room #:


Location: Other


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







D502002 - LIGHTING EQUIPMENT


D5020 - LIGHTING & BRANCH WIRING


HELIPAD LIGHTING


dan.pohnert@aecom.com 3/16/2021Surveyed by:


D50 - ELECTRICAL D50 - ELECTRICAL


807 - VACANT HANGAR_ADMIN


Comments: FAA obstruction light


Location: Roof


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Equipment Level


Room Type: Other


Room #:


ID / Barcode:


Manufacturer:


Model Number:


Serial Number:


EAType: Broken


Action: Replace


Quanty: 1Room #:


Location: Other


1 fixture


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







D502002 - LIGHTING EQUIPMENT


D5020 - LIGHTING & BRANCH WIRING


INTERIOR LIGHTING


dan.pohnert@aecom.com 3/16/2021Surveyed by:


D50 - ELECTRICAL D50 - ELECTRICAL


807 - VACANT HANGAR_ADMIN


Comments: 2x4 recessed fixture


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Equipment Level


Room Type: Office


Room #:


ID / Barcode:


Manufacturer:


Model Number:


Serial Number:


EAType: Flooded


Action: Replace


Quanty: 1Room #:


Location: Office


1 fixture


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 












 Source: Esri, DigitalGlobe, GeoEye, Earthstar Geographics, CNES/Airbus DS, USDA, USGS, AeroGRID, IGN, and the GIS User Community


Source: Navy GeoReadiness Repository


carrie.a.williams@navy.mil
Prepared by: µ


NOT TO SCALEFOR OFFICIAL USE ONLY


09/26/2018


Enclosure 1. Building 807 Location



carrie.williamshanna

Callout

Building 807
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Figure 4.15.  Saufley Field Historic District. 
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Carrie Williams-Hannah, M.A.                December 2, 2021 
NAVFAC Southeast 
310 John Towers Road 
Pensacola, Florida 32508-5303 
 
RE: DHR Project File No.: 2021-7008 

Hurricane Sally Repairs to Buildings 807  
Naval Air Station Pensacola Saufley Field, Escambia County 

 
Dear Ms. Williams-Hannah: 
 
The Florida State Historic Preservation Officer reviewed the referenced project for possible effects on 
historic properties listed, or eligible for listing, in the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 807 (8ES2328) is a contributing resource to the Saufley Field Historic District 
(8ES2807), which has been previously determined to meet the criteria for listing in the National Register. 
The Navy proposes to replace downspouts, gutters, flashing, trim, a light fixture and the low slope roof.  
Three exterior doors will also be replaced and several windows will be re-caulked. Based on the 
information provided, this office concurs with your finding that the proposed undertaking should have 
"No Adverse Effect" on the historic character of Building 807 or the district with the following conditions: 
 

 All work will be in accordance with the recommended approaches as set forth in the Secretary of 
the Interior's Standards for Rehabilitation and Guidelines for Rehabilitating Historic Buildings. 

 Architectural features indicative of the building and the historic district will be maintained. 
 Plans and drawings will be submitted to this office for review and approval.   

 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
Timothy A. Parsons, Ph.D. 
Director, Division of Historical Resources 
and State Historic Preservation Officer 



From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
To: Edwards, Scott (Scott.Edwards@DOS.MyFlorida.com)
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA)
Subject: NAS Pensacola Hurricane Sally Repairs Building 809
Date: Monday, November 22, 2021 10:31:00
Attachments: Enclosure 2. Building 809 Scope of Work.pdf

Enclosure 1. Buildings 809 Location.pdf

Scott,

Please regard this email as a formal invitation to consult under Section 106 of the NHPA. 

NAS Pensacola and environs have been recovering from the effects of Hurricane Sally since landfall occurred on
September 16, 2020.  Initial building assessments have resulted in scopes of work for repairs that will be utilized to
solicit design/build proposals to complete the work.  Building 809 (8ES2331), constructed in 1940, is eligible to the
National Register of Historic Places (NRHP) and located in the Saufley Field Historic District (8ES2807).  Building
809 is currently utilized by Defense Logistics Agency for training material storage (Enclosure 1).  

Building 809 requires replacement of missing wood rafters at the roofs edge on the lean-to, several gutters and
downspouts, and the low-sloped roof not visible from the streetscape (Enclosure 2).  Copper roof panels need repair,
and the remainder of the work is interior.  All work will be conducted according to the Secretary of the Interior's
Standards for the Treatment of Historic Properties (SOI Standards).  After contract award, the Navy will review the
design submittals to ensure that in-kind replacement is achieved and we will consult your office to garner
concurrence. 

Since all work on Building 809 will be accomplished per SOI Standards and architectural features of the building
will be maintained, the Navy has concluded that the hurricane repairs of Building 809 warrant a finding of NO
ADVERSE EFFECT.

I look forward to your review and concurrence at your earliest opportunity.

Respectfully,
Carrie

Carrie Williams-Hannah
Cultural Resources Manager
NAVFAC Southeast
NAS Pensacola Public Works Department
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601

mailto:carrie.a.williams-hannah.civ@us.navy.mil
mailto:Scott.Edwards@DOS.MyFlorida.com
mailto:leonard.e.winter2.civ@us.navy.mil



DRAFT
Detailed Facility Assessment Report 


809 - TRAINING MATERIAL STRG _ DLA


Prepared for: 


Prepared by: 


NAVFAC Southeast 
NAS Pensacola


AECOM
7650 West Courtney 
Campbell Causeway
Tampa, FL 33607


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B102001 - STRUCTURAL FRAME


B1020 - ROOF CONSTRUCTION


WOOD FRAMING


Chritopher.sharp@aecom.com 3/16/2021Surveyed by:


B - SHELL B10 - SUPERSTRUCTURE


809 - TRAINING MATERIAL STRG _ DLA


Comments: Failure of wood rafters from wind force


Location: Roof


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Wood framed Lean-to shelter stuctureAsset Level


Room Type: Other


Room #: Lean to structure attached to si


SFType: Missing


Action: Replace


Quanty: 10Room #:


Location:


2x10 wood rafter along roof edge is missing (10 linear feet)


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B102001 - STRUCTURAL FRAME


B1020 - ROOF CONSTRUCTION


WOOD FRAMING


Chritopher.sharp@aecom.com 3/16/2021Surveyed by:


B - SHELL B10 - SUPERSTRUCTURE


809 - TRAINING MATERIAL STRG _ DLA


SFType: Broken


Action: Replace


Quanty: 10Room #:


Location:


2x10 wood rafter along roof edge is twisted and damaged from wind force 
(10 linear feet)


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B201008 - FLASHING


B2010 - EXTERIOR WALLS Connor.young@aecom.com 3/16/2021Surveyed by:


B - SHELL B20 - EXTERIOR ENCLOSURES


809 - TRAINING MATERIAL STRG _ DLA


Comments: 


Location: 2nd


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Damaged flashing on right of front hanger doorAsset Level


Room Type: East Wall


Room #:


SFType: Broken


Action: Minor repair


Quanty: 4Room #:


Location: East Wall


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301001 - STEEP SLOPE ROOF SYSTEMS


B3010 - ROOF COVERINGS


SHEET METAL ROOFING


Connor.young@aecom.com 3/16/2021Surveyed by:


B - SHELL B30 - ROOFING


809 - TRAINING MATERIAL STRG _ DLA


Comments: 


Location: 2nd


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Rear hanger metal roof damageAsset Level


Room Type: West Wall


Room #:


SFType: Broken


Action: Minor repair


Quanty: 1Room #:


Location: West Wall


Minor lifting of metal roof over west rear hanger door, probably caused by 
wind, and will be further damaged by high velocity wind


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301002 - LOW SLOPE ROOF SYSTEMS


B3010 - ROOF COVERINGS


LOW-SLOPE ROOFING MEMBRANE


Connor.young@aecom.com 6/28/2021Surveyed by:


B - SHELL B30 - ROOFING


809 - TRAINING MATERIAL STRG _ DLA


Comments: 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Damaged Low Slope RoofAsset Level


Room Type: Other


Room #:


SFType: Leaking


Action: Major repair


Quanty: 10000Room #:


Location: Other


Damaged roof consists of both sides, and all 4 towers 


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301005 - GUTTERS & DOWNSPOUTS


B3010 - ROOF COVERINGS Connor.young@aecom.com 3/16/2021Surveyed by:


B - SHELL B30 - ROOFING


809 - TRAINING MATERIAL STRG _ DLA


Comments: 


Location: 2nd


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Damaged gutter at north wallAsset Level


Room Type: North Wall


Room #:


LFType: Broken


Action: Minor repair


Quanty: 150Room #:


Location: North Wall


Reported Deficiency


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Damaged gutter at side shedAsset Level


Room Type: Storage


Room #:


LFType: Broken


Action: Replace


Quanty: 8Room #:


Location: Storage


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301005 - GUTTERS & DOWNSPOUTS


B3010 - ROOF COVERINGS Connor.young@aecom.com 3/16/2021Surveyed by:


B - SHELL B30 - ROOFING


809 - TRAINING MATERIAL STRG _ DLA


Comments: 


Location: 2nd


Condition Rating: Asset non-operable


Criticality: 3 - Critical


North wall gutter damagedAsset Level


Room Type: North Wall


Room #:


LFType: Broken


Action: Minor repair


Quanty: 15Room #:


Location: South Wall


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C301003 - GYPSUM WALLBOARD FINISHES


C3010 - WALL FINISHES Jeff.harner@aecom.com 3/17/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


809 - TRAINING MATERIAL STRG _ DLA


Comments: Includes area in women’s restroom.


Location: 1st


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Drywall with water stains and moldAsset Level


Room Type: Men's Restroom


Room #:


SFType: Stained


Action: Replace


Quanty: 800Room #:


Location: Men's Restroom


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C302004 - RESILIENT FLOOR FINISHES


C3020 - FLOOR FINISHES Jeff.harner@aecom.com 3/17/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


809 - TRAINING MATERIAL STRG _ DLA


Comments: Potential aesbestos and mold


Location: 1st


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Vinyl floor tiles damaged with mold from floodingAsset Level


Room Type: Other


Room #:


SFType: Flooded


Action: Replace


Quanty: 1200Room #:


Location: Other


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C302005 - CARPETING


C3020 - FLOOR FINISHES Jeff.harner@aecom.com 3/17/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


809 - TRAINING MATERIAL STRG _ DLA


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Carpet damaged from floodingAsset Level


Room Type: Office


Room #:


SFType: Flooded


Action: Replace


Quanty: 985Room #:


Location: Office


Rooms were fully flooded after hurricane, fans ran for 2 weeks to dry. 
Additional area is included that was in the SCIF and could not take photos.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C303001 - ACOUSTICAL CEILING TILES & PANELS


C3030 - CEILING FINISHES Jeff.harner@aecom.com 3/17/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


809 - TRAINING MATERIAL STRG _ DLA


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


ACT and insulation above damaged from leakingAsset Level


Room Type: Storage


Room #:


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C303001 - ACOUSTICAL CEILING TILES & PANELS


C3030 - CEILING FINISHES Jeff.harner@aecom.com 3/17/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


809 - TRAINING MATERIAL STRG _ DLA


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C303001 - ACOUSTICAL CEILING TILES & PANELS


C3030 - CEILING FINISHES Jeff.harner@aecom.com 3/17/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


809 - TRAINING MATERIAL STRG _ DLA


SFType: Missing


Action: Install


Quanty: 720Room #:


Location: Storage


Includes area of ceiling tiles on second floor and in SCIF area with no 
photos allowed.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







D502002 - LIGHTING EQUIPMENT


D5020 - LIGHTING & BRANCH WIRING


INTERIOR LIGHTING


dan.pohnert@aecom.com 3/16/2021Surveyed by:


D50 - ELECTRICAL D50 - ELECTRICAL


809 - TRAINING MATERIAL STRG _ DLA


Comments: 2x4 fluorescent recessed


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Equipment Level


Room Type: Storage


Room #: North middle


ID / Barcode:


Manufacturer:


Model Number:


Serial Number:


EAType: Flooded


Action: Replace


Quanty: 1Room #: North middle


Location: Storage


one fixture


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 












 Source: Esri, DigitalGlobe, GeoEye, Earthstar Geographics, CNES/Airbus DS, USDA, USGS, AeroGRID, IGN, and the GIS User Community


Source: Navy GeoReadiness Repository


carrie.a.williams@navy.mil
Prepared by: µ


NOT TO SCALEFOR OFFICIAL USE ONLY
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Enclosure 1. Building 809 Location



carrie.williamshanna

Callout

Building 809
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Figure 4.15.  Saufley Field Historic District. 





		Enclosure 1. Building 810 Location

		Saufley Field HD
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Carrie Williams-Hannah, M.A.                  December 6, 2021 
NAVFAC Southeast 
310 John Towers Road 
Pensacola, Florida 32508-5303 
 
RE: DHR Project File No.: 2021-7065 

Hurricane Sally Repairs to Buildings 809 
Naval Air Station Pensacola Saufley Field, Escambia County 

 
Dear Ms. Williams-Hannah: 
 
The Florida State Historic Preservation Officer reviewed the referenced project for possible effects on 
historic properties listed, or eligible for listing, in the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 809 (8ES2331) is a contributing resource to the Saufley Field Historic District 
(8ES2807), which has been previously determined to meet the criteria for listing in the National Register. 
The Navy proposes to replace missing wood rafters, several gutters and downspouts, and the low-sloped 
roof. Copper roof panels need repair, and work will be conducted on the interior. Based on the 
information provided, this office concurs with your finding that the proposed undertaking should have 
"No Adverse Effect" on the historic character of Building 809 or the district with the following conditions: 
 

 All work will be in accordance with the recommended approaches as set forth in the Secretary of 
the Interior's Standards for Rehabilitation and Guidelines for Rehabilitating Historic Buildings. 

 Architectural features indicative of the building and the historic district will be maintained. 
 Plans and drawings will be submitted to this office for review and approval.   

 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
Timothy A. Parsons, Ph.D. 
Director, Division of Historical Resources 
and State Historic Preservation Officer 



From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
To: Edwards, Scott (Scott.Edwards@DOS.MyFlorida.com)
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA)
Subject: NAS Pensacola Hurricane Sally Repairs Building 810A
Date: Friday, November 19, 2021 13:35:00
Attachments: Enclosure 2. Building 810A Scope of Work.pdf

Enclosure 1. Building 810A Location.pdf

Scott,

Please regard this email as a formal invitation to consult under Section 106 of the NHPA. 

NAS Pensacola and environs have been recovering from the effects of Hurricane Sally since landfall occurred on
September 16, 2020.  Initial building assessments have resulted in scopes of work for repairs that will be utilized to
solicit design/build proposals to complete the work.  Building 810A (8ES2333), constructed in 1942, is eligible to
the National Register of Historic Places (NRHP) and located in the Saufley Field Historic District (8ES2807). 
Building 810A currently serves as the Federal Bureau of Prisons paint locker (Enclosure 1).  

Building 810A requires roof replacement (Enclosure 2).  We recently consulted on replacing the existing 3-tab
shingle roof with an architectural shingle roof on buildings within the Annapolis of the Air Historic District (HD) at
NASP; see Enclosure 3.  Building 810A was constructed during the same period and exhibits the same architectural
style as those facilities.  As a result, NASP proposes to replace the existing 3-tab shingles roof with architectural
shingles that match the current shingle color and will afford greater protection to the facility.  All work will be
conducted according to the Secretary of the Interior's Standards for the Treatment of Historic Properties (SOI
Standards).  After contract award, the Navy will review the design submittals to ensure that in-kind replacement is
achieved and we will
consult your office to garner concurrence. 

Since all work on Building 810A will be accomplished per SOI Standards and architectural features of the building
will be maintained, the Navy has concluded that the hurricane repairs of Building 810A warrant a finding of NO
ADVERSE EFFECT.

I look forward to your review and concurrence at your earliest opportunity.

Respectfully,
Carrie

Carrie Williams-Hannah
Cultural Resources Manager
NAVFAC Southeast
NAS Pensacola Public Works Department
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601

mailto:carrie.a.williams-hannah.civ@us.navy.mil
mailto:Scott.Edwards@DOS.MyFlorida.com
mailto:leonard.e.winter2.civ@us.navy.mil



DRAFT
Detailed Facility Assessment Report 


810A - FBOP PAINT LOCKER


Prepared for: 


Prepared by: 


NAVFAC Southeast 
NAS Pensacola


AECOM
7650 West Courtney 
Campbell Causeway
Tampa, FL 33607


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301001 - STEEP SLOPE ROOF SYSTEMS


B3010 - ROOF COVERINGS


ROOFING SHINGLES AND SHAKES


Connor.young@aecom.com 3/16/2021Surveyed by:


B - SHELL B30 - ROOFING


810A - FBOP PAINT LOCKER


Comments: 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Roof Missing ShinglesAsset Level


Room Type: Other


Room #:


SFType: Missing


Action: Replace


Quanty: 100Room #:


Location: Other


Missing shingles on all side account for approx 25% of total roof SF. Replace 
entire roof.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 












 Source: Esri, DigitalGlobe, GeoEye, Earthstar Geographics, CNES/Airbus DS, USDA, USGS, AeroGRID, IGN, and the GIS User Community


Source: Navy GeoReadiness Repository


carrie.a.williams@navy.mil
Prepared by: µ
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Enclosure 1. Building 810A Location
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Figure 4.15.  Saufley Field Historic District. 





		Enclosure 1. Building 810 Location

		Saufley Field HD
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Carrie Williams-Hannah, M.A.                November 24, 2021 
NAVFAC Southeast 
310 John Towers Road 
Pensacola, Florida 32508-5303 
 
RE: DHR Project File No.: 2021-6892 

Hurricane Sally Repairs to Building 810A – Roof Replacement 
Naval Air Station Pensacola Saufley Field, Escambia County 

 
Dear Ms. Williams-Hannah: 
 
The Florida State Historic Preservation Officer reviewed the referenced project for possible effects on 
historic properties listed, or eligible for listing, in the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 810A (8ES2333) is contributing resources to the Saufley Field Historic District 
(8ES2807), which has been previously determined to meet the criteria for listing in the National Register. 
Based on the information provided, this office concurs with your finding that the proposed undertaking 
should have "No Adverse Effect" on the historic character of Building 810A or the district with the 
following conditions: 

 All work will be in accordance with the recommended approaches as set forth in the Secretary of 
the Interior's Standards for Rehabilitation and Guidelines for Rehabilitating Historic Buildings. 

 Architectural features indicative of the building and the historic district will be maintained. 
 Plans and drawings will be submitted to this office for review and approval.   

 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
Timothy A. Parsons, Ph.D. 
Director, Division of Historical Resources 
and State Historic Preservation Officer 



From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
To: Edwards, Scott (Scott.Edwards@DOS.MyFlorida.com)
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA)
Subject: NAS Pensacola Hurricane Sally Repairs Building 824
Date: Monday, November 22, 2021 10:42:00
Attachments: Enclosure 1. Buildings 824 Location.pdf

Enclosure 2. Building 824 Scope of Work.pdf

Scott,

Please regard this email as a formal invitation to consult under Section 106 of the NHPA. 

NAS Pensacola and environs have been recovering from the effects of Hurricane Sally since landfall occurred on
September 16, 2020.  Initial building assessments have resulted in scopes of work for repairs that will be utilized to
solicit design/build proposals to complete the work.  Building 824 (8ES2337), constructed in 1942, is eligible to the
National Register of Historic Places (NRHP) and located in the Saufley Field Historic District (8ES2807).  Building
824 is currently used for maintenance storage (Enclosure 1).  

Building 824 requires replacement of missing roofing shingles and dormer screens/louvres (Enclosure 2).  All work
will be conducted according to the Secretary of the Interior's Standards for the Treatment of Historic Properties (SOI
Standards).  After contract award, the Navy will review the design submittals to ensure that in-kind replacement is
achieved and we will consult your office to garner concurrence. 

Since all work on Building 824 will be accomplished per SOI Standards and architectural features of the building
will be maintained, the Navy has concluded that the hurricane repairs of Building 824 warrant a finding of NO
ADVERSE EFFECT.

I look forward to your review and concurrence at your earliest opportunity.

Respectfully,
Carrie

Carrie Williams-Hannah
Cultural Resources Manager
NAVFAC Southeast
NAS Pensacola Public Works Department
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601

mailto:carrie.a.williams-hannah.civ@us.navy.mil
mailto:Scott.Edwards@DOS.MyFlorida.com
mailto:leonard.e.winter2.civ@us.navy.mil



 Source: Esri, DigitalGlobe, GeoEye, Earthstar Geographics, CNES/Airbus DS, USDA, USGS, AeroGRID, IGN, and the GIS User Community


Source: Navy GeoReadiness Repository


carrie.a.williams@navy.mil
Prepared by: µ
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Enclosure 1. Building 824 Location
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Figure 4.15.  Saufley Field Historic District. 





		Enclosure 1. Building 810 Location

		Saufley Field HD










DRAFT
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824 - MAINT. STORAGE
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B301001 - STEEP SLOPE ROOF SYSTEMS


B3010 - ROOF COVERINGS


ROOFING SHINGLES AND SHAKES


Connor.young@aecom.com 3/16/2021Surveyed by:


B - SHELL B30 - ROOFING


824 - MAINT. STORAGE


Comments: Total sqft


Location: Roof


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Missing shinglesAsset Level


Room Type: Storage


Room #:


SFType: Missing


Action: Replace


Quanty: 5Room #:


Location: Storage


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301006 - ROOF OPENINGS AND SUPPORTS


B3010 - ROOF COVERINGS Connor.young@aecom.com 3/16/2021Surveyed by:


B - SHELL B30 - ROOFING


824 - MAINT. STORAGE


Comments: Possibly blown in due to winds


Location: Roof


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Missing vent screensAsset Level


Room Type: Storage


Room #:


SFType: Missing


Action: Replace


Quanty: 6Room #:


Location: Storage


Missing on both sides


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 
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Carrie Williams-Hannah, M.A.                December 3, 2021 
NAVFAC Southeast 
310 John Towers Road 
Pensacola, Florida 32508-5303 
 
RE: DHR Project File No.: 2021-7029 

Hurricane Sally Repairs to Buildings 824  
Naval Air Station Pensacola Saufley Field, Escambia County 

 
Dear Ms. Williams-Hannah: 
 
The Florida State Historic Preservation Officer reviewed the referenced project for possible effects on 
historic properties listed, or eligible for listing, in the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 824 (8ES2337) is a contributing resource to the Saufley Field Historic District 
(8ES2807), which has been previously determined to meet the criteria for listing in the National Register. 
The Navy proposes to replace missing roofing shingles and domer screens/louvers. Based on the 
information provided, this office concurs with your finding that the proposed undertaking should have 
"No Adverse Effect" on the historic character of Building 824 or the district with the following conditions: 
 

 All work will be in accordance with the recommended approaches as set forth in the Secretary of 
the Interior's Standards for Rehabilitation and Guidelines for Rehabilitating Historic Buildings. 

 Architectural features indicative of the building and the historic district will be maintained. 
 Plans and drawings will be submitted to this office for review and approval.   

 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
Timothy A. Parsons, Ph.D. 
Director, Division of Historical Resources 
and State Historic Preservation Officer 



From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
To: Edwards, Scott (Scott.Edwards@DOS.MyFlorida.com)
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA)
Subject: NAS Pensacola Hurricane Sally Repairs Building 826
Date: Monday, November 22, 2021 11:23:00
Attachments: Enclosure 2. Building 826 Scope of Work.pdf

Enclosure 1. Buildings 826 Location.pdf
Enclosure 3. Consultation for Building 633 (Annapolis of the Air HD) Architectural Shingles to Replace 3-Tab
Shingles.pdf

Scott,

Please regard this email as a formal invitation to consult under Section 106 of the NHPA. 

NAS Pensacola and environs have been recovering from the effects of Hurricane Sally since landfall occurred on
September 16, 2020.  Initial building assessments have resulted in scopes of work for repairs that will be utilized to
solicit design/build proposals to complete the work.  Building 826 (8ES2339), constructed in 1942, is eligible to the
National Register of Historic Places (NRHP) and located in the Saufley Field Historic District (8ES2807).  Building
826 currently serves as the Federal Bureau of Prisons Inmate Phone facility (Enclosure 1).  

Building 826 requires repair of a wood rafter seat connection at the roof (Enclosure 2).  Replacement of failed
window sealant on several windows is required along with the replacement of gutters and downspouts and the steep-
sloped roof on the entrance canopy.  We recently consulted on replacing the existing 3-tab shingle roof with an
architectural shingle roof on buildings within the Annapolis of the Air Historic District (HD) at NASP; see
Enclosure 3.  Building 826 was constructed during the same period and exhibits the same architectural style as those
facilities.  As a result, NASP proposes to replace the existing 3-tab shingles roof with architectural shingles that
match the current shingle color and will afford greater protection to the facility.  The remainder of the work is
interior.  All work will be conducted according to the Secretary of the Interior's Standards for the Treatment of
Historic Properties (SOI Standards).  After contract award, the Navy will review the design submittals to ensure that
in-kind replacement is achieved and we will consult your office to garner concurrence. 

Since all work on Building 826 will be accomplished per SOI Standards and architectural features of the building
will be maintained, the Navy has concluded that the hurricane repairs of Building 826 warrant a finding of NO
ADVERSE EFFECT.

I look forward to your review and concurrence at your earliest opportunity.

Respectfully,
Carrie

Carrie Williams-Hannah
Cultural Resources Manager
NAVFAC Southeast
NAS Pensacola Public Works Department
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601

mailto:carrie.a.williams-hannah.civ@us.navy.mil
mailto:Scott.Edwards@DOS.MyFlorida.com
mailto:leonard.e.winter2.civ@us.navy.mil
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B102001 - STRUCTURAL FRAME


B1020 - ROOF CONSTRUCTION


WOOD FRAMING


Christopher.sharp@aecom.com 3/31/2021Surveyed by:


B - SHELL B10 - SUPERSTRUCTURE


826 - FBOP INMATE PHONE FACILITY


Comments: Failure of wood rafter seat connection from wind force. Seat connection is pryed out and bent


Location: Roof


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Wood rafter seat connectionAsset Level


Room Type: Other


Room #:


SFType: Broken


Action: Minor repair


Quanty: 1Room #:


Location:


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B202001 - WINDOWS


B2020 - EXTERIOR WINDOWS Connor.young@aecom.com 3/16/2021Surveyed by:


B - SHELL B20 - EXTERIOR ENCLOSURES


826 - FBOP INMATE PHONE FACILITY


Comments: Window Sealant from two windows is hanging loose from the top of the frame


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Exterior Window SealantAsset Level


Room Type: Other


Room #:


SFType: Broken


Action: Replace


Quanty: 4Room #:


Location: Other


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301001 - STEEP SLOPE ROOF SYSTEMS


B3010 - ROOF COVERINGS


ROOFING SHINGLES AND SHAKES


Connor.young@aecom.com 3/16/2021Surveyed by:


B - SHELL B30 - ROOFING


826 - FBOP INMATE PHONE FACILITY


Comments: Canopy roof is covered with temporary waterproofing


Location: Roof


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Damaged Canopy RoofAsset Level


Room Type: Other


Room #:


SFType: Broken


Action: Replace


Quanty: 450Room #:


Location: Other


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301005 - GUTTERS & DOWNSPOUTS


B3010 - ROOF COVERINGS Connor.young@aecom.com 3/16/2021Surveyed by:


B - SHELL B30 - ROOFING


826 - FBOP INMATE PHONE FACILITY


Comments: Ripped from the front of the canopy fascia


Location: Roof


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Damaged Gutter and DownspoutAsset Level


Room Type: Other


Room #:


LFType: Broken


Action: Replace


Quanty: 30Room #:


Location: Other


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C301003 - GYPSUM WALLBOARD FINISHES


C3010 - WALL FINISHES Jeff.harner@aecom.com 3/19/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


826 - FBOP INMATE PHONE FACILITY


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Gypsum wall boardAsset Level


Room Type: Other


Room #:


SFType: Broken


Action: Replace


Quanty: 1500Room #:


Location:


Water damage to drywall and carpet was reported by police escort. Room 
in building with damage was not observed because we were not permitted 
to access. Include 1500 SF Drywall damage and 900 SF carpet replacement.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 












 Source: Esri, DigitalGlobe, GeoEye, Earthstar Geographics, CNES/Airbus DS, USDA, USGS, AeroGRID, IGN, and the GIS User Community


Source: Navy GeoReadiness Repository
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Figure 4.15.  Saufley Field Historic District. 





		Enclosure 1. Building 810 Location

		Saufley Field HD










From: Edwards, Scott
To: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA)
Subject: [Non-DoD Source] RE: SHPO Review of Building 633
Date: Friday, December 11, 2020 15:04:06
Attachments: image003.png
Importance: High


Carrie and Len, based on the additional information provided (images of architectural shingles
currently on Bldg. 38), this office concurs that the proposed undertaking will have no adverse effect
on the historic character of the building or the Annapolis of the Air Historic District.
 
 
-Scott
 
 


From: Edwards, Scott 
Sent: Wednesday, December 9, 2020 9:47 AM
To: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
<carrie.williamshanna@navy.mil>
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA) <len.winter@navy.mil>
Subject: RE: SHPO Review of Building 633
 
Carrie, the replacement 3-tab to architectural shingles would impart a significant visual change to
the historic building and potentially result in an adverse effect.
 
We recommend replacing the existing roof in-kind with asphalt shingles (see example below) in
order to maintain the historic character and appearance of the building.
 
-Scott
 
 



mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:carrie.williamshanna@navy.mil

mailto:len.winter@navy.mil







 
 
 
 
 


From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
[mailto:carrie.williamshanna@navy.mil] 
Sent: Friday, December 4, 2020 10:10 AM
To: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com>
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA) <len.winter@navy.mil>
Subject: RE: SHPO Review of Building 633
 


The attachments/links in this message have been scanned by Proofpoint.


Good Morning Scott,
 
I am emailing to follow up on consultation for the proposed roof replacement from 3-tab to
architectural shingle.  Please let me know if you need additional photographs or product
information.  I hope all is well, and look forward to hearing from you!!
 
Respectfully,
Carrie
 
Carrie Williams-Hannah
Cultural Resources Manager 
NAVFAC Southeast
NAS Pensacola Public Works Department 
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601
 
 
 


From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA) 
Sent: Thursday, November 05, 2020 9:17 AM
To: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com>
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA) <len.winter@navy.mil>
Subject: RE: SHPO Review of Building 633
 
Scott,
 
As requested, attached are two photos of B633 showing a light color 3-tab shingle along with a
photo sample from the manufacturer’s website showing a comparable “Shasta White” color



mailto:carrie.williamshanna@navy.mil

mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:len.winter@navy.mil

mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:len.winter@navy.mil





architectural shingle.  Please let me know if you need additional information!
 
Respectfully,
Carrie
 
Carrie Williams-Hannah
Cultural Resources Manager 
NAVFAC Southeast
NAS Pensacola Public Works Department 
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601
 
 
 


From: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com> 
Sent: Thursday, November 05, 2020 6:33 AM
To: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
<carrie.williamshanna@navy.mil>
Subject: [Non-DoD Source] RE: SHPO Review of Building 633
 
Good morning Carrie.  Can you please send me an example/images of the new shingles along
with the old 3 tab.
 
-Scott
 


From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
[mailto:carrie.williamshanna@navy.mil] 
Sent: Thursday, November 5, 2020 7:28 AM
To: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com>
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA) <len.winter@navy.mil>
Subject: RE: SHPO Review of Building 633
 


The attachments/links in this message have been scanned by Proofpoint.


Scott,
 
I hope this finds you well!  The Navy has allotted additional funding to replace the roof at Building
633 as part of the renovation resulting from the 6 December 2019 active shooter incident.  This
email
serves to continue our consultation as new efforts are proposed.  Currently, we have a three-tab
shingle roofs installed on all our buildings in the Annapolis of the Air Historic District post-Hurricane



mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:carrie.williamshanna@navy.mil

mailto:carrie.williamshanna@navy.mil

mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:len.winter@navy.mil





Ivan in 2004.  Since
architectural shingles are more durable and provide a longer warranty, NASP would like to move
away from the three-tab to the architectural shingle.  The appearance is slightly different, however it
does not clash with the appearance of the historic facilities in the Historic District, but rather
compliments as much, if not better than the three-tab shingle.  The Navy has determined that the
roof replacement from a three-tab to an architectural shingle will not adversely affect Building 633
or the Annapolis of the Air Historic District.  Over time, as three-tab roofs need replacing, all the
facilities in the Historic District will be replaced with architectural shingles.
 
We look forward to your review and concurrence at your earliest opportunity.
 
Respectfully,
Carrie
 
Carrie Williams-Hannah
Cultural Resources Manager 
NAVFAC Southeast
NAS Pensacola Public Works Department 
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601
 
 


From: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com> 
Sent: Thursday, April 30, 2020 7:21 AM
To: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
<carrie.williamshanna@navy.mil>
Subject: [Non-DoD Source] SHPO Review of Building 633
 
Please see the attached letter from the Florida State Historic Preservation Office.
 
-Scott
 
Scott Edwards
Historic Preservationist and Florida Historic Golf Trail Coordinator | Bureau of Historic Preservation |
Division of Historical Resources | Florida Department of State | 500 South Bronough Street |
Tallahassee, Florida 32399 | 850.245.6369 | 1.800.847.7278 | www.flheritage.com and
www.floridahistoricgolftrail.com
 



mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:carrie.williamshanna@navy.mil
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Carrie Williams-Hannah, M.A.                 December 6, 2021 
NAVFAC Southeast 
310 John Towers Road 
Pensacola, Florida 32508-5303 
 
RE: DHR Project File No.: 2021-7066 

Hurricane Sally Repairs to Buildings 826 
Naval Air Station Pensacola Saufley Field, Escambia County 

 
Dear Ms. Williams-Hannah: 
 
The Florida State Historic Preservation Officer reviewed the referenced project for possible effects on historic 
properties listed, or eligible for listing, in the National Register of Historic Places. The review was conducted in 
accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, and its 
implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 826 (8ES2339) is a contributing resource to the Saufley Field Historic District (8ES2807), 
which has been previously determined to meet the criteria for listing in the National Register. The Navy 
proposes to repair a wood rafter seat connection; replace failed window sealant; replace gutters, downspouts, 
and the steep-sloped roof on the entrance canopy. The existing 3-tab shingles roof will be replaced with 
architectural shingles and additional work will be conducted on the interior. Based on the information provided, 
this office concurs with your finding that the proposed undertaking should have "No Adverse Effect" on the 
historic character of Building 826 or the district with the following conditions: 
 

 All work will be in accordance with the recommended approaches as set forth in the Secretary of the 
Interior's Standards for Rehabilitation and Guidelines for Rehabilitating Historic Buildings. 

 Architectural features indicative of the building and the historic district will be maintained. 
 Plans and drawings will be submitted to this office for review and approval.   

 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
Timothy A. Parsons, Ph.D. 
Director, Division of Historical Resources 
and State Historic Preservation Officer 



From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
To: Edwards, Scott (Scott.Edwards@DOS.MyFlorida.com)
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA)
Subject: NAS Pensacola Hurricane Sally Repairs Building 1500
Date: Tuesday, November 23, 2021 9:56:00
Attachments: Enclosure 1. Building 1500 Location.pdf

Enclosure 2. Building 1500 Scope of Work.pdf

Scott,

Please regard this email as a formal invitation to consult under Section 106 of the NHPA.

NAS Pensacola and environs have been recovering from the effects of Hurricane Sally since landfall occurred on
September 16, 2020.  Initial building assessments have resulted in scopes of work for repairs that will be utilized to
solicit design/build proposals to complete the work.  Constructed in 1939, Building 1500 (8ES1782) is National
Register of Historic Places (NRHP)-eligible and located within the Fort Barrancas Cantonment Historic District,
8ES3445 (Enclosure 1).   Building 1500 serves as NAS Pensacola Headquarters.

Building 1500 requires the replacement of missing roofing tiles, and damaged flashing, trim, downspouts and gutters
(Enclosure 2). Other work includes repairing the video surveillance equipment and the lightning protection system. 
All work will be conducted according to the Secretary of the Interior's Standards for the Treatment of Historic
Properties (SOI Standards).  After contract award, the Navy will review the design submittals to ensure that in-kind
replacement is achieved and consult your office to garner concurrence.

Since all work on Building 1500 will be accomplished per SOI Standards and architectural features indicative of the
building and the historic district will be maintained, the Navy has concluded that the hurricane repairs of Building
1500 warrant a finding of NO ADVERSE EFFECT.

I look forward to your review and concurrence at your earliest opportunity.

Respectfully,
Carrie

Carrie Williams-Hannah
Cultural Resources Manager
NAVFAC Southeast
NAS Pensacola Public Works Department
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601

mailto:carrie.a.williams-hannah.civ@us.navy.mil
mailto:Scott.Edwards@DOS.MyFlorida.com
mailto:leonard.e.winter2.civ@us.navy.mil



 Source: Esri, DigitalGlobe, GeoEye, Earthstar Geographics, CNES/Airbus DS, USDA, USGS, AeroGRID, IGN, and the GIS User Community
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Enclosure 1.  Location of Building 1500
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DRAFT
Detailed Facility Assessment Report 


1500 - NASP HEADQUARTERS


Prepared for: 


Prepared by: 


NAVFAC Southeast 
NAS Pensacola


AECOM
7650 West Courtney 
Campbell Causeway
Tampa, FL 33607


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301001 - STEEP SLOPE ROOF SYSTEMS


B3010 - ROOF COVERINGS


ROOF TILES


marilou.vangee@aecom.com 3/16/2021Surveyed by:


B - SHELL B30 - ROOFING


1500 - NASP HEADQUARTERS


Comments: 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: Other


Room #:


SFType: Missing


Action: Replace


Quanty: 30Room #:


Location: Other


Terracotta tiles


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301004 - FLASHINGS & TRIM


B3010 - ROOF COVERINGS marilou.vangee@aecom.com 3/16/2021Surveyed by:


B - SHELL B30 - ROOFING


1500 - NASP HEADQUARTERS


Comments: 6” Wood Fascia.


Location: Roof


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Asset Level


Room Type: Other


Room #:


SFType: Deteriorated


Action: Replace


Quanty: 100Room #:


Location: Other


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301005 - GUTTERS & DOWNSPOUTS


B3010 - ROOF COVERINGS marilou.vangee@aecom.com 3/16/2021Surveyed by:


B - SHELL B30 - ROOFING


1500 - NASP HEADQUARTERS


Comments: 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Asset Level


Room Type: Other


Room #:


LFType: Broken


Action: Replace


Quanty: 350Room #:


Location:


5” wide metal gutter & 4” square downspout.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







D503005 - SECURITY SYSTEMS


D5030 - COMMUNICATIONS & SECURITY


VIDEO SURVEILLANCE REMOTE POSITIONING EQUIPMENT


Kevin.long2@aecom.com 3/16/2021Surveyed by:


D50 - ELECTRICAL D50 - ELECTRICAL


1500 - NASP HEADQUARTERS


Comments: All cameras in CO HQ are non-functional


Location: 3rd


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Video surveillance PTZ cameraEquipment Level


Room Type: Other


Room #: Exterior 


ID / Barcode:


Manufacturer: Varied


Model Number: Na


Serial Number: Na


EAType: Inoperable


Action: Replace


Quanty: 9Room #: NA


Location: NASP CO Bldg


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







D503005 - SECURITY SYSTEMS


D5030 - COMMUNICATIONS & SECURITY


DIGITAL VIDEO RECORDERS AND ANALOG RECORDING DEVIC


Kevin.long2@aecom.com 3/16/2021Surveyed by:


D50 - ELECTRICAL D50 - ELECTRICAL


1500 - NASP HEADQUARTERS


Comments: NVR shows evidence of water damage and is non-functional


Location: Site


Condition Rating: Asset non-operable


Criticality: 5 - Most Critical


NaEquipment Level


Room Type: Office


Room #: Duty Officer


ID / Barcode:


Manufacturer: Na


Model Number: Na


Serial Number: Na


EAType: Inoperable


Action: Replace


Quanty: 1Room #: Duty Officer


Location: Office


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







D503005 - SECURITY SYSTEMS


D5030 - COMMUNICATIONS & SECURITY


INTRUSION DETECTION REMOTE DEVICES AND SENSORS


Glen.polydore@aecom.com 3/16/2021Surveyed by:


D50 - ELECTRICAL D50 - ELECTRICAL


1500 - NASP HEADQUARTERS


Comments: All cameras on exterior of building stopped working after passage of hurricane: Six cameras on front 
of building and two on rear.


Location: Roof


Condition Rating: Asset non-operable


Criticality: 5 - Most Critical


Security  CameraEquipment Level


Room Type: West Wall


Room #: Cameras located on building ex


ID / Barcode:


Manufacturer:


Model Number:


Serial Number:


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







D503005 - SECURITY SYSTEMS


D5030 - COMMUNICATIONS & SECURITY


INTRUSION DETECTION REMOTE DEVICES AND SENSORS


Glen.polydore@aecom.com 3/16/2021Surveyed by:


D50 - ELECTRICAL D50 - ELECTRICAL


1500 - NASP HEADQUARTERS


EAType: Broken


Action: Replace


Quanty: 8Room #:


Location: Interior (control center)


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







D503005 - SECURITY SYSTEMS


D5030 - COMMUNICATIONS & SECURITY


INTRUSION DETECTION REMOTE DEVICES AND SENSORS


Glen.polydore@aecom.com 3/16/2021Surveyed by:


D50 - ELECTRICAL D50 - ELECTRICAL


1500 - NASP HEADQUARTERS


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







D503005 - SECURITY SYSTEMS


D5030 - COMMUNICATIONS & SECURITY


VIDEO SURVEILLANCE CONTROL AND MANAGEMENT SYSTE


Kevinl.long2@aecom.com 3/16/2021Surveyed by:


D50 - ELECTRICAL D50 - ELECTRICAL


1500 - NASP HEADQUARTERS


Comments: Video surveillance system has been down since Hurricane Sally per Security Manager, possibly from 
lightning strikes. System is outdated and non-functional.


Location: Grade


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Video Surveillance SystemEquipment Level


Room Type: Office


Room #: Duty Officer Office


ID / Barcode:


Manufacturer: NA


Model Number:


Serial Number:


EAType: Inoperable


Action: Replace


Quanty: 9Room #: Duty Officer Office


Location: Office


All cameras and recording equipment are non-functional.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







D509004 - LIGHTNING PROTECTION


D5090 - OTHER ELECTRICAL SERVICES


LIGHTNING PROTECTION FOR STRUCTURES


brian.yannetti@aecom.com 3/18/2021Surveyed by:


D50 - ELECTRICAL D50 - ELECTRICAL


1500 - NASP HEADQUARTERS


Comments: 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Lighting Protection System Broken Asset Level


Room Type: Site


Room #: Roof


SFType: Broken


Action: Minor repair


Quanty: 150Room #: Roof


Location: Site


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 
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Carrie Williams-Hannah, M.A.                December 10, 2021 
NAVFAC Southeast 
310 John Towers Road 
Pensacola, Florida 32508-5303 
 
RE: DHR Project File No.: 2021-7258 

Hurricane Sally Repairs to Building 1500 
Naval Air Station Pensacola, Escambia County 

 
Dear Ms. Williams-Hannah: 
 
The Florida State Historic Preservation Officer reviewed the referenced project for possible effects on 
historic properties listed, or eligible for listing, in the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 1500 (8ES1782) is a contributing resource to the Fort Barrancas Cantonment 
Historic District (8ES3445), which has been previously determined to meet the criteria for listing in the 
National Register. The Navy proposes to replace missing roofing tiles, and damaged flashing, trim, 
downspouts and gutters. Other work includes repairing the video surveillance equipment and the 
lightning protection system. Based on the information provided, this office concurs with your finding that 
the proposed undertaking should have "No Adverse Effect" on the historic character of Building 1500 or 
the district with the following conditions: 

 All work will be in accordance with the recommended approaches as set forth in the Secretary of 
the Interior's Standards for Rehabilitation and Guidelines for Rehabilitating Historic Buildings. 

 Architectural features indicative of the building and the historic district will be maintained. 
 Plans and drawings will be submitted to this office for review and approval.   

 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
Timothy A. Parsons, Ph.D. 
Director, Division of Historical Resources 
and State Historic Preservation Officer 



From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
To: Edwards, Scott (Scott.Edwards@DOS.MyFlorida.com)
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA)
Subject: NAS Pensacola Hurricane Sally Repairs Building 1504
Date: Tuesday, November 23, 2021 10:14:00
Attachments: Enclosure 2. Building 1504 Scope of Work.pdf

Enclosure 3. Consultation for Building 633 (Annapolis of the Air HD) Architectural Shingles to Replace 3-Tab
Shingles.pdf
Enclosure 1. Building 1504 Location.pdf

Scott,

Please regard this email as a formal invitation to consult under Section 106 of the NHPA.

NAS Pensacola and environs have been recovering from the effects of Hurricane Sally since landfall occurred on
September 16, 2020.  Initial building assessments have resulted in scopes of work for repairs that will be utilized to
solicit design/build proposals to complete the work.  Constructed in 1937, Building 1504 (8ES1783) is National
Register of Historic Places (NRHP)-eligible and located within the Fort Barrancas Cantonment Historic District,
8ES3445 (Enclosure 1).   Building 1504 serves as NAS Pensacola Headquarters training facility.

Building 1504 requires a roof replacement (Enclosure 2). We recently consulted on replacing the existing 3-tab
shingle roof with an architectural shingle roof on buildings within the Annapolis of the Air Historic District (HD) at
NASP; see Enclosure 3.  Building 1504 was constructed during the same period and exhibits the same architectural
style as those facilities.  As a result, NASP proposes to replace the existing 3-tab shingles roof with architectural
shingles that match the current shingle color and will afford greater protection to the facility.  Other work includes
replacing a broken window lite.  All work will be conducted according to the Secretary of the Interior's Standards
for the Treatment of Historic Properties (SOI Standards).  After contract award, the Navy will review the design
submittals to ensure that in-kind replacement is achieved and consult your office to garner concurrence.

Since all work on Building 1504 will be accomplished per SOI Standards and architectural features indicative of the
building and the historic district will be maintained, the Navy has concluded that the hurricane repairs of Building
1504 warrant a finding of NO ADVERSE EFFECT.

I look forward to your review and concurrence at your earliest opportunity.

Respectfully,
Carrie

Carrie Williams-Hannah
Cultural Resources Manager
NAVFAC Southeast
NAS Pensacola Public Works Department
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601

mailto:carrie.a.williams-hannah.civ@us.navy.mil
mailto:Scott.Edwards@DOS.MyFlorida.com
mailto:leonard.e.winter2.civ@us.navy.mil



DRAFT
Detailed Facility Assessment Report 


1504 - NASP HQ TRAINING BLDG


Prepared for: 


Prepared by: 


NAVFAC Southeast 
NAS Pensacola


AECOM
7650 West Courtney 
Campbell Causeway
Tampa, FL 33607


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B202004 - EXTERIOR GLAZING


B2020 - EXTERIOR WINDOWS marilou.vangee@aecom.com 3/16/2021Surveyed by:


B - SHELL B20 - EXTERIOR ENCLOSURES


1504 - NASP HQ TRAINING BLDG


Comments: Single hung window @ rear. Glass cracked.


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: Other


Room #:


SFType: Cracked


Action: Replace


Quanty: 6Room #:


Location: Other


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301001 - STEEP SLOPE ROOF SYSTEMS


B3010 - ROOF COVERINGS


ROOFING SHINGLES AND SHAKES


marilou.vangee@aecom.com 3/16/2021Surveyed by:


B - SHELL B30 - ROOFING


1504 - NASP HQ TRAINING BLDG


Comments: 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: Other


Room #:


SFType: Deteriorated


Action: Replace


Quanty: 3700Room #:


Location:


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 












From: Edwards, Scott
To: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA)
Subject: [Non-DoD Source] RE: SHPO Review of Building 633
Date: Friday, December 11, 2020 15:04:06
Attachments: image003.png
Importance: High


Carrie and Len, based on the additional information provided (images of architectural shingles
currently on Bldg. 38), this office concurs that the proposed undertaking will have no adverse effect
on the historic character of the building or the Annapolis of the Air Historic District.
 
 
-Scott
 
 


From: Edwards, Scott 
Sent: Wednesday, December 9, 2020 9:47 AM
To: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
<carrie.williamshanna@navy.mil>
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA) <len.winter@navy.mil>
Subject: RE: SHPO Review of Building 633
 
Carrie, the replacement 3-tab to architectural shingles would impart a significant visual change to
the historic building and potentially result in an adverse effect.
 
We recommend replacing the existing roof in-kind with asphalt shingles (see example below) in
order to maintain the historic character and appearance of the building.
 
-Scott
 
 



mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:carrie.williamshanna@navy.mil

mailto:len.winter@navy.mil







 
 
 
 
 


From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
[mailto:carrie.williamshanna@navy.mil] 
Sent: Friday, December 4, 2020 10:10 AM
To: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com>
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA) <len.winter@navy.mil>
Subject: RE: SHPO Review of Building 633
 


The attachments/links in this message have been scanned by Proofpoint.


Good Morning Scott,
 
I am emailing to follow up on consultation for the proposed roof replacement from 3-tab to
architectural shingle.  Please let me know if you need additional photographs or product
information.  I hope all is well, and look forward to hearing from you!!
 
Respectfully,
Carrie
 
Carrie Williams-Hannah
Cultural Resources Manager 
NAVFAC Southeast
NAS Pensacola Public Works Department 
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601
 
 
 


From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA) 
Sent: Thursday, November 05, 2020 9:17 AM
To: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com>
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA) <len.winter@navy.mil>
Subject: RE: SHPO Review of Building 633
 
Scott,
 
As requested, attached are two photos of B633 showing a light color 3-tab shingle along with a
photo sample from the manufacturer’s website showing a comparable “Shasta White” color



mailto:carrie.williamshanna@navy.mil

mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:len.winter@navy.mil

mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:len.winter@navy.mil





architectural shingle.  Please let me know if you need additional information!
 
Respectfully,
Carrie
 
Carrie Williams-Hannah
Cultural Resources Manager 
NAVFAC Southeast
NAS Pensacola Public Works Department 
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601
 
 
 


From: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com> 
Sent: Thursday, November 05, 2020 6:33 AM
To: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
<carrie.williamshanna@navy.mil>
Subject: [Non-DoD Source] RE: SHPO Review of Building 633
 
Good morning Carrie.  Can you please send me an example/images of the new shingles along
with the old 3 tab.
 
-Scott
 


From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
[mailto:carrie.williamshanna@navy.mil] 
Sent: Thursday, November 5, 2020 7:28 AM
To: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com>
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA) <len.winter@navy.mil>
Subject: RE: SHPO Review of Building 633
 


The attachments/links in this message have been scanned by Proofpoint.


Scott,
 
I hope this finds you well!  The Navy has allotted additional funding to replace the roof at Building
633 as part of the renovation resulting from the 6 December 2019 active shooter incident.  This
email
serves to continue our consultation as new efforts are proposed.  Currently, we have a three-tab
shingle roofs installed on all our buildings in the Annapolis of the Air Historic District post-Hurricane



mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:carrie.williamshanna@navy.mil

mailto:carrie.williamshanna@navy.mil

mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:len.winter@navy.mil





Ivan in 2004.  Since
architectural shingles are more durable and provide a longer warranty, NASP would like to move
away from the three-tab to the architectural shingle.  The appearance is slightly different, however it
does not clash with the appearance of the historic facilities in the Historic District, but rather
compliments as much, if not better than the three-tab shingle.  The Navy has determined that the
roof replacement from a three-tab to an architectural shingle will not adversely affect Building 633
or the Annapolis of the Air Historic District.  Over time, as three-tab roofs need replacing, all the
facilities in the Historic District will be replaced with architectural shingles.
 
We look forward to your review and concurrence at your earliest opportunity.
 
Respectfully,
Carrie
 
Carrie Williams-Hannah
Cultural Resources Manager 
NAVFAC Southeast
NAS Pensacola Public Works Department 
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601
 
 


From: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com> 
Sent: Thursday, April 30, 2020 7:21 AM
To: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
<carrie.williamshanna@navy.mil>
Subject: [Non-DoD Source] SHPO Review of Building 633
 
Please see the attached letter from the Florida State Historic Preservation Office.
 
-Scott
 
Scott Edwards
Historic Preservationist and Florida Historic Golf Trail Coordinator | Bureau of Historic Preservation |
Division of Historical Resources | Florida Department of State | 500 South Bronough Street |
Tallahassee, Florida 32399 | 850.245.6369 | 1.800.847.7278 | www.flheritage.com and
www.floridahistoricgolftrail.com
 



mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:carrie.williamshanna@navy.mil

https://no-click.mil/?http://www.flheritage.com/

https://no-click.mil/?http://www.floridahistoricgolftrail.com/





 








Enclosure 1 .  Bu i ld ing 1504 Locat ion


Source: Esri, Maxar, GeoEye, Earthstar Geographics, CNES/Airbus DS,
USDA, USGS, AeroGRID, IGN, and the GIS User Community


0 0.55 1.10.28 mi


0 0.85 1.70.42 km


1:36,112


FOR OFFICIAL USE ONLY
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Carrie Williams-Hannah, M.A.                December 10, 2021 
NAVFAC Southeast 
310 John Towers Road 
Pensacola, Florida 32508-5303 
 
RE: DHR Project File No.: 2021-7260 

Hurricane Sally Repairs to Building 1504 
Naval Air Station Pensacola, Escambia County 

 
Dear Ms. Williams-Hannah: 
 
The Florida State Historic Preservation Officer reviewed the referenced project for possible effects on 
historic properties listed, or eligible for listing, in the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 1504 (8ES1783) is a contributing resource to the Fort Barrancas Cantonment 
Historic District (8ES3445), which has been previously determined to meet the criteria for listing in the 
National Register. The Navy proposes to replace the existing 3-tab shingles roof with architectural 
shingles and replace a broken window lite. Based on the information provided, this office concurs with 
your finding that the proposed undertaking should have "No Adverse Effect" on the historic character of 
Building 1504 or the district with the following conditions: 
 

 All work will be in accordance with the recommended approaches as set forth in the Secretary of 
the Interior's Standards for Rehabilitation and Guidelines for Rehabilitating Historic Buildings. 

 Architectural features indicative of the building and the historic district will be maintained. 
 Plans and drawings will be submitted to this office for review and approval.   

 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
Timothy A. Parsons, Ph.D. 
Director, Division of Historical Resources 
and State Historic Preservation Officer 



From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
To: Edwards, Scott (Scott.Edwards@DOS.MyFlorida.com)
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA)
Subject: NAS Pensacola Hurricane Sally Repairs Building 1524
Date: Wednesday, November 24, 2021 6:39:00
Attachments: Enclosure 2. Building 1524 Scope of Work.pdf

Enclosure 1. Building 1524 Location.pdf
Enclosure 3. Consultation for Building 633 (Annapolis of the Air HD) & Building 38 (Pensacola Naval Air Station
HD) Architectural Shingles to Replace 3-Tab Shingles.pdf

Scott,

Please regard this email as a formal invitation to consult under Section 106 of the NHPA.

NAS Pensacola and environs have been recovering from the effects of Hurricane Sally since landfall occurred on
September 16, 2020.  Initial building assessments have resulted in scopes of work for repairs that will be utilized to
solicit design/build proposals to complete the work.  Constructed in 1901, Building 1524 (8ES1788) is National
Register of Historic Places (NRHP)-eligible and located within the Fort Barrancas Cantonment Historic District,
8ES3445 (Enclosure 1).   Building 1524 is currently vacant.

Building 1524 requires a roof replacement (Enclosure 2). We recently consulted on replacing the existing 3-tab
shingle roof with an architectural shingle roof on Building 38 (constructed in 1882) within the Pensacola Naval Air
Station Historic District (HD) and buildings within the Annapolis of the Air HD at NASP (Enclosure 3).  As a
result, NASP proposes to replace the existing 3-tab shingle roof with architectural shingles that match the current
shingle color and will afford greater protection to the facility.  Other work includes replacing exhaust fans on the
roof.  All work will be conducted according to the Secretary of the Interior's Standards for the Treatment of Historic
Properties (SOI Standards).  After contract award, the Navy will review the design submittals to ensure that in-kind
replacement is achieved and consult your office to garner concurrence.

Since all work on Building 1524 will be accomplished per SOI Standards and architectural features will be
maintained, the Navy has concluded that the hurricane repairs of Building 1524 warrant a finding of NO ADVERSE
EFFECT.

I look forward to your review and concurrence at your earliest opportunity.

Respectfully,
Carrie

Carrie Williams-Hannah
Cultural Resources Manager
NAVFAC Southeast
NAS Pensacola Public Works Department
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601

mailto:carrie.a.williams-hannah.civ@us.navy.mil
mailto:Scott.Edwards@DOS.MyFlorida.com
mailto:leonard.e.winter2.civ@us.navy.mil



DRAFT
Detailed Facility Assessment Report 


1524 - VACANT STORAGE


Prepared for: 


Prepared by: 


NAVFAC Southeast 
NAS Pensacola


AECOM
7650 West Courtney 
Campbell Causeway
Tampa, FL 33607


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B102001 - STRUCTURAL FRAME


B1020 - ROOF CONSTRUCTION


WOOD FRAMING


Mike.coughlin1@aecom.com 3/10/2021Surveyed by:


B - SHELL B10 - SUPERSTRUCTURE


1524 - VACANT STORAGE


Comments: Roof overhang damaged from apparent fallen tree limb.


Location: Roof


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: West Wall


Room #:


SFType: Broken


Action: Replace


Quanty: 40Room #:


Location: West Wall


Replace broken 1x6 roof decking


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B102001 - STRUCTURAL FRAME


B1020 - ROOF CONSTRUCTION


WOOD FRAMING


Mike.coughlin1@aecom.com 3/10/2021Surveyed by:


B - SHELL B10 - SUPERSTRUCTURE


1524 - VACANT STORAGE


SFType: Broken


Action: Minor repair


Quanty: 2Room #:


Location: West Wall


Repair/replace two broken rafter tails


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301001 - STEEP SLOPE ROOF SYSTEMS


B3010 - ROOF COVERINGS


ROOFING SHINGLES AND SHAKES


Marilou.vangee@aecom.com 3/11/2021Surveyed by:


B - SHELL B30 - ROOFING


1524 - VACANT STORAGE


Comments: 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: Other


Room #:


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301001 - STEEP SLOPE ROOF SYSTEMS


B3010 - ROOF COVERINGS


ROOFING SHINGLES AND SHAKES


Marilou.vangee@aecom.com 3/11/2021Surveyed by:


B - SHELL B30 - ROOFING


1524 - VACANT STORAGE


SFType: Deteriorated


Action: Replace


Quanty: 8700Room #:


Location:


Entire Roof.  


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







D309090 - OTHER SPECIAL MECHANICAL SYSTEMS


D3090 - OTHER HVAC SYSTEMS AND EQUIPMENT Marilou.vangee@aecom.com 3/11/2021Surveyed by:


D30 - HVAC D30 - HEATING, VENTILATION, AND AIR CONDITIONING (HVAC)


1524 - VACANT STORAGE


Comments: (4) Exhaust fan System @ Roof


Location: Roof


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Asset Level


Room Type: Other


Room #:


EAType: Broken


Action: Replace


Quanty: 4Room #:


Location: Other


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 












Enclosure 1 .  Bu i ld ing 1524 Locat ion


Source: Esri, Maxar, GeoEye, Earthstar Geographics, CNES/Airbus DS,
USDA, USGS, AeroGRID, IGN, and the GIS User Community


0 0.55 1.10.28 mi


0 0.85 1.70.42 km


1:36,112


FOR OFFICIAL USE ONLY
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Mr. Len Winter                     October 16, 2018 
Historic Preservation Officer 
Cultural Resources Section Head 
NAVFAC SE 
Box 30/BLDG 135N 
NAS Jacksonville 
Jacksonville, Florida 32212 
 
 
Re: DHR Project No.: 2018-5200 


Proposed Roof Replacement on Building 38   
Naval Air Station Pensacola, Escambia County 


 
 
Dear Mr. Winter: 
 
The Florida State Historic Preservation Officer reviewed the referenced projects for possible effects on 
historic properties listed, or eligible for listing, on the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 38 (8ES1863) is a contributing resource to the Pensacola Naval Air Station National 
Historic Landmark District (8ES103).  
 
Based on the information provided, this office concurs that the proposed undertaking will have no 
adverse effect on the historic character of the building or district 
 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
 
Timothy A. Parsons, Ph.D., RPA 
Director, Division of Historical Resources 
and State Historic Preservation Officer 







From: Winter, Len E CIV NAVFAC SE, JAXS
To: Williams, Carrie A CIV NAVFAC SE, PWD Pensacola
Cc: Covington, Donna J CIV NAVFAC SE
Subject: FW: NAS PENSACOLA - BLDG 38
Date: Tuesday, October 16, 2018 9:46:57
Attachments: 2018 5200 - 106 NAVY nasp pensacola.pdf


SEE ATTACHED.


-----Original Message-----
From: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com>
Sent: Tuesday, October 16, 2018 10:32 AM
To: Winter, Len E CIV NAVFAC SE, JAXS <len.winter@navy.mil>
Subject: [Non-DoD Source] RE: NAS PENSACOLA - BLDG 38


Please see the attached letter from the Florida Historic Preservation Office.


Scott


-----Original Message-----
From: Winter, Len E CIV NAVFAC SE, JAXS [mailto:len.winter@navy.mil]
Sent: Friday, September 21, 2018 12:18 PM
To: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com>
Subject: NAS PENSACOLA - BLDG 38


Scott,


NASP is proposing to replace aged three-tab shingles with new architectural shingles on BLDG 38.


BLDG 38, constructed in 1882, serves as the PORT OPERATIONS ADMINSTRATION/SHOPS building
(Enclosure 1).  It is a contributing resource of the Pensacola Naval Air Station Historic District which qualifies as a
National Historic Landmark.  It is identified as FMSF 8ES01863 and has been the subject of HABS documentation
(Call #: HABS, FLA, 17-PENSA, 74; Survey #: HABS FL-241).


BLDG 38 is currently covered with light gray 3-tab shingles.  The Navy proposes to replace the 3-tab shingles with
color-matched Pinnacle Pristine architectural shingles (Enclosure 2) manufactured by Atlas.


The Navy submits that the installation of architectural shingles does not incur effects on the NHL-contributing
property and that the replacement project warrants a finding of NO ADVERSE EFFECT.


We look forward to your response via email.


Thank you as always for supporting the Navy mission in Florida.


Len


Len Winter
Historic Preservation Officer
Cultural Resources Section Head
NAVFAC SE
BOX 30/BLDG 135N
NAS Jacksonville
Jacksonville, FL  32212
COMM: 904-542-1410



mailto:len.winter@navy.mil

mailto:carrie.williamshanna@navy.mil

mailto:donna.covington@navy.mil

mailto:len.winter@navy.mil
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Mr. Len Winter                     October 16, 2018 
Historic Preservation Officer 
Cultural Resources Section Head 
NAVFAC SE 
Box 30/BLDG 135N 
NAS Jacksonville 
Jacksonville, Florida 32212 
 
 
Re: DHR Project No.: 2018-5200 



Proposed Roof Replacement on Building 38   
Naval Air Station Pensacola, Escambia County 



 
 
Dear Mr. Winter: 
 
The Florida State Historic Preservation Officer reviewed the referenced projects for possible effects on 
historic properties listed, or eligible for listing, on the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 38 (8ES1863) is a contributing resource to the Pensacola Naval Air Station National 
Historic Landmark District (8ES103).  
 
Based on the information provided, this office concurs that the proposed undertaking will have no 
adverse effect on the historic character of the building or district 
 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
 
Timothy A. Parsons, Ph.D., RPA 
Director, Division of Historical Resources 
and State Historic Preservation Officer 












The Department of State is committed to excellence.
Please take our Customer Satisfaction Survey<http://survey.dos.state.fl.us/index.aspx?
email=Scott.Edwards@DOS.MyFlorida.com>.



http://survey.dos.state.fl.us/index.aspx?email=Scott.Edwards@DOS.MyFlorida.com

http://survey.dos.state.fl.us/index.aspx?email=Scott.Edwards@DOS.MyFlorida.com





From: Edwards, Scott
To: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA)
Subject: [Non-DoD Source] RE: SHPO Review of Building 633
Date: Friday, December 11, 2020 15:04:06
Attachments: image003.png
Importance: High


Carrie and Len, based on the additional information provided (images of architectural shingles
currently on Bldg. 38), this office concurs that the proposed undertaking will have no adverse effect
on the historic character of the building or the Annapolis of the Air Historic District.
 
 
-Scott
 
 


From: Edwards, Scott 
Sent: Wednesday, December 9, 2020 9:47 AM
To: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
<carrie.williamshanna@navy.mil>
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA) <len.winter@navy.mil>
Subject: RE: SHPO Review of Building 633
 
Carrie, the replacement 3-tab to architectural shingles would impart a significant visual change to
the historic building and potentially result in an adverse effect.
 
We recommend replacing the existing roof in-kind with asphalt shingles (see example below) in
order to maintain the historic character and appearance of the building.
 
-Scott
 
 



mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:carrie.williamshanna@navy.mil

mailto:len.winter@navy.mil







 
 
 
 
 


From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
[mailto:carrie.williamshanna@navy.mil] 
Sent: Friday, December 4, 2020 10:10 AM
To: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com>
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA) <len.winter@navy.mil>
Subject: RE: SHPO Review of Building 633
 


The attachments/links in this message have been scanned by Proofpoint.


Good Morning Scott,
 
I am emailing to follow up on consultation for the proposed roof replacement from 3-tab to
architectural shingle.  Please let me know if you need additional photographs or product
information.  I hope all is well, and look forward to hearing from you!!
 
Respectfully,
Carrie
 
Carrie Williams-Hannah
Cultural Resources Manager 
NAVFAC Southeast
NAS Pensacola Public Works Department 
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601
 
 
 


From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA) 
Sent: Thursday, November 05, 2020 9:17 AM
To: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com>
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA) <len.winter@navy.mil>
Subject: RE: SHPO Review of Building 633
 
Scott,
 
As requested, attached are two photos of B633 showing a light color 3-tab shingle along with a
photo sample from the manufacturer’s website showing a comparable “Shasta White” color



mailto:carrie.williamshanna@navy.mil

mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:len.winter@navy.mil

mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:len.winter@navy.mil





architectural shingle.  Please let me know if you need additional information!
 
Respectfully,
Carrie
 
Carrie Williams-Hannah
Cultural Resources Manager 
NAVFAC Southeast
NAS Pensacola Public Works Department 
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601
 
 
 


From: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com> 
Sent: Thursday, November 05, 2020 6:33 AM
To: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
<carrie.williamshanna@navy.mil>
Subject: [Non-DoD Source] RE: SHPO Review of Building 633
 
Good morning Carrie.  Can you please send me an example/images of the new shingles along
with the old 3 tab.
 
-Scott
 


From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
[mailto:carrie.williamshanna@navy.mil] 
Sent: Thursday, November 5, 2020 7:28 AM
To: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com>
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA) <len.winter@navy.mil>
Subject: RE: SHPO Review of Building 633
 


The attachments/links in this message have been scanned by Proofpoint.


Scott,
 
I hope this finds you well!  The Navy has allotted additional funding to replace the roof at Building
633 as part of the renovation resulting from the 6 December 2019 active shooter incident.  This
email
serves to continue our consultation as new efforts are proposed.  Currently, we have a three-tab
shingle roofs installed on all our buildings in the Annapolis of the Air Historic District post-Hurricane



mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:carrie.williamshanna@navy.mil

mailto:carrie.williamshanna@navy.mil

mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:len.winter@navy.mil





Ivan in 2004.  Since
architectural shingles are more durable and provide a longer warranty, NASP would like to move
away from the three-tab to the architectural shingle.  The appearance is slightly different, however it
does not clash with the appearance of the historic facilities in the Historic District, but rather
compliments as much, if not better than the three-tab shingle.  The Navy has determined that the
roof replacement from a three-tab to an architectural shingle will not adversely affect Building 633
or the Annapolis of the Air Historic District.  Over time, as three-tab roofs need replacing, all the
facilities in the Historic District will be replaced with architectural shingles.
 
We look forward to your review and concurrence at your earliest opportunity.
 
Respectfully,
Carrie
 
Carrie Williams-Hannah
Cultural Resources Manager 
NAVFAC Southeast
NAS Pensacola Public Works Department 
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601
 
 


From: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com> 
Sent: Thursday, April 30, 2020 7:21 AM
To: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
<carrie.williamshanna@navy.mil>
Subject: [Non-DoD Source] SHPO Review of Building 633
 
Please see the attached letter from the Florida State Historic Preservation Office.
 
-Scott
 
Scott Edwards
Historic Preservationist and Florida Historic Golf Trail Coordinator | Bureau of Historic Preservation |
Division of Historical Resources | Florida Department of State | 500 South Bronough Street |
Tallahassee, Florida 32399 | 850.245.6369 | 1.800.847.7278 | www.flheritage.com and
www.floridahistoricgolftrail.com
 



mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:carrie.williamshanna@navy.mil

https://no-click.mil/?http://www.flheritage.com/

https://no-click.mil/?http://www.floridahistoricgolftrail.com/





 





		Building 38 Roof Consultation

		2018 5200 - 106 NAVY nasp pensacola_B. 38 Roof Replacement

		FW_ NAS PENSACOLA - BLDG 38_SHPO Consult_21 Sept 18



		Enclosure 3. Consultation for Building 633 (Annapolis of the Air HD) Architectural Shingles to Replace 3-Tab Shingles
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Carrie Williams-Hannah, M.A.                December 13, 2021 
NAVFAC Southeast 
310 John Towers Road 
Pensacola, Florida 32508-5303 
 
RE: DHR Project File No.: 2021-7308 

Hurricane Sally Repairs to Building 1524 
Naval Air Station Pensacola, Escambia County 

 
Dear Ms. Williams-Hannah: 
 
The Florida State Historic Preservation Officer reviewed the referenced project for possible effects on 
historic properties listed, or eligible for listing, in the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 1524 (8ES1788) is a contributing resource to the Fort Barrancas Cantonment 
Historic District (8ES3445), which has been previously determined to meet the criteria for listing in the 
National Register. The Navy proposes to replace the existing 3-tab shingles roof with architectural 
shingles and replace exhaust fans on the roof. Based on the information provided, this office concurs with 
your finding that the proposed undertaking should have "No Adverse Effect" on the historic character of 
Building 1524 or the district with the following conditions: 
 

 All work will be in accordance with the recommended approaches as set forth in the Secretary of 
the Interior's Standards for Rehabilitation and Guidelines for Rehabilitating Historic Buildings. 

 Architectural features indicative of the building and the historic district will be maintained. 
 Plans and drawings will be submitted to this office for review and approval.   

 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
Timothy A. Parsons, Ph.D. 
Director, Division of Historical Resources 
and State Historic Preservation Officer 



From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
To: Edwards, Scott (Scott.Edwards@DOS.MyFlorida.com)
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA)
Subject: NAS Pensacola Hurricane Sally Repairs Building 1534
Date: Wednesday, November 24, 2021 6:57:00
Attachments: Enclosure 3. Consultation for Building 633 (Annapolis of the Air HD) & Building 38 (Pensacola Naval Air Station

HD) Architectural Shingles to Replace 3-Tab Shingles.pdf
Enclosure 1. Building 1534 Location.pdf
Enclosure 2. Building 1534 Scope of Work.pdf

Scott,

Please regard this email as a formal invitation to consult under Section 106 of the NHPA.

NAS Pensacola and environs have been recovering from the effects of Hurricane Sally since landfall occurred on
September 16, 2020.  Initial building assessments have resulted in scopes of work for repairs that will be utilized to
solicit design/build proposals to complete the work.  Constructed in 1910, Building 1534 (8ES1791) is National
Register of Historic Places (NRHP)-eligible and located within the Fort Barrancas Cantonment Historic District,
8ES3445 (Enclosure 1).   Building 1534 is currently vacant.

Building 1534 requires a roof replacement (Enclosure 2). We recently consulted on replacing the existing 3-tab
shingle roof with an architectural shingle roof on Building 38 (constructed in 1882) within the Pensacola Naval Air
Station Historic District (HD) and buildings within the Annapolis of the Air HD at NASP (Enclosure 3).  As a
result, NASP proposes to replace the existing 3-tab shingle roof with architectural shingles that match the current
shingle color and will afford greater protection to the facility.  Other work includes replacing two entrance canopies,
missing dormer siding, and interior work.  All work will be conducted according to the Secretary of the Interior's
Standards for the Treatment of Historic Properties (SOI Standards).  After contract award, the Navy will review the
design submittals to ensure that in-kind replacement is achieved and consult your office to garner concurrence.

Since all work on Building 1534 will be accomplished per SOI Standards and architectural features will be
maintained, the Navy has concluded that the hurricane repairs of Building 1534 warrant a finding of NO ADVERSE
EFFECT.

I look forward to your review and concurrence at your earliest opportunity.

Respectfully,
Carrie

Carrie Williams-Hannah
Cultural Resources Manager
NAVFAC Southeast
NAS Pensacola Public Works Department
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601

mailto:carrie.a.williams-hannah.civ@us.navy.mil
mailto:Scott.Edwards@DOS.MyFlorida.com
mailto:leonard.e.winter2.civ@us.navy.mil
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Mr. Len Winter                     October 16, 2018 
Historic Preservation Officer 
Cultural Resources Section Head 
NAVFAC SE 
Box 30/BLDG 135N 
NAS Jacksonville 
Jacksonville, Florida 32212 
 
 
Re: DHR Project No.: 2018-5200 


Proposed Roof Replacement on Building 38   
Naval Air Station Pensacola, Escambia County 


 
 
Dear Mr. Winter: 
 
The Florida State Historic Preservation Officer reviewed the referenced projects for possible effects on 
historic properties listed, or eligible for listing, on the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 38 (8ES1863) is a contributing resource to the Pensacola Naval Air Station National 
Historic Landmark District (8ES103).  
 
Based on the information provided, this office concurs that the proposed undertaking will have no 
adverse effect on the historic character of the building or district 
 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
 
Timothy A. Parsons, Ph.D., RPA 
Director, Division of Historical Resources 
and State Historic Preservation Officer 







From: Winter, Len E CIV NAVFAC SE, JAXS
To: Williams, Carrie A CIV NAVFAC SE, PWD Pensacola
Cc: Covington, Donna J CIV NAVFAC SE
Subject: FW: NAS PENSACOLA - BLDG 38
Date: Tuesday, October 16, 2018 9:46:57
Attachments: 2018 5200 - 106 NAVY nasp pensacola.pdf


SEE ATTACHED.


-----Original Message-----
From: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com>
Sent: Tuesday, October 16, 2018 10:32 AM
To: Winter, Len E CIV NAVFAC SE, JAXS <len.winter@navy.mil>
Subject: [Non-DoD Source] RE: NAS PENSACOLA - BLDG 38


Please see the attached letter from the Florida Historic Preservation Office.


Scott


-----Original Message-----
From: Winter, Len E CIV NAVFAC SE, JAXS [mailto:len.winter@navy.mil]
Sent: Friday, September 21, 2018 12:18 PM
To: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com>
Subject: NAS PENSACOLA - BLDG 38


Scott,


NASP is proposing to replace aged three-tab shingles with new architectural shingles on BLDG 38.


BLDG 38, constructed in 1882, serves as the PORT OPERATIONS ADMINSTRATION/SHOPS building
(Enclosure 1).  It is a contributing resource of the Pensacola Naval Air Station Historic District which qualifies as a
National Historic Landmark.  It is identified as FMSF 8ES01863 and has been the subject of HABS documentation
(Call #: HABS, FLA, 17-PENSA, 74; Survey #: HABS FL-241).


BLDG 38 is currently covered with light gray 3-tab shingles.  The Navy proposes to replace the 3-tab shingles with
color-matched Pinnacle Pristine architectural shingles (Enclosure 2) manufactured by Atlas.


The Navy submits that the installation of architectural shingles does not incur effects on the NHL-contributing
property and that the replacement project warrants a finding of NO ADVERSE EFFECT.


We look forward to your response via email.


Thank you as always for supporting the Navy mission in Florida.


Len


Len Winter
Historic Preservation Officer
Cultural Resources Section Head
NAVFAC SE
BOX 30/BLDG 135N
NAS Jacksonville
Jacksonville, FL  32212
COMM: 904-542-1410



mailto:len.winter@navy.mil

mailto:carrie.williamshanna@navy.mil

mailto:donna.covington@navy.mil

mailto:len.winter@navy.mil
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Mr. Len Winter                     October 16, 2018 
Historic Preservation Officer 
Cultural Resources Section Head 
NAVFAC SE 
Box 30/BLDG 135N 
NAS Jacksonville 
Jacksonville, Florida 32212 
 
 
Re: DHR Project No.: 2018-5200 



Proposed Roof Replacement on Building 38   
Naval Air Station Pensacola, Escambia County 



 
 
Dear Mr. Winter: 
 
The Florida State Historic Preservation Officer reviewed the referenced projects for possible effects on 
historic properties listed, or eligible for listing, on the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 38 (8ES1863) is a contributing resource to the Pensacola Naval Air Station National 
Historic Landmark District (8ES103).  
 
Based on the information provided, this office concurs that the proposed undertaking will have no 
adverse effect on the historic character of the building or district 
 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
 
Timothy A. Parsons, Ph.D., RPA 
Director, Division of Historical Resources 
and State Historic Preservation Officer 












The Department of State is committed to excellence.
Please take our Customer Satisfaction Survey<http://survey.dos.state.fl.us/index.aspx?
email=Scott.Edwards@DOS.MyFlorida.com>.



http://survey.dos.state.fl.us/index.aspx?email=Scott.Edwards@DOS.MyFlorida.com

http://survey.dos.state.fl.us/index.aspx?email=Scott.Edwards@DOS.MyFlorida.com





From: Edwards, Scott
To: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA)
Subject: [Non-DoD Source] RE: SHPO Review of Building 633
Date: Friday, December 11, 2020 15:04:06
Attachments: image003.png
Importance: High


Carrie and Len, based on the additional information provided (images of architectural shingles
currently on Bldg. 38), this office concurs that the proposed undertaking will have no adverse effect
on the historic character of the building or the Annapolis of the Air Historic District.
 
 
-Scott
 
 


From: Edwards, Scott 
Sent: Wednesday, December 9, 2020 9:47 AM
To: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
<carrie.williamshanna@navy.mil>
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA) <len.winter@navy.mil>
Subject: RE: SHPO Review of Building 633
 
Carrie, the replacement 3-tab to architectural shingles would impart a significant visual change to
the historic building and potentially result in an adverse effect.
 
We recommend replacing the existing roof in-kind with asphalt shingles (see example below) in
order to maintain the historic character and appearance of the building.
 
-Scott
 
 



mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:carrie.williamshanna@navy.mil

mailto:len.winter@navy.mil







 
 
 
 
 


From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
[mailto:carrie.williamshanna@navy.mil] 
Sent: Friday, December 4, 2020 10:10 AM
To: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com>
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA) <len.winter@navy.mil>
Subject: RE: SHPO Review of Building 633
 


The attachments/links in this message have been scanned by Proofpoint.


Good Morning Scott,
 
I am emailing to follow up on consultation for the proposed roof replacement from 3-tab to
architectural shingle.  Please let me know if you need additional photographs or product
information.  I hope all is well, and look forward to hearing from you!!
 
Respectfully,
Carrie
 
Carrie Williams-Hannah
Cultural Resources Manager 
NAVFAC Southeast
NAS Pensacola Public Works Department 
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601
 
 
 


From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA) 
Sent: Thursday, November 05, 2020 9:17 AM
To: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com>
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA) <len.winter@navy.mil>
Subject: RE: SHPO Review of Building 633
 
Scott,
 
As requested, attached are two photos of B633 showing a light color 3-tab shingle along with a
photo sample from the manufacturer’s website showing a comparable “Shasta White” color



mailto:carrie.williamshanna@navy.mil

mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:len.winter@navy.mil

mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:len.winter@navy.mil





architectural shingle.  Please let me know if you need additional information!
 
Respectfully,
Carrie
 
Carrie Williams-Hannah
Cultural Resources Manager 
NAVFAC Southeast
NAS Pensacola Public Works Department 
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601
 
 
 


From: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com> 
Sent: Thursday, November 05, 2020 6:33 AM
To: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
<carrie.williamshanna@navy.mil>
Subject: [Non-DoD Source] RE: SHPO Review of Building 633
 
Good morning Carrie.  Can you please send me an example/images of the new shingles along
with the old 3 tab.
 
-Scott
 


From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
[mailto:carrie.williamshanna@navy.mil] 
Sent: Thursday, November 5, 2020 7:28 AM
To: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com>
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA) <len.winter@navy.mil>
Subject: RE: SHPO Review of Building 633
 


The attachments/links in this message have been scanned by Proofpoint.


Scott,
 
I hope this finds you well!  The Navy has allotted additional funding to replace the roof at Building
633 as part of the renovation resulting from the 6 December 2019 active shooter incident.  This
email
serves to continue our consultation as new efforts are proposed.  Currently, we have a three-tab
shingle roofs installed on all our buildings in the Annapolis of the Air Historic District post-Hurricane



mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:carrie.williamshanna@navy.mil

mailto:carrie.williamshanna@navy.mil

mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:len.winter@navy.mil





Ivan in 2004.  Since
architectural shingles are more durable and provide a longer warranty, NASP would like to move
away from the three-tab to the architectural shingle.  The appearance is slightly different, however it
does not clash with the appearance of the historic facilities in the Historic District, but rather
compliments as much, if not better than the three-tab shingle.  The Navy has determined that the
roof replacement from a three-tab to an architectural shingle will not adversely affect Building 633
or the Annapolis of the Air Historic District.  Over time, as three-tab roofs need replacing, all the
facilities in the Historic District will be replaced with architectural shingles.
 
We look forward to your review and concurrence at your earliest opportunity.
 
Respectfully,
Carrie
 
Carrie Williams-Hannah
Cultural Resources Manager 
NAVFAC Southeast
NAS Pensacola Public Works Department 
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601
 
 


From: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com> 
Sent: Thursday, April 30, 2020 7:21 AM
To: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
<carrie.williamshanna@navy.mil>
Subject: [Non-DoD Source] SHPO Review of Building 633
 
Please see the attached letter from the Florida State Historic Preservation Office.
 
-Scott
 
Scott Edwards
Historic Preservationist and Florida Historic Golf Trail Coordinator | Bureau of Historic Preservation |
Division of Historical Resources | Florida Department of State | 500 South Bronough Street |
Tallahassee, Florida 32399 | 850.245.6369 | 1.800.847.7278 | www.flheritage.com and
www.floridahistoricgolftrail.com
 



mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:carrie.williamshanna@navy.mil

https://no-click.mil/?http://www.flheritage.com/

https://no-click.mil/?http://www.floridahistoricgolftrail.com/





 





		Building 38 Roof Consultation

		2018 5200 - 106 NAVY nasp pensacola_B. 38 Roof Replacement

		FW_ NAS PENSACOLA - BLDG 38_SHPO Consult_21 Sept 18



		Enclosure 3. Consultation for Building 633 (Annapolis of the Air HD) Architectural Shingles to Replace 3-Tab Shingles






Enclosure 1 .  Bu i ld ing 1534 Locat ion


Source: Esri, Maxar, GeoEye, Earthstar Geographics, CNES/Airbus DS,
USDA, USGS, AeroGRID, IGN, and the GIS User Community
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DRAFT
Detailed Facility Assessment Report 


1534 - SAFETY CLASSROOM_1ST CLASS


Prepared for: 


Prepared by: 


NAVFAC Southeast 
NAS Pensacola


AECOM
7650 West Courtney 
Campbell Causeway
Tampa, FL 33607


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B102001 - STRUCTURAL FRAME


B1020 - ROOF CONSTRUCTION


WOOD FRAMING


Christopher.sharp@aecom.com 3/18/2021Surveyed by:


B - SHELL B10 - SUPERSTRUCTURE


1534 - SAFETY CLASSROOM_1ST CLASS


Comments: Damaged wood framed canopy and loose wood framed rafter connections to the ridge beam from a 
combination of pre-existing water damage and wind force


Location: 1st


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Wood framed basement entrance shelter & wood framed 
canopy


Asset Level


Room Type: Other


Room #: Basement entrance shelter loca


SFType: Broken


Action: Replace


Quanty: 20Room #: Basement entrance shelter located alo


Location: Other


Replace 2x8 wood rafters on both ends of canopy (20 linear feet total)


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B102001 - STRUCTURAL FRAME


B1020 - ROOF CONSTRUCTION


WOOD FRAMING


Christopher.sharp@aecom.com 3/18/2021Surveyed by:


B - SHELL B10 - SUPERSTRUCTURE


1534 - SAFETY CLASSROOM_1ST CLASS


SFType: Broken


Action: Replace


Quanty: 14Room #: Basement entrance shelter located alo


Location: Other


Wood rafters and loose connections to ridge beam


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B201001 - EXTERIOR CLOSURE


B2010 - EXTERIOR WALLS


SIDING


Connor.young@aecom.com 3/19/2021Surveyed by:


B - SHELL B20 - EXTERIOR ENCLOSURES


1534 - SAFETY CLASSROOM_1ST CLASS


Comments: 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Damaged Dormer Siding Asset Level


Room Type: Other


Room #:


SFType: Broken


Action: Minor repair


Quanty: 180Room #:


Location: Other


100% of dormer siding covered with temp cover 


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301001 - STEEP SLOPE ROOF SYSTEMS


B3010 - ROOF COVERINGS


ROOFING SHINGLES AND SHAKES


Connor.young@aecom.com 3/19/2021Surveyed by:


B - SHELL B30 - ROOFING


1534 - SAFETY CLASSROOM_1ST CLASS


Comments: 100% of roof covered with temporary tarp


Location: Roof


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Damaged RoofAsset Level


Room Type: Other


Room #:


SFType: Broken


Action: Replace


Quanty: 3000Room #:


Location: Other


100% of roof covered with temporary tarp, this total includes the three 
dormers 


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C301003 - GYPSUM WALLBOARD FINISHES


C3010 - WALL FINISHES Carlton.gordon@aecom.com 3/18/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


1534 - SAFETY CLASSROOM_1ST CLASS


Comments: Lower 2 to 4 feet of wallboard impacted by flooding. 


Location: Basement


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Gypsum wallboard Asset Level


Room Type: Other


Room #: Basement 


SFType: Flooded


Action: Major repair


Quanty: 520Room #: Basement 


Location: Other


Visible mold growth observed on some wallboard 


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C303002 - GYPSUM WALLBOARD CEILING FINISHES


C3030 - CEILING FINISHES Carlton.gordon@aecom.com 3/18/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


1534 - SAFETY CLASSROOM_1ST CLASS


Comments: Paint blister in ceiling from water damage 


Location: 2nd


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Gypsum ceiling board Asset Level


Room Type: Other


Room #: Motorcycle training room 


SFType: Bubbling


Action: Minor repair


Quanty: 4Room #: Motorcycle training room 


Location: Other


Room 205 locked. Trainer doesn’t have key to give access  


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







D404001 - SPRINKLERS AND RELEASING DEVICES


D4040 - SPRINKLERS Brian.borst@aecom.com 3/30/2021Surveyed by:


D40 - FIRE PROTECTION D40 - FIRE PROTECTION


1534 - SAFETY CLASSROOM_1ST CLASS


Comments: First Floor Sprinklers


Location: 1st


Condition Rating: Asset non-operable


Criticality: 5 - Most Critical


SprinklersAsset Level


Room Type: Site


Room #: First Floor


EAType: Noncompliant


Action: Major repair


Quanty: 40Room #: First Floor


Location: Site


Entire ceiling missing from first floor; all first floor sprinklers are not 
installed flush with ceiling. Sprinklers cannot operate properly without 
being installed in ceiling tiles. Recommend replacing ceiling as soon as 
possible.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 
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Carrie Williams-Hannah, M.A.                December 13, 2021 
NAVFAC Southeast 
310 John Towers Road 
Pensacola, Florida 32508-5303 
 
RE: DHR Project File No.: 2021-7309 

Hurricane Sally Repairs to Building 1534 
Naval Air Station Pensacola, Escambia County 

 
Dear Ms. Williams-Hannah: 
 
The Florida State Historic Preservation Officer reviewed the referenced project for possible effects on 
historic properties listed, or eligible for listing, in the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 1534 (8ES1791) is a contributing resource to the Fort Barrancas Cantonment Historic 
District (8ES3445), which has been previously determined to meet the criteria for listing in the National 
Register. The Navy proposes to replace the existing 3-tab shingles roof with architectural shingles, replace 
two entrance canopies, missing dormer siding and interior work. Based on the information provided, this 
office concurs with your finding that the proposed undertaking should have "No Adverse Effect" on the 
historic character of Building 1534 or the district with the following conditions: 
 

 All work will be in accordance with the recommended approaches as set forth in the Secretary of the 
Interior's Standards for Rehabilitation and Guidelines for Rehabilitating Historic Buildings. 

 Architectural features indicative of the building and the historic district will be maintained. 
 Plans and drawings will be submitted to this office for review and approval.   

 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
Timothy A. Parsons, Ph.D. 
Director, Division of Historical Resources 
and State Historic Preservation Officer 



From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
To: Edwards, Scott (Scott.Edwards@DOS.MyFlorida.com)
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA)
Subject: NAS Pensacola Hurricane Sally Repairs Building 1538
Date: Wednesday, November 24, 2021 9:32:00
Attachments: Enclosure 1. Building 1538 Location.pdf

Enclosure 2. Building 1538 Scope of Work.pdf
Enclosure 3. Consultation for Building 633 (Annapolis of the Air HD) & Building 38 (Pensacola Naval Air Station
HD) Architectural Shingles to Replace 3-Tab Shingles.pdf

Scott,

Please regard this email as a formal invitation to consult under Section 106 of the NHPA.

NAS Pensacola and environs have been recovering from the effects of Hurricane Sally since landfall occurred on
September 16, 2020.  Initial building assessments have resulted in scopes of work for repairs that will be utilized to
solicit design/build proposals to complete the work.  Constructed in 1903, Building 1538 (8ES1793) is National
Register of Historic Places (NRHP)-eligible and located within the Fort Barrancas Cantonment Historic District,
8ES3445 (Enclosure 1).   Building 1538 is currently as the Pest Control facility.

Building 1538 requires a roof replacement and interior repairs (Enclosure 2). We recently consulted on replacing the
existing 3-tab shingle roof with an architectural shingle roof on Building 38 (constructed in 1882) within the
Pensacola Naval Air Station Historic District (HD) and buildings within the Annapolis of the Air HD at NASP
(Enclosure 3).  As a result, NASP proposes to replace the existing 3-tab shingle roof with architectural shingles that
match the current shingle color and will afford greater protection to the facility.  The adjacent vehicle canopy, a non-
contributing resource, requires repair/replacement.  All work will be conducted according to the Secretary of the
Interior's Standards for the Treatment of Historic Properties (SOI Standards).  After contract award, the Navy will
review the design submittals to ensure that in-kind replacement is achieved and consult your office to garner
concurrence.

Since all work on Building 1538 will be accomplished per SOI Standards and architectural features will be
maintained, the Navy has concluded that the hurricane repairs of Building 1538 warrant a finding of NO ADVERSE
EFFECT.

I look forward to your review and concurrence at your earliest opportunity.

Respectfully,
Carrie

Carrie Williams-Hannah
Cultural Resources Manager
NAVFAC Southeast
NAS Pensacola Public Works Department
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601

mailto:carrie.a.williams-hannah.civ@us.navy.mil
mailto:Scott.Edwards@DOS.MyFlorida.com
mailto:leonard.e.winter2.civ@us.navy.mil



Enclosure 1 .  Bu i ld ing 1538  Locat ion


Source: Esri, Maxar, GeoEye, Earthstar Geographics, CNES/Airbus DS,
USDA, USGS, AeroGRID, IGN, and the GIS User Community
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DRAFT
Detailed Facility Assessment Report 


1538 - PEST CONTROL FACILITY


Prepared for: 


Prepared by: 


NAVFAC Southeast 
NAS Pensacola


AECOM
7650 West Courtney 
Campbell Causeway
Tampa, FL 33607


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B102001 - STRUCTURAL FRAME


B1020 - ROOF CONSTRUCTION


HEAVY TIMBER TRUSSES


Christopher.sharp@aecom.com 3/18/2021Surveyed by:


B - SHELL B10 - SUPERSTRUCTURE


1538 - PEST CONTROL FACILITY


Comments: Gable end trusses are laterally unbraced. Bracing missing or damaged from wind force


Location: Roof


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Vehicle canopy, Wood gable trusses and beamAsset Level


Room Type: Other


Room #: Exterior vehicle canopy


SFType: Broken


Action: Major repair


Quanty: 20Room #: Exterior vehicle canopy


Location: Other


Provide 2X4 or 2X6 lateral wood bracing along top and bottom chord of 
gable end truss (both ends of canopy)


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B102001 - STRUCTURAL FRAME


B1020 - ROOF CONSTRUCTION


HEAVY TIMBER TRUSSES


Christopher.sharp@aecom.com 3/18/2021Surveyed by:


B - SHELL B10 - SUPERSTRUCTURE


1538 - PEST CONTROL FACILITY


SFType: Broken


Action: Minor repair


Quanty: 5Room #: Exterior vehicle canopy


Location: Other


Repair cracked triple 2x12 wood beams at front of canopy, both sides


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B201001 - EXTERIOR CLOSURE


B2010 - EXTERIOR WALLS


SIDING


Jeff.harner@aecom.com 3/19/2021Surveyed by:


B - SHELL B20 - EXTERIOR ENCLOSURES


1538 - PEST CONTROL FACILITY


Comments: 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Plywood siding at truck canopy Asset Level


Room Type: Other


Room #:


SFType: Broken


Action: Replace


Quanty: 250Room #:


Location: Other


Siding damaged and missing on both sides of canopy, replace in entirety. 


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B201005 - EXTERIOR LOUVERS & SCREENS


B2010 - EXTERIOR WALLS


LOUVERED EQUIPMENT ENCLOSURES


Jeff.harner@aecom.com 3/19/2021Surveyed by:


B - SHELL B20 - EXTERIOR ENCLOSURES


1538 - PEST CONTROL FACILITY


Comments: 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Louver vent missing on west side of canopyAsset Level


Room Type: Other


Room #:


SFType: Missing


Action: Install


Quanty: 4Room #:


Location: Other


Install new vent to match opposite side.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301001 - STEEP SLOPE ROOF SYSTEMS


B3010 - ROOF COVERINGS


ROOFING SHINGLES AND SHAKES


Connor.young@aecom.com 3/19/2021Surveyed by:


B - SHELL B30 - ROOFING


1538 - PEST CONTROL FACILITY


Comments: Interior leaks noted, almost 50% of roof is covered with temp cover. Further inspection of actual 
damaged sf should be assessed 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Damaged roof Asset Level


Room Type: Other


Room #:


SFType: Broken


Action: Minor repair


Quanty: 3450Room #:


Location: Other


Total amount of roof under temp cover


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C303001 - ACOUSTICAL CEILING TILES & PANELS


C3030 - CEILING FINISHES Carlton.gotdon@aecom.com 3/18/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


1538 - PEST CONTROL FACILITY


Comments: 


Location: Site


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Ceiling tilesAsset Level


Room Type: Office


Room #:


SFType: Leaking


Action: Replace


Quanty: 8Room #:


Location: Office


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C303002 - GYPSUM WALLBOARD CEILING FINISHES


C3030 - CEILING FINISHES Carlton.gotdon@aecom.com 3/18/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


1538 - PEST CONTROL FACILITY


Comments: 


Location: Site


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Gypsum ceiling board Asset Level


Room Type: Office


Room #:


SFType: Bubbling


Action: Minor repair


Quanty: 40Room #:


Location: Office


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 
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Mr. Len Winter                     October 16, 2018 
Historic Preservation Officer 
Cultural Resources Section Head 
NAVFAC SE 
Box 30/BLDG 135N 
NAS Jacksonville 
Jacksonville, Florida 32212 
 
 
Re: DHR Project No.: 2018-5200 


Proposed Roof Replacement on Building 38   
Naval Air Station Pensacola, Escambia County 


 
 
Dear Mr. Winter: 
 
The Florida State Historic Preservation Officer reviewed the referenced projects for possible effects on 
historic properties listed, or eligible for listing, on the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 38 (8ES1863) is a contributing resource to the Pensacola Naval Air Station National 
Historic Landmark District (8ES103).  
 
Based on the information provided, this office concurs that the proposed undertaking will have no 
adverse effect on the historic character of the building or district 
 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
 
Timothy A. Parsons, Ph.D., RPA 
Director, Division of Historical Resources 
and State Historic Preservation Officer 







From: Winter, Len E CIV NAVFAC SE, JAXS
To: Williams, Carrie A CIV NAVFAC SE, PWD Pensacola
Cc: Covington, Donna J CIV NAVFAC SE
Subject: FW: NAS PENSACOLA - BLDG 38
Date: Tuesday, October 16, 2018 9:46:57
Attachments: 2018 5200 - 106 NAVY nasp pensacola.pdf


SEE ATTACHED.


-----Original Message-----
From: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com>
Sent: Tuesday, October 16, 2018 10:32 AM
To: Winter, Len E CIV NAVFAC SE, JAXS <len.winter@navy.mil>
Subject: [Non-DoD Source] RE: NAS PENSACOLA - BLDG 38


Please see the attached letter from the Florida Historic Preservation Office.


Scott


-----Original Message-----
From: Winter, Len E CIV NAVFAC SE, JAXS [mailto:len.winter@navy.mil]
Sent: Friday, September 21, 2018 12:18 PM
To: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com>
Subject: NAS PENSACOLA - BLDG 38


Scott,


NASP is proposing to replace aged three-tab shingles with new architectural shingles on BLDG 38.


BLDG 38, constructed in 1882, serves as the PORT OPERATIONS ADMINSTRATION/SHOPS building
(Enclosure 1).  It is a contributing resource of the Pensacola Naval Air Station Historic District which qualifies as a
National Historic Landmark.  It is identified as FMSF 8ES01863 and has been the subject of HABS documentation
(Call #: HABS, FLA, 17-PENSA, 74; Survey #: HABS FL-241).


BLDG 38 is currently covered with light gray 3-tab shingles.  The Navy proposes to replace the 3-tab shingles with
color-matched Pinnacle Pristine architectural shingles (Enclosure 2) manufactured by Atlas.


The Navy submits that the installation of architectural shingles does not incur effects on the NHL-contributing
property and that the replacement project warrants a finding of NO ADVERSE EFFECT.


We look forward to your response via email.


Thank you as always for supporting the Navy mission in Florida.


Len


Len Winter
Historic Preservation Officer
Cultural Resources Section Head
NAVFAC SE
BOX 30/BLDG 135N
NAS Jacksonville
Jacksonville, FL  32212
COMM: 904-542-1410



mailto:len.winter@navy.mil

mailto:carrie.williamshanna@navy.mil

mailto:donna.covington@navy.mil

mailto:len.winter@navy.mil
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Mr. Len Winter                     October 16, 2018 
Historic Preservation Officer 
Cultural Resources Section Head 
NAVFAC SE 
Box 30/BLDG 135N 
NAS Jacksonville 
Jacksonville, Florida 32212 
 
 
Re: DHR Project No.: 2018-5200 



Proposed Roof Replacement on Building 38   
Naval Air Station Pensacola, Escambia County 



 
 
Dear Mr. Winter: 
 
The Florida State Historic Preservation Officer reviewed the referenced projects for possible effects on 
historic properties listed, or eligible for listing, on the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 38 (8ES1863) is a contributing resource to the Pensacola Naval Air Station National 
Historic Landmark District (8ES103).  
 
Based on the information provided, this office concurs that the proposed undertaking will have no 
adverse effect on the historic character of the building or district 
 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
 
Timothy A. Parsons, Ph.D., RPA 
Director, Division of Historical Resources 
and State Historic Preservation Officer 












The Department of State is committed to excellence.
Please take our Customer Satisfaction Survey<http://survey.dos.state.fl.us/index.aspx?
email=Scott.Edwards@DOS.MyFlorida.com>.



http://survey.dos.state.fl.us/index.aspx?email=Scott.Edwards@DOS.MyFlorida.com

http://survey.dos.state.fl.us/index.aspx?email=Scott.Edwards@DOS.MyFlorida.com





From: Edwards, Scott
To: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA)
Subject: [Non-DoD Source] RE: SHPO Review of Building 633
Date: Friday, December 11, 2020 15:04:06
Attachments: image003.png
Importance: High


Carrie and Len, based on the additional information provided (images of architectural shingles
currently on Bldg. 38), this office concurs that the proposed undertaking will have no adverse effect
on the historic character of the building or the Annapolis of the Air Historic District.
 
 
-Scott
 
 


From: Edwards, Scott 
Sent: Wednesday, December 9, 2020 9:47 AM
To: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
<carrie.williamshanna@navy.mil>
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA) <len.winter@navy.mil>
Subject: RE: SHPO Review of Building 633
 
Carrie, the replacement 3-tab to architectural shingles would impart a significant visual change to
the historic building and potentially result in an adverse effect.
 
We recommend replacing the existing roof in-kind with asphalt shingles (see example below) in
order to maintain the historic character and appearance of the building.
 
-Scott
 
 



mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:carrie.williamshanna@navy.mil

mailto:len.winter@navy.mil







 
 
 
 
 


From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
[mailto:carrie.williamshanna@navy.mil] 
Sent: Friday, December 4, 2020 10:10 AM
To: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com>
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA) <len.winter@navy.mil>
Subject: RE: SHPO Review of Building 633
 


The attachments/links in this message have been scanned by Proofpoint.


Good Morning Scott,
 
I am emailing to follow up on consultation for the proposed roof replacement from 3-tab to
architectural shingle.  Please let me know if you need additional photographs or product
information.  I hope all is well, and look forward to hearing from you!!
 
Respectfully,
Carrie
 
Carrie Williams-Hannah
Cultural Resources Manager 
NAVFAC Southeast
NAS Pensacola Public Works Department 
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601
 
 
 


From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA) 
Sent: Thursday, November 05, 2020 9:17 AM
To: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com>
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA) <len.winter@navy.mil>
Subject: RE: SHPO Review of Building 633
 
Scott,
 
As requested, attached are two photos of B633 showing a light color 3-tab shingle along with a
photo sample from the manufacturer’s website showing a comparable “Shasta White” color



mailto:carrie.williamshanna@navy.mil

mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:len.winter@navy.mil

mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:len.winter@navy.mil





architectural shingle.  Please let me know if you need additional information!
 
Respectfully,
Carrie
 
Carrie Williams-Hannah
Cultural Resources Manager 
NAVFAC Southeast
NAS Pensacola Public Works Department 
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601
 
 
 


From: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com> 
Sent: Thursday, November 05, 2020 6:33 AM
To: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
<carrie.williamshanna@navy.mil>
Subject: [Non-DoD Source] RE: SHPO Review of Building 633
 
Good morning Carrie.  Can you please send me an example/images of the new shingles along
with the old 3 tab.
 
-Scott
 


From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
[mailto:carrie.williamshanna@navy.mil] 
Sent: Thursday, November 5, 2020 7:28 AM
To: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com>
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA) <len.winter@navy.mil>
Subject: RE: SHPO Review of Building 633
 


The attachments/links in this message have been scanned by Proofpoint.


Scott,
 
I hope this finds you well!  The Navy has allotted additional funding to replace the roof at Building
633 as part of the renovation resulting from the 6 December 2019 active shooter incident.  This
email
serves to continue our consultation as new efforts are proposed.  Currently, we have a three-tab
shingle roofs installed on all our buildings in the Annapolis of the Air Historic District post-Hurricane



mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:carrie.williamshanna@navy.mil

mailto:carrie.williamshanna@navy.mil

mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:len.winter@navy.mil





Ivan in 2004.  Since
architectural shingles are more durable and provide a longer warranty, NASP would like to move
away from the three-tab to the architectural shingle.  The appearance is slightly different, however it
does not clash with the appearance of the historic facilities in the Historic District, but rather
compliments as much, if not better than the three-tab shingle.  The Navy has determined that the
roof replacement from a three-tab to an architectural shingle will not adversely affect Building 633
or the Annapolis of the Air Historic District.  Over time, as three-tab roofs need replacing, all the
facilities in the Historic District will be replaced with architectural shingles.
 
We look forward to your review and concurrence at your earliest opportunity.
 
Respectfully,
Carrie
 
Carrie Williams-Hannah
Cultural Resources Manager 
NAVFAC Southeast
NAS Pensacola Public Works Department 
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601
 
 


From: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com> 
Sent: Thursday, April 30, 2020 7:21 AM
To: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
<carrie.williamshanna@navy.mil>
Subject: [Non-DoD Source] SHPO Review of Building 633
 
Please see the attached letter from the Florida State Historic Preservation Office.
 
-Scott
 
Scott Edwards
Historic Preservationist and Florida Historic Golf Trail Coordinator | Bureau of Historic Preservation |
Division of Historical Resources | Florida Department of State | 500 South Bronough Street |
Tallahassee, Florida 32399 | 850.245.6369 | 1.800.847.7278 | www.flheritage.com and
www.floridahistoricgolftrail.com
 



mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:carrie.williamshanna@navy.mil

https://no-click.mil/?http://www.flheritage.com/

https://no-click.mil/?http://www.floridahistoricgolftrail.com/





 





		Building 38 Roof Consultation

		2018 5200 - 106 NAVY nasp pensacola_B. 38 Roof Replacement

		FW_ NAS PENSACOLA - BLDG 38_SHPO Consult_21 Sept 18



		Enclosure 3. Consultation for Building 633 (Annapolis of the Air HD) Architectural Shingles to Replace 3-Tab Shingles
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Carrie Williams-Hannah, M.A.                December 13, 2021 
NAVFAC Southeast 
310 John Towers Road 
Pensacola, Florida 32508-5303 
 
RE: DHR Project File No.: 2021-7312 

Hurricane Sally Repairs to Building 1538 
Naval Air Station Pensacola, Escambia County 

 
Dear Ms. Williams-Hannah: 
 
The Florida State Historic Preservation Officer reviewed the referenced project for possible effects on 
historic properties listed, or eligible for listing, in the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 1538 (8ES1793) is a contributing resource to the Fort Barrancas Cantonment Historic 
District (8ES3445), which has been previously determined to meet the criteria for listing in the National 
Register. The Navy proposes to replace the existing 3-tab shingles roof with architectural shingles and 
repair/replace the adjacent non-contributing vehicle canopy. Based on the information provided, this office 
concurs with your finding that the proposed undertaking should have "No Adverse Effect" on the historic 
character of Building 1538 or the district with the following conditions: 
 

 All work will be in accordance with the recommended approaches as set forth in the Secretary of the 
Interior's Standards for Rehabilitation and Guidelines for Rehabilitating Historic Buildings. 

 Architectural features indicative of the building and the historic district will be maintained. 
 Plans and drawings will be submitted to this office for review and approval.   

 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
Timothy A. Parsons, Ph.D. 
Director, Division of Historical Resources 
and State Historic Preservation Officer 



From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
To: Edwards, Scott (Scott.Edwards@DOS.MyFlorida.com)
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA)
Subject: NAS Pensacola Hurricane Sally Repairs Building 1565
Date: Wednesday, November 24, 2021 7:49:00
Attachments: Enclosure 1. Building 1565 Location.pdf

Enclosure 2. Building 1565 Scope of Work.pdf

Scott,

Please regard this email as a formal invitation to consult under Section 106 of the NHPA.

NAS Pensacola and environs have been recovering from the effects of Hurricane Sally since landfall occurred on
September 16, 2020.  Initial building assessments have resulted in scopes of work for repairs that will be utilized to
solicit design/build proposals to complete the work.  Constructed in 1907, Building 1565 (8ES1795) is National
Register of Historic Places (NRHP)-eligible and located within the Fort Barrancas Cantonment Historic District,
8ES3445 (Enclosure 1).   Building 1565 is a storage facility.

Building 1565 requires the replacement of missing asbestos siding and six broken windows (Enclosure 2). All work
will be conducted according to the Secretary of the Interior's Standards for the Treatment of Historic Properties (SOI
Standards).  After contract award, the Navy will review the design submittals to ensure that in-kind replacement is
achieved and consult your office to garner concurrence.

Since all work on Building 1565 will be accomplished per SOI Standards and architectural features will be
maintained, the Navy has concluded that the hurricane repairs of Building 1565 warrant a finding of NO ADVERSE
EFFECT.

I look forward to your review and concurrence at your earliest opportunity.

Respectfully,
Carrie

Carrie Williams-Hannah
Cultural Resources Manager
NAVFAC Southeast
NAS Pensacola Public Works Department

mailto:carrie.a.williams-hannah.civ@us.navy.mil
mailto:Scott.Edwards@DOS.MyFlorida.com
mailto:leonard.e.winter2.civ@us.navy.mil



Enclosure 1 .  Bu i ld ing 1565  Locat ion


Source: Esri, Maxar, GeoEye, Earthstar Geographics, CNES/Airbus DS,
USDA, USGS, AeroGRID, IGN, and the GIS User Community


0 0.55 1.10.28 mi


0 0.85 1.70.42 km


1:36,112


FOR OFFICIAL USE ONLY
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DRAFT
Detailed Facility Assessment Report 


1565 - STOREHOUSE


Prepared for: 


Prepared by: 


NAVFAC Southeast 
NAS Pensacola


AECOM
7650 West Courtney 
Campbell Causeway
Tampa, FL 33607


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B2010 - EXTERIOR WALLS marilou.vangee@aecom.com 3/11/2021Surveyed by:


B - SHELL B20 - EXTERIOR ENCLOSURES


1565 - STOREHOUSE


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Asset Level


Room Type: Other


Room #:


SFType: Broken


Action: Replace


Quanty: 300Room #:


Location:


Replacement of 1'x3' Asbestos cement shingles on exterior wall


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B202001 - WINDOWS


B2020 - EXTERIOR WINDOWS marilou.vangee@aecom.com 3/11/2021Surveyed by:


B - SHELL B20 - EXTERIOR ENCLOSURES


1565 - STOREHOUSE


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: Other


Room #:


SFType: Broken


Action: Replace


Quanty: 6Room #:


Location: 1st


(6) 3x3 Damaged due to wind debris.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 
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Carrie Williams-Hannah, M.A.                December 13, 2021 
NAVFAC Southeast 
310 John Towers Road 
Pensacola, Florida 32508-5303 
 
RE: DHR Project File No.: 2021-7310 

Hurricane Sally Repairs to Building 1565 
Naval Air Station Pensacola, Escambia County 

 
Dear Ms. Williams-Hannah: 
 
The Florida State Historic Preservation Officer reviewed the referenced project for possible effects on 
historic properties listed, or eligible for listing, in the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 1565 (8ES1795) is a contributing resource to the Fort Barrancas Cantonment 
Historic District (8ES3445), which has been previously determined to meet the criteria for listing in the 
National Register. The Navy proposes to replace missing asbestos siding and six broken windows. Based 
on the information provided, this office concurs with your finding that the proposed undertaking should 
have "No Adverse Effect" on the historic character of Building 1565 or the district with the following 
conditions: 
 

 All work will be in accordance with the recommended approaches as set forth in the Secretary of 
the Interior's Standards for Rehabilitation and Guidelines for Rehabilitating Historic Buildings. 

 Architectural features indicative of the building and the historic district will be maintained. 
 Plans and drawings will be submitted to this office for review and approval.   

 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
Timothy A. Parsons, Ph.D. 
Director, Division of Historical Resources 
and State Historic Preservation Officer 



From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
To: Edwards, Scott (Scott.Edwards@DOS.MyFlorida.com)
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA)
Subject: NAS Pensacola Hurricane Sally Repairs Building 1579
Date: Wednesday, November 24, 2021 8:09:00
Attachments: Enclosure 1. Building 1579 Location.pdf

Enclosure 2. Building 1579 Scope of Work.pdf
Enclosure 3. Consultation for Building 633 (Annapolis of the Air HD) & Building 38 (Pensacola Naval Air Station
HD) Architectural Shingles to Replace 3-Tab Shingles.pdf

Scott,

Please regard this email as a formal invitation to consult under Section 106 of the NHPA.

NAS Pensacola and environs have been recovering from the effects of Hurricane Sally since landfall occurred on
September 16, 2020.  Initial building assessments have resulted in scopes of work for repairs that will be utilized to
solicit design/build proposals to complete the work.  Constructed in 1870, Building 1579 is National Register of
Historic Places (NRHP)-eligible and located within the Fort Barrancas Cantonment Historic District, 8ES3445
(Enclosure 1).   Building 1579 is a storage facility.

Building 1579 requires a roof replacement (Enclosure 2). We recently consulted on replacing the existing 3-tab
shingle roof with an architectural shingle roof on Building 38 (constructed in 1882) within the Pensacola Naval Air
Station Historic District (HD) and buildings within the Annapolis of the Air HD at NASP (Enclosure 3).  As a
result, NASP proposes to replace the existing 3-tab shingle roof with architectural shingles that match the current
shingle color and will afford greater protection to the facility.  The entrance canopy needs to be repaired, as well as
the hand railing at the rear entrance.  Three windows require replacement, and areas of the asbestos siding need to be
repaired or replaced.  The remaining work is interior.  All work will be conducted according to the Secretary of the
Interior's Standards for the Treatment of Historic Properties (SOI Standards).  After contract award, the Navy will
review the design submittals to ensure that in-kind replacement is achieved and consult your office to garner
concurrence.

Since all work on Building 1579 will be accomplished per SOI Standards and architectural features will be
maintained, the Navy has concluded that the hurricane repairs of Building 1579 warrant a finding of NO ADVERSE
EFFECT.

I look forward to your review and concurrence at your earliest opportunity.

Respectfully,
Carrie

Carrie Williams-Hannah
Cultural Resources Manager
NAVFAC Southeast
NAS Pensacola Public Works Department
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601

mailto:carrie.a.williams-hannah.civ@us.navy.mil
mailto:Scott.Edwards@DOS.MyFlorida.com
mailto:leonard.e.winter2.civ@us.navy.mil



Enclosure 1 .  Bu i ld ing 1579  Locat ion


Source: Esri, Maxar, GeoEye, Earthstar Geographics, CNES/Airbus DS,
USDA, USGS, AeroGRID, IGN, and the GIS User Community


0 0.55 1.10.28 mi


0 0.85 1.70.42 km


1:36,112


FOR OFFICIAL USE ONLY
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DRAFT
Detailed Facility Assessment Report 


1579 - STORAGE


Prepared for: 


Prepared by: 


NAVFAC Southeast 
NAS Pensacola


AECOM
7650 West Courtney 
Campbell Causeway
Tampa, FL 33607


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B102001 - STRUCTURAL FRAME


B1020 - ROOF CONSTRUCTION


WOOD FRAMING


Christopher.sharp@aecom.com 3/18/2021Surveyed by:


B - SHELL B10 - SUPERSTRUCTURE


1579 - STORAGE


Comments: Wood framed entrance canopy wobbly, loose and not securely connected to buildings exterior wall 
for stability, could be damaged from a combination of wind force or poor construction


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Wood framed entrance canopy and wood railingAsset Level


Room Type: Other


Room #:


SFType: Loose


Action: Replace


Quanty: 40Room #:


Location: Other


Repair of replace wood framed entrance canopy with (4) 4x4 wood posts 
and (4) 2x8 wood rafters


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B102001 - STRUCTURAL FRAME


B1020 - ROOF CONSTRUCTION


WOOD FRAMING


Christopher.sharp@aecom.com 3/18/2021Surveyed by:


B - SHELL B10 - SUPERSTRUCTURE


1579 - STORAGE


SFType: Broken


Action: Replace


Quanty: 15Room #:


Location: Other


Wood framed hand railing and post (15 linear feet total)


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B201001 - EXTERIOR CLOSURE


B2010 - EXTERIOR WALLS


SIDING


Connor.young@aecom.com 3/19/2021Surveyed by:


B - SHELL B20 - EXTERIOR ENCLOSURES


1579 - STORAGE


Comments: ***Suspect siding material 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Damaged Lower Portion of Siding Asset Level


Room Type: Storage


Room #:


SFType: Broken


Action: Replace


Quanty: 250Room #:


Location: Storage


Lower portion of siding damaged, and many fragments remain on site. 
Hazmat indicated material may contain aesbestos 


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B202001 - WINDOWS


B2020 - EXTERIOR WINDOWS


EXTERIOR OPERATING WINDOWS


Connor.young@aecom.com 3/19/2021Surveyed by:


B - SHELL B20 - EXTERIOR ENCLOSURES


1579 - STORAGE


Comments: 3 damaged windows, glass on site 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Damaged exterior windowsAsset Level


Room Type: Other


Room #:


SFType: Broken


Action: Replace


Quanty: 3Room #:


Location: Other


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301001 - STEEP SLOPE ROOF SYSTEMS


B3010 - ROOF COVERINGS


ROOFING SHINGLES AND SHAKES


Jeff.harner@aecom.com 3/19/2021Surveyed by:


B - SHELL B30 - ROOFING


1579 - STORAGE


Comments: 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Roof shingles with full patchAsset Level


Room Type: Other


Room #:


SFType: Broken


Action: Replace


Quanty: 3800Room #:


Location: Other


100% of roof is patched, needs full roof replacement. 


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C303001 - ACOUSTICAL CEILING TILES & PANELS


C3030 - CEILING FINISHES Carlton.gordon@aecom.com 3/18/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


1579 - STORAGE


Comments: 


Location: Site


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Ceiling tilesAsset Level


Room Type: Storage


Room #: Office 


SFType: Leaking


Action: Minor repair


Quanty: 12Room #: Office 


Location: Storage


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 
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Mr. Len Winter                     October 16, 2018 
Historic Preservation Officer 
Cultural Resources Section Head 
NAVFAC SE 
Box 30/BLDG 135N 
NAS Jacksonville 
Jacksonville, Florida 32212 
 
 
Re: DHR Project No.: 2018-5200 


Proposed Roof Replacement on Building 38   
Naval Air Station Pensacola, Escambia County 


 
 
Dear Mr. Winter: 
 
The Florida State Historic Preservation Officer reviewed the referenced projects for possible effects on 
historic properties listed, or eligible for listing, on the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 38 (8ES1863) is a contributing resource to the Pensacola Naval Air Station National 
Historic Landmark District (8ES103).  
 
Based on the information provided, this office concurs that the proposed undertaking will have no 
adverse effect on the historic character of the building or district 
 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
 
Timothy A. Parsons, Ph.D., RPA 
Director, Division of Historical Resources 
and State Historic Preservation Officer 







From: Winter, Len E CIV NAVFAC SE, JAXS
To: Williams, Carrie A CIV NAVFAC SE, PWD Pensacola
Cc: Covington, Donna J CIV NAVFAC SE
Subject: FW: NAS PENSACOLA - BLDG 38
Date: Tuesday, October 16, 2018 9:46:57
Attachments: 2018 5200 - 106 NAVY nasp pensacola.pdf


SEE ATTACHED.


-----Original Message-----
From: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com>
Sent: Tuesday, October 16, 2018 10:32 AM
To: Winter, Len E CIV NAVFAC SE, JAXS <len.winter@navy.mil>
Subject: [Non-DoD Source] RE: NAS PENSACOLA - BLDG 38


Please see the attached letter from the Florida Historic Preservation Office.


Scott


-----Original Message-----
From: Winter, Len E CIV NAVFAC SE, JAXS [mailto:len.winter@navy.mil]
Sent: Friday, September 21, 2018 12:18 PM
To: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com>
Subject: NAS PENSACOLA - BLDG 38


Scott,


NASP is proposing to replace aged three-tab shingles with new architectural shingles on BLDG 38.


BLDG 38, constructed in 1882, serves as the PORT OPERATIONS ADMINSTRATION/SHOPS building
(Enclosure 1).  It is a contributing resource of the Pensacola Naval Air Station Historic District which qualifies as a
National Historic Landmark.  It is identified as FMSF 8ES01863 and has been the subject of HABS documentation
(Call #: HABS, FLA, 17-PENSA, 74; Survey #: HABS FL-241).


BLDG 38 is currently covered with light gray 3-tab shingles.  The Navy proposes to replace the 3-tab shingles with
color-matched Pinnacle Pristine architectural shingles (Enclosure 2) manufactured by Atlas.


The Navy submits that the installation of architectural shingles does not incur effects on the NHL-contributing
property and that the replacement project warrants a finding of NO ADVERSE EFFECT.


We look forward to your response via email.


Thank you as always for supporting the Navy mission in Florida.


Len


Len Winter
Historic Preservation Officer
Cultural Resources Section Head
NAVFAC SE
BOX 30/BLDG 135N
NAS Jacksonville
Jacksonville, FL  32212
COMM: 904-542-1410



mailto:len.winter@navy.mil

mailto:carrie.williamshanna@navy.mil

mailto:donna.covington@navy.mil

mailto:len.winter@navy.mil
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Mr. Len Winter                     October 16, 2018 
Historic Preservation Officer 
Cultural Resources Section Head 
NAVFAC SE 
Box 30/BLDG 135N 
NAS Jacksonville 
Jacksonville, Florida 32212 
 
 
Re: DHR Project No.: 2018-5200 



Proposed Roof Replacement on Building 38   
Naval Air Station Pensacola, Escambia County 



 
 
Dear Mr. Winter: 
 
The Florida State Historic Preservation Officer reviewed the referenced projects for possible effects on 
historic properties listed, or eligible for listing, on the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 38 (8ES1863) is a contributing resource to the Pensacola Naval Air Station National 
Historic Landmark District (8ES103).  
 
Based on the information provided, this office concurs that the proposed undertaking will have no 
adverse effect on the historic character of the building or district 
 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
 
Timothy A. Parsons, Ph.D., RPA 
Director, Division of Historical Resources 
and State Historic Preservation Officer 












The Department of State is committed to excellence.
Please take our Customer Satisfaction Survey<http://survey.dos.state.fl.us/index.aspx?
email=Scott.Edwards@DOS.MyFlorida.com>.



http://survey.dos.state.fl.us/index.aspx?email=Scott.Edwards@DOS.MyFlorida.com

http://survey.dos.state.fl.us/index.aspx?email=Scott.Edwards@DOS.MyFlorida.com





From: Edwards, Scott
To: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA)
Subject: [Non-DoD Source] RE: SHPO Review of Building 633
Date: Friday, December 11, 2020 15:04:06
Attachments: image003.png
Importance: High


Carrie and Len, based on the additional information provided (images of architectural shingles
currently on Bldg. 38), this office concurs that the proposed undertaking will have no adverse effect
on the historic character of the building or the Annapolis of the Air Historic District.
 
 
-Scott
 
 


From: Edwards, Scott 
Sent: Wednesday, December 9, 2020 9:47 AM
To: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
<carrie.williamshanna@navy.mil>
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA) <len.winter@navy.mil>
Subject: RE: SHPO Review of Building 633
 
Carrie, the replacement 3-tab to architectural shingles would impart a significant visual change to
the historic building and potentially result in an adverse effect.
 
We recommend replacing the existing roof in-kind with asphalt shingles (see example below) in
order to maintain the historic character and appearance of the building.
 
-Scott
 
 



mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:carrie.williamshanna@navy.mil

mailto:len.winter@navy.mil







 
 
 
 
 


From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
[mailto:carrie.williamshanna@navy.mil] 
Sent: Friday, December 4, 2020 10:10 AM
To: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com>
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA) <len.winter@navy.mil>
Subject: RE: SHPO Review of Building 633
 


The attachments/links in this message have been scanned by Proofpoint.


Good Morning Scott,
 
I am emailing to follow up on consultation for the proposed roof replacement from 3-tab to
architectural shingle.  Please let me know if you need additional photographs or product
information.  I hope all is well, and look forward to hearing from you!!
 
Respectfully,
Carrie
 
Carrie Williams-Hannah
Cultural Resources Manager 
NAVFAC Southeast
NAS Pensacola Public Works Department 
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601
 
 
 


From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA) 
Sent: Thursday, November 05, 2020 9:17 AM
To: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com>
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA) <len.winter@navy.mil>
Subject: RE: SHPO Review of Building 633
 
Scott,
 
As requested, attached are two photos of B633 showing a light color 3-tab shingle along with a
photo sample from the manufacturer’s website showing a comparable “Shasta White” color



mailto:carrie.williamshanna@navy.mil

mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:len.winter@navy.mil

mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:len.winter@navy.mil





architectural shingle.  Please let me know if you need additional information!
 
Respectfully,
Carrie
 
Carrie Williams-Hannah
Cultural Resources Manager 
NAVFAC Southeast
NAS Pensacola Public Works Department 
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601
 
 
 


From: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com> 
Sent: Thursday, November 05, 2020 6:33 AM
To: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
<carrie.williamshanna@navy.mil>
Subject: [Non-DoD Source] RE: SHPO Review of Building 633
 
Good morning Carrie.  Can you please send me an example/images of the new shingles along
with the old 3 tab.
 
-Scott
 


From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
[mailto:carrie.williamshanna@navy.mil] 
Sent: Thursday, November 5, 2020 7:28 AM
To: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com>
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA) <len.winter@navy.mil>
Subject: RE: SHPO Review of Building 633
 


The attachments/links in this message have been scanned by Proofpoint.


Scott,
 
I hope this finds you well!  The Navy has allotted additional funding to replace the roof at Building
633 as part of the renovation resulting from the 6 December 2019 active shooter incident.  This
email
serves to continue our consultation as new efforts are proposed.  Currently, we have a three-tab
shingle roofs installed on all our buildings in the Annapolis of the Air Historic District post-Hurricane



mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:carrie.williamshanna@navy.mil

mailto:carrie.williamshanna@navy.mil

mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:len.winter@navy.mil





Ivan in 2004.  Since
architectural shingles are more durable and provide a longer warranty, NASP would like to move
away from the three-tab to the architectural shingle.  The appearance is slightly different, however it
does not clash with the appearance of the historic facilities in the Historic District, but rather
compliments as much, if not better than the three-tab shingle.  The Navy has determined that the
roof replacement from a three-tab to an architectural shingle will not adversely affect Building 633
or the Annapolis of the Air Historic District.  Over time, as three-tab roofs need replacing, all the
facilities in the Historic District will be replaced with architectural shingles.
 
We look forward to your review and concurrence at your earliest opportunity.
 
Respectfully,
Carrie
 
Carrie Williams-Hannah
Cultural Resources Manager 
NAVFAC Southeast
NAS Pensacola Public Works Department 
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601
 
 


From: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com> 
Sent: Thursday, April 30, 2020 7:21 AM
To: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
<carrie.williamshanna@navy.mil>
Subject: [Non-DoD Source] SHPO Review of Building 633
 
Please see the attached letter from the Florida State Historic Preservation Office.
 
-Scott
 
Scott Edwards
Historic Preservationist and Florida Historic Golf Trail Coordinator | Bureau of Historic Preservation |
Division of Historical Resources | Florida Department of State | 500 South Bronough Street |
Tallahassee, Florida 32399 | 850.245.6369 | 1.800.847.7278 | www.flheritage.com and
www.floridahistoricgolftrail.com
 



mailto:Scott.Edwards@DOS.MyFlorida.com

mailto:carrie.williamshanna@navy.mil

https://no-click.mil/?http://www.flheritage.com/

https://no-click.mil/?http://www.floridahistoricgolftrail.com/





 





		Building 38 Roof Consultation

		2018 5200 - 106 NAVY nasp pensacola_B. 38 Roof Replacement

		FW_ NAS PENSACOLA - BLDG 38_SHPO Consult_21 Sept 18



		Enclosure 3. Consultation for Building 633 (Annapolis of the Air HD) Architectural Shingles to Replace 3-Tab Shingles
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Carrie Williams-Hannah, M.A.                December 13, 2021 
NAVFAC Southeast 
310 John Towers Road 
Pensacola, Florida 32508-5303 
 
RE: DHR Project File No.: 2021-7311 

Hurricane Sally Repairs to Building 1579 
Naval Air Station Pensacola, Escambia County 

 
Dear Ms. Williams-Hannah: 
 
The Florida State Historic Preservation Officer reviewed the referenced project for possible effects on 
historic properties listed, or eligible for listing, in the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 1579 is a contributing resource to the Fort Barrancas Cantonment Historic District 
(8ES3445), which has been previously determined to meet the criteria for listing in the National Register. The 
Navy proposes to replace the existing 3-tab shingles roof with architectural shingles. The entrance canopy 
will be repaired, as well as the hand railing at the rear entrance. Three windows require replacement, and 
areas of the asbestos siding need to be repaired or replaced.  The remaining work is interior. 
 
Based on the information provided, this office concurs with your finding that the proposed undertaking 
should have "No Adverse Effect" on the historic character of Building 1579 or the district with the following 
conditions: 
 

 All work will be in accordance with the recommended approaches as set forth in the Secretary of the 
Interior's Standards for Rehabilitation and Guidelines for Rehabilitating Historic Buildings. 

 Architectural features indicative of the building and the historic district will be maintained. 
 Plans and drawings will be submitted to this office for review and approval.   

 
 
This office requests that Building 1579 be recorded on a current Florida Master Site File Historical Structure 
form. Current photographs and a location map for the property are needed to complete the form. A copy of 
the structure form and digital photograph requirements (New Photo Submission Policy) can be downloaded 
at www.flheritage.com/preservation/sitefile.   
 
 



Ms. Williams-Hannah 
DHR No.: 2021-7311 
December 13, 2021 
Page 2 of 2 

  

 
 
 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
Timothy A. Parsons, Ph.D. 
Director, Division of Historical Resources 
and State Historic Preservation Officer 



From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
To: Edwards, Scott (Scott.Edwards@DOS.MyFlorida.com)
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA)
Subject: NAS Pensacola Hurricane Sally Repairs Building 1811
Date: Tuesday, November 23, 2021 8:31:00
Attachments: Enclosure 1. Building 1811 Location.pdf

Enclosure 2. Building 1811 Scope of Work.pdf

Scott,

Please regard this email as a formal invitation to consult under Section 106 of the NHPA.

NAS Pensacola and environs have been recovering from the effects of Hurricane Sally since landfall occurred on
September 16, 2020.  Initial building assessments have resulted in scopes of work for repairs that will be utilized to
solicit design/build proposals to complete the work.  National Register of Historic Places (NRHP)-eligible Building
1811 (DHR Project file Number: 2011-2299-B) was constructed in 1956 as Aerospace Medical Testing Offices used
during the Space Race-era (Enclosure 1).  Building 1811 is partially utilized for office space.

Proposed work at Building 1811 includes the repair/replacement of the main entrance porch cover/roof (Enclosure
2).  Other repairs will be made to the flashing, trim, gutters and downspouts.  The remaining  work is interior.  All
work will be conducted according to the Secretary of the Interior's Standards for the Treatment of Historic
Properties (SOI Standards).  After contract award, the Navy will review the design submittals to ensure that in-kind
replacement is achieved and we will consult your office to garner concurrence. 

Since all work on Building 1811 will be accomplished per SOI Standards and architectural features indicative of the
building will be maintained, the Navy has concluded that the hurricane repairs of Building 1811 warrants a finding
of NO ADVERSE EFFECT.

I look forward to your review and concurrence at your earliest opportunity.

Respectfully,
Carrie

Carrie Williams-Hannah
Cultural Resources Manager
NAVFAC Southeast
NAS Pensacola Public Works Department
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601

mailto:carrie.a.williams-hannah.civ@us.navy.mil
mailto:Scott.Edwards@DOS.MyFlorida.com
mailto:leonard.e.winter2.civ@us.navy.mil
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DRAFT
Detailed Facility Assessment Report 


1811 - ADMINISTRATIVE OFFICE (VACANT)


Prepared for: 


Prepared by: 


NAVFAC Southeast 
NAS Pensacola


AECOM
7650 West Courtney 
Campbell Causeway
Tampa, FL 33607


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B102001 - STRUCTURAL FRAME


B1020 - ROOF CONSTRUCTION


ROOF JOISTS


Mike.coughlin1@aecom.com 3/10/2021Surveyed by:


B - SHELL B10 - SUPERSTRUCTURE


1811 - ADMINISTRATIVE OFFICE (VACANT)


Comments: Majority of porch roof joists, posts and roof deck are gone.


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Porch roof at main entranceAsset Level


Room Type: Other


Room #: Porch roof


SFType: Missing


Action: Replace


Quanty: 400Room #: Porch roof


Location: Other


Roof construction consists of 2x8 joists at 2’-0” oc, double 2x8 band joist, 
8x8 posts at 10’ on center (6 required). Dimensions: 8’ x 50’. Provide 3/4” 
tongue and groove plywood deck.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301004 - FLASHINGS & TRIM


B3010 - ROOF COVERINGS marilou.vangee@aecom.com 3/11/2021Surveyed by:


B - SHELL B30 - ROOFING


1811 - ADMINISTRATIVE OFFICE (VACANT)


Comments: 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: Other


Room #:


SFType: Leaking


Action: Replace


Quanty: 320Room #:


Location: Other


12” x 12” x 320 LF of roof  flashing around dome caused leak at ceiling 
below.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301004 - FLASHINGS & TRIM


B3010 - ROOF COVERINGS marilou.vangee@aecom.com 3/11/2021Surveyed by:


B - SHELL B30 - ROOFING


1811 - ADMINISTRATIVE OFFICE (VACANT)


Comments: Fascia flashing


Location: Roof


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: Other


Room #:


SFType: Missing


Action: Replace


Quanty: 120Room #:


Location: Other


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301005 - GUTTERS & DOWNSPOUTS


B3010 - ROOF COVERINGS marilou.vangee@aecom.com 3/11/2021Surveyed by:


B - SHELL B30 - ROOFING


1811 - ADMINISTRATIVE OFFICE (VACANT)


Comments: 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Asset Level


Room Type: Other


Room #:


LFType: Missing


Action: Replace


Quanty: 15Room #:


Location: Other


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C302004 - RESILIENT FLOOR FINISHES


C3020 - FLOOR FINISHES marilou.vangee@aecom.com 3/11/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


1811 - ADMINISTRATIVE OFFICE (VACANT)


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Asset Level


Room Type: Other


Room #:


SFType: Flooded


Action: Replace


Quanty: 14250Room #:


Location:


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C302005 - CARPETING


C3020 - FLOOR FINISHES marilou.vangee@aecom.com 3/11/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


1811 - ADMINISTRATIVE OFFICE (VACANT)


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Asset Level


Room Type: Other


Room #:


SFType: Deteriorated


Action: Replace


Quanty: 750Room #:


Location:


Appears due to flooding


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C303001 - ACOUSTICAL CEILING TILES & PANELS


C3030 - CEILING FINISHES marilou.vangee@aecom.com 3/11/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


1811 - ADMINISTRATIVE OFFICE (VACANT)


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Asset Level


Room Type: Other


Room #:


SFType: Deteriorated


Action: Replace


Quanty: 900Room #:


Location: Other


12x12 Ceiling T&G tiles


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C303090 - OTHER CEILING & CEILING FINISHES


C3030 - CEILING FINISHES


CEILING SOUND ISOLATION


marilou.vangee@aecom.com 3/11/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


1811 - ADMINISTRATIVE OFFICE (VACANT)


Comments: 12x12 T&G ceiling tiles


Location: 1st


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Asset Level


Room Type: Other


Room #:


SFType: Deteriorated


Action: Minor repair


Quanty: 900Room #:


Location:


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 
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Carrie Williams-Hannah, M.A.                  December 9, 2021 
NAVFAC Southeast 
310 John Towers Road 
Pensacola, Florida 32508-5303 
 
 
RE: DHR Project File No.: 2021-7211 

Hurricane Sally Repairs to Building 1811 
Naval Air Station Pensacola, Escambia County 

 
 
Dear Ms. Williams-Hannah: 
 
The Florida State Historic Preservation Officer reviewed the referenced project for possible effects on 
historic properties listed, or eligible for listing, in the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 1811 has been previously determined by this office to meet the criteria for listing in 
the National Register. 
 
The Navy proposes to repair/replace the main entrance porch cover/roof. Other repairs will be made to 
the flashing, trim, gutters and downspouts. Additional work will be conducted on the interior.   
 
Based on the information provided, this office concurs with your finding that the proposed undertaking 
should have "No Adverse Effect" on the historic character of Building 1811 with the following conditions: 
 

 All work will be in accordance with the recommended approaches as set forth in the Secretary of 
the Interior's Standards for Rehabilitation and Guidelines for Rehabilitating Historic Buildings. 

 Architectural features indicative of the building and the historic district will be maintained. 
 Plans and drawings will be submitted to this office for review and approval.   

 
This office requests that Building 1811 be recorded on a current Florida Master Site File Historical 
Structure form. Current photographs and a location map for the property are needed to complete the 
form. A copy of the structure form and digital photograph requirements (New Photo Submission Policy) 
can be downloaded at www.flheritage.com/preservation/sitefile.   
 
 



Ms. Williams-Hannah 
DHR No.: 2021-7211 
December 9, 2021 
Page 2 of 2 

  

 

 

 
 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
Timothy A. Parsons, Ph.D. 
Director, Division of Historical Resources 
and State Historic Preservation Officer 



From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
To: Edwards, Scott (Scott.Edwards@DOS.MyFlorida.com)
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA)
Subject: NAS Pensacola Hurricane Sally Repairs
Date: Monday, November 22, 2021 14:11:00
Attachments: Enclosure 1. Buildings 1982 Location.pdf

Enclosure 2. Building 1982 Scope of Work.pdf

Scott,

Please regard this email as a formal invitation to consult under Section 106 of the NHPA.

NAS Pensacola and environs have been recovering from the effects of Hurricane Sally since landfall occurred on
September 16, 2020.  Initial building assessments have resulted in scopes of work for repairs that will be utilized to
solicit design/build proposals to complete the work.  National Register of Historic Places (NRHP)-eligible Building
1982 was constructed in 1961 and is located within the Annapolis of the Air Historic District (Enclosure 1).  
Building 1982 serves as the Chapel.

Building 1982 requires the repair of the roof, a window louvre, and the flashing and trim at the base of the steeple
(Enclosure 2).  One decorative round window requires in-kind replacement., while the remainder of the work is
interior repair.  All work will be conducted according to the Secretary of the Interior's Standards for the Treatment
of Historic Properties (SOI Standards).  After contract award, the Navy will review the design submittals to ensure
that in-kind replacement is achieved and consult your office to garner concurrence.

Since all work on Building 1982 will be accomplished per SOI Standards and architectural features indicative of the
building and the historic district will be maintained, the Navy has concluded that the hurricane repairs of Building
1982 warrant a finding of NO ADVERSE EFFECT.

I look forward to your review and concurrence at your earliest opportunity.

Respectfully,
Carrie

Carrie Williams-Hannah
Cultural Resources Manager
NAVFAC Southeast
NAS Pensacola Public Works Department
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601

mailto:carrie.a.williams-hannah.civ@us.navy.mil
mailto:Scott.Edwards@DOS.MyFlorida.com
mailto:leonard.e.winter2.civ@us.navy.mil
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FINAL NASP ICRMP, FY 2015–2020 


Chapter 4 4-150 


 
Figure 4.8.  Annapolis of the Air Historic District, NASP. 












DRAFT
Detailed Facility Assessment Report 


1982 - MEMORIAL CHAPEL


Prepared for: 


Prepared by: 


NAVFAC Southeast 
NAS Pensacola


AECOM
7650 West Courtney 
Campbell Causeway
Tampa, FL 33607


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B202001 - WINDOWS


B2020 - EXTERIOR WINDOWS marilou.vangee@aecom.com 3/12/2021Surveyed by:


B - SHELL B20 - EXTERIOR ENCLOSURES


1982 - MEMORIAL CHAPEL


Comments: (1) 4ft diameter clear glass window. (1) 5 dia (1/2 Round clear glass window)


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: Other


Room #:


SFType: Broken


Action: Replace


Quanty: 60Room #:


Location: Other


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B202090 - OTHER EXTERIOR WINDOWS


B2020 - EXTERIOR WINDOWS marilou.vangee@aecom.com 3/12/2021Surveyed by:


B - SHELL B20 - EXTERIOR ENCLOSURES


1982 - MEMORIAL CHAPEL


Comments: 5ft wide x 10ft height louver window.


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: Other


Room #:


SFType: Broken


Action: Replace


Quanty: 50Room #:


Location: Other


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301001 - STEEP SLOPE ROOF SYSTEMS


B3010 - ROOF COVERINGS


ROOFING SHINGLES AND SHAKES


marilou.vangee@aecom.com 3/12/2021Surveyed by:


B - SHELL B30 - ROOFING


1982 - MEMORIAL CHAPEL


Comments: 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: Other


Room #:


SFType: Leaking


Action: Minor repair


Quanty: 1530Room #:


Location: Other


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301004 - FLASHINGS & TRIM


B3010 - ROOF COVERINGS marilou.vangee@aecom.com 3/12/2021Surveyed by:


B - SHELL B30 - ROOFING


1982 - MEMORIAL CHAPEL


Comments: Wood trim @ base of tower.


Location: Roof


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: Other


Room #:


SFType: Missing


Action: Replace


Quanty: 50Room #:


Location: Other


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C301003 - GYPSUM WALLBOARD FINISHES


C3010 - WALL FINISHES marilou.vangee@aecom.com 3/12/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


1982 - MEMORIAL CHAPEL


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Asset Level


Room Type: Other


Room #:


SFType: Leaking


Action: Resurface


Quanty: 40Room #:


Location:


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C302005 - CARPETING


C3020 - FLOOR FINISHES marilou.vangee@aecom.com 3/12/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


1982 - MEMORIAL CHAPEL


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Asset Level


Room Type: Other


Room #:


SFType: Leaking


Action: Replace


Quanty: 150Room #:


Location: Other


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C303001 - ACOUSTICAL CEILING TILES & PANELS


C3030 - CEILING FINISHES marilou.vangee@aecom.com 3/12/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


1982 - MEMORIAL CHAPEL


Comments: 2x2 ACT


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: Other


Room #:


SFType: Leaking


Action: Replace


Quanty: 600Room #:


Location: Other


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C303002 - GYPSUM WALLBOARD CEILING FINISHES


C3030 - CEILING FINISHES marilou.vangee@aecom.com 3/12/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


1982 - MEMORIAL CHAPEL


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: Other


Room #:


SFType: Leaking


Action: Replace


Quanty: 150Room #:


Location:


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







D304001 - AIR DISTRIBUTION, HEATING & COOLING


D3040 - DISTRIBUTION SYSTEMS


SUPPLY AIR OUTLETS


Ryan.laporte@aecom.com 3/14/2021Surveyed by:


D30 - HVAC D30 - HEATING, VENTILATION, AND AIR CONDITIONING (HVAC)


1982 - MEMORIAL CHAPEL


Comments: Damaged supply diffuser, 24"x24", 8" neck. replace.


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Supply air diffuserEquipment Level


Room Type: Corridor


Room #:


ID / Barcode:


Manufacturer:


Model Number:


Serial Number:


MCFMType: Missing


Action: Replace


Quanty: 1Room #:


Location: Corridor


Replace diffuser


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 
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Carrie Williams-Hannah, M.A.                  December 9, 2021 
NAVFAC Southeast 
310 John Towers Road 
Pensacola, Florida 32508-5303 
 
RE: DHR Project File No.: 2021-7070 

Hurricane Sally Repairs to Building 1982 
Naval Air Station Pensacola, Escambia County 

 
Dear Ms. Williams-Hannah: 
 
The Florida State Historic Preservation Officer reviewed the referenced project for possible effects on 
historic properties listed, or eligible for listing, in the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 1982 (Memorial Chapel) is a contributing resource to the Annapolis of the Air 
Historic District, which has been previously determined to meet the criteria for listing in the National 
Register. 
 
The Navy proposes to repair the roof, a window louvre, and the flashing and trim at the base of the 
steeple. One decorative round window will require in-kind replacement, while the remainder of the work 
will be conducted on the interior.   
 
Based on the information provided, this office concurs with your finding that the proposed undertaking 
should have "No Adverse Effect" on the historic character of Building 1982 or the district with the 
following conditions: 

 All work will be in accordance with the recommended approaches as set forth in the Secretary of 
the Interior's Standards for Rehabilitation and Guidelines for Rehabilitating Historic Buildings. 

 Architectural features indicative of the building and the historic district will be maintained. 
 Plans and drawings will be submitted to this office for review and approval.   

 
This office requests that Building 1982 be recorded on a current Florida Master Site File Historical 
Structure form. Current photographs and a location map for the property are needed to complete the 
form. A copy of the structure form and digital photograph requirements (New Photo Submission Policy) 
can be downloaded at www.flheritage.com/preservation/sitefile.   
 
 



Ms. Williams-Hannah 
DHR No.: 2021-7070 
December 9, 2021 
Page 2 of 2 

  

 

 

 
 
 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
Timothy A. Parsons, Ph.D. 
Director, Division of Historical Resources 
and State Historic Preservation Officer 



From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
To: Edwards, Scott (Scott.Edwards@DOS.MyFlorida.com)
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA)
Subject: NAS Pensacola Hurricane Sally Repairs Quarters 4
Date: Wednesday, November 24, 2021 10:01:00
Attachments: Enclosure 3. Consultation for Building 38 Roof from 3-Tab Shingle to Architectural Shingle.pdf

Enclosure 1. Quarters 4 Location.pdf
Enclosure 2. Quarters 4 Scope of Work.pdf

Scott,

Please regard this email as a formal invitation to consult under Section 106 of the NHPA.

NAS Pensacola has been recovering from the effects of Hurricane Sally since landfall occurred on September 16,
2020.  Initial building assessments have resulted in scopes of work for repairs that will be  utilized to solicit
design/build proposals to complete the work.  Constructed in 1874, Quarters 4 (8ES1611) is National Register of
Historic Places (NRHP)-eligible and located within the Pensacola Naval Air Station Historic District (8ES103),
National Historic Landmark (Enclosure 1).   Quarters 4 is currently vacant.

Quarters 4 requires a roof replacement, including gutters and downspouts (Enclosure 2).  We recently consulted on
replacing the existing 3-tab shingle roof with an architectural shingle roof on Building 38 (8ES1863) within the
Pensacola Naval Air Station Historic District (HD) at NASP (Enclosure 3).  As a result, NASP proposes to replace
the existing 3-tab shingle roof with architectural shingles that match the current shingle color and will afford greater
protection to the facility.  The second floor porch requires repair and/or replacement including the handrails.  There
is one door and a broken window lite that requires replacement, and the entire facility needs to be repainted.  Interior
work includes repainting doors, and repairing floor decks, slabs and ceilings.   All work will be conducted according
to the Secretary of the Interior's Standards for the Treatment of Historic Properties (SOI Standards).  After contract
award, the Navy will review the design submittals to ensure that in-kind replacement is achieved and consult your
office to garner concurrence.

Since all work on Quarters 4 will be accomplished per SOI Standards and the architectural features of the building
will be maintained, the Navy has concluded that the hurricane repairs of Quarters 4 warrant a finding of NO
ADVERSE EFFECT.

I look forward to your review and concurrence at your earliest opportunity.

Respectfully,
Carrie

Carrie Williams-Hannah
Cultural Resources Manager
NAVFAC Southeast
NAS Pensacola Public Works Department
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601

mailto:carrie.a.williams-hannah.civ@us.navy.mil
mailto:Scott.Edwards@DOS.MyFlorida.com
mailto:leonard.e.winter2.civ@us.navy.mil
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Mr. Len Winter                     October 16, 2018 
Historic Preservation Officer 
Cultural Resources Section Head 
NAVFAC SE 
Box 30/BLDG 135N 
NAS Jacksonville 
Jacksonville, Florida 32212 
 
 
Re: DHR Project No.: 2018-5200 


Proposed Roof Replacement on Building 38   
Naval Air Station Pensacola, Escambia County 


 
 
Dear Mr. Winter: 
 
The Florida State Historic Preservation Officer reviewed the referenced projects for possible effects on 
historic properties listed, or eligible for listing, on the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 38 (8ES1863) is a contributing resource to the Pensacola Naval Air Station National 
Historic Landmark District (8ES103).  
 
Based on the information provided, this office concurs that the proposed undertaking will have no 
adverse effect on the historic character of the building or district 
 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
 
Timothy A. Parsons, Ph.D., RPA 
Director, Division of Historical Resources 
and State Historic Preservation Officer 







From: Winter, Len E CIV NAVFAC SE, JAXS
To: Williams, Carrie A CIV NAVFAC SE, PWD Pensacola
Cc: Covington, Donna J CIV NAVFAC SE
Subject: FW: NAS PENSACOLA - BLDG 38
Date: Tuesday, October 16, 2018 9:46:57
Attachments: 2018 5200 - 106 NAVY nasp pensacola.pdf


SEE ATTACHED.


-----Original Message-----
From: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com>
Sent: Tuesday, October 16, 2018 10:32 AM
To: Winter, Len E CIV NAVFAC SE, JAXS <len.winter@navy.mil>
Subject: [Non-DoD Source] RE: NAS PENSACOLA - BLDG 38


Please see the attached letter from the Florida Historic Preservation Office.


Scott


-----Original Message-----
From: Winter, Len E CIV NAVFAC SE, JAXS [mailto:len.winter@navy.mil]
Sent: Friday, September 21, 2018 12:18 PM
To: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com>
Subject: NAS PENSACOLA - BLDG 38


Scott,


NASP is proposing to replace aged three-tab shingles with new architectural shingles on BLDG 38.


BLDG 38, constructed in 1882, serves as the PORT OPERATIONS ADMINSTRATION/SHOPS building
(Enclosure 1).  It is a contributing resource of the Pensacola Naval Air Station Historic District which qualifies as a
National Historic Landmark.  It is identified as FMSF 8ES01863 and has been the subject of HABS documentation
(Call #: HABS, FLA, 17-PENSA, 74; Survey #: HABS FL-241).


BLDG 38 is currently covered with light gray 3-tab shingles.  The Navy proposes to replace the 3-tab shingles with
color-matched Pinnacle Pristine architectural shingles (Enclosure 2) manufactured by Atlas.


The Navy submits that the installation of architectural shingles does not incur effects on the NHL-contributing
property and that the replacement project warrants a finding of NO ADVERSE EFFECT.


We look forward to your response via email.


Thank you as always for supporting the Navy mission in Florida.


Len


Len Winter
Historic Preservation Officer
Cultural Resources Section Head
NAVFAC SE
BOX 30/BLDG 135N
NAS Jacksonville
Jacksonville, FL  32212
COMM: 904-542-1410



mailto:len.winter@navy.mil

mailto:carrie.williamshanna@navy.mil

mailto:donna.covington@navy.mil

mailto:len.winter@navy.mil
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Mr. Len Winter                     October 16, 2018 
Historic Preservation Officer 
Cultural Resources Section Head 
NAVFAC SE 
Box 30/BLDG 135N 
NAS Jacksonville 
Jacksonville, Florida 32212 
 
 
Re: DHR Project No.: 2018-5200 



Proposed Roof Replacement on Building 38   
Naval Air Station Pensacola, Escambia County 



 
 
Dear Mr. Winter: 
 
The Florida State Historic Preservation Officer reviewed the referenced projects for possible effects on 
historic properties listed, or eligible for listing, on the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 38 (8ES1863) is a contributing resource to the Pensacola Naval Air Station National 
Historic Landmark District (8ES103).  
 
Based on the information provided, this office concurs that the proposed undertaking will have no 
adverse effect on the historic character of the building or district 
 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
 
Timothy A. Parsons, Ph.D., RPA 
Director, Division of Historical Resources 
and State Historic Preservation Officer 












The Department of State is committed to excellence.
Please take our Customer Satisfaction Survey<http://survey.dos.state.fl.us/index.aspx?
email=Scott.Edwards@DOS.MyFlorida.com>.



http://survey.dos.state.fl.us/index.aspx?email=Scott.Edwards@DOS.MyFlorida.com

http://survey.dos.state.fl.us/index.aspx?email=Scott.Edwards@DOS.MyFlorida.com
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Figure 4.14.  Pensacola Naval Air Station Historic District. 





		Enclosure 1. Building 74 Location

		NHL HD map










DRAFT
Detailed Facility Assessment Report 


Q4 - QUARTERS 4


Prepared for: 


Prepared by: 


NAVFAC Southeast 
NAS Pensacola


AECOM
7650 West Courtney 
Campbell Causeway
Tampa, FL 33607


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B101003 - FLOOR DECKS AND SLABS


B1010 - FLOOR CONSTRUCTION


WOOD DECKING


Marilou.vangee@aecom.com 6/7/2021Surveyed by:


B - SHELL B10 - SUPERSTRUCTURE


Q4 - QUARTERS 4


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: Other


Room #:


SFType: Eroded


Action: Major repair


Quanty: 45Room #:


Location: Other


Floor framing collapsed and undermining observed. Floor finish ceramic tile 
on plywood to remove and replace. Ceramic tile size  is 1ft x 1ft. 


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B101005 - BALCONY CONSTRUCTION


B1010 - FLOOR CONSTRUCTION Marilou.vangee@aecom.com 6/7/2021Surveyed by:


B - SHELL B10 - SUPERSTRUCTURE


Q4 - QUARTERS 4


Comments: 


Location: 2nd


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Open PorchAsset Level


Room Type: Other


Room #:


SFType: Deteriorated


Action: Replace


Quanty: 900Room #: Open porch


Location: 2nd floor


Floor system composed of the following: 1. Wood (2” wide planks) floor 
finish. 2. 4”x8” perimeter wood beam. 3. 2”x8” floor joist. 4. 2”x3” sub 
floor frame  5. 3/8” thick moisture resistant plywood ceiling.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B201001 - EXTERIOR CLOSURE


B2010 - EXTERIOR WALLS


PAINTING AND COATING


Marilou.vangee@aecom.com 6/7/2021Surveyed by:


B - SHELL B20 - EXTERIOR ENCLOSURES


Q4 - QUARTERS 4


Comments: Exterior wall repainting (1st & 2nd Floor).


Location: 1st


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Asset Level


Room Type: Other


Room #:


SFType: Missing


Action: Replace


Quanty: 7000Room #:


Location: Other


Repaint exterior wall (1st & 2nd floor) in all elevations.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B202004 - EXTERIOR GLAZING


B2020 - EXTERIOR WINDOWS Mike.coughlin1@aecom.com 3/10/2021Surveyed by:


B - SHELL B20 - EXTERIOR ENCLOSURES


Q4 - QUARTERS 4


Comments: Glad broken in antique wood sash windows three standard lights total


Location: 2nd


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Broken sash lightsAsset Level


Room Type: East Wall


Room #:


SFType: Broken


Action: Replace


Quanty: 3Room #:


Location: East Wall


Replace three standard sash lites


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B203002 - GLAZED DOORS


B2030 - EXTERIOR DOORS Mike.coughlin1@aecom.com 3/10/2021Surveyed by:


B - SHELL B20 - EXTERIOR ENCLOSURES


Q4 - QUARTERS 4


Comments: 


Location: Grade


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: Storage


Room #: North end of building


EAType: Broken


Action: Replace


Quanty: 1Room #:


Location: North end of building


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301001 - STEEP SLOPE ROOF SYSTEMS


B3010 - ROOF COVERINGS


ROOFING SHINGLES AND SHAKES


Marilou.vangee@aecom.com 3/10/2021Surveyed by:


B - SHELL B30 - ROOFING


Q4 - QUARTERS 4


Comments: 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Asset Level


Room Type: Other


Room #:


SFType: Deteriorated


Action: Replace


Quanty: 6500Room #:


Location:


All Levels


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301005 - GUTTERS & DOWNSPOUTS


B3010 - ROOF COVERINGS Marilou.vangee@aecom.com 6/7/2021Surveyed by:


B - SHELL B30 - ROOFING


Q4 - QUARTERS 4


Comments: 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Asset Level


Room Type: Other


Room #:


LFType: Missing


Action: Replace


Quanty: 80Room #:


Location: Other


Install (4) missing 3”x4” metal gutter.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C102001 - STANDARD INTERIOR DOORS


C1020 - INTERIOR DOORS Marilou.vangee@aecom.com 6/7/2021Surveyed by:


C - INTERIORS C10 - INTERIOR CONSTRUCTION


Q4 - QUARTERS 4


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Asset Level


Room Type: Other


Room #:


LEFType: Deteriorated


Action: Repaint


Quanty: 36Room #:


Location: Other


Clean and repaint the following: 1st floor = (12) 3’x7’ solid wood 
doors 2nd floor = (24) 3’x7’ solid wood doors


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C201090 - STAIR HANDRAILS, GUARDRAILS AND 
ACCESSORIES


C2010 - STAIR CONSTRUCTION Marilou.vangee@aecom.com 6/7/2021Surveyed by:


C - INTERIORS C20 - STAIRCASES


Q4 - QUARTERS 4


Comments: 


Location: 2nd


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Open PorchAsset Level


Room Type: Other


Room #:


LFType: Deteriorated


Action: Replace


Quanty: 300Room #:


Location: Other


48” high wood guardrail w/ 1” square vertical pickets.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C301003 - GYPSUM WALLBOARD FINISHES


C3010 - WALL FINISHES Marilou.vangee@aecom.com 6/7/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


Q4 - QUARTERS 4


Comments: Combined quantity provided for both 1st & 2nd floors.


Location: 1st


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Asset Level


Room Type: Other


Room #:


SFType: Deteriorated


Action: Repaint


Quanty: 8200Room #:


Location:


Combined quantity provided for both 1st & 2nd floors.  Clean and repaint 
walls.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C303002 - GYPSUM WALLBOARD CEILING FINISHES


C3030 - CEILING FINISHES Marilou.vangee@aecom.com 6/7/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


Q4 - QUARTERS 4


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Asset Level


Room Type: Other


Room #:


SFType: Deteriorated


Action: Repaint


Quanty: 3000Room #:


Location: Other


Remove ceiling panels w/ sign of mold, resurface and repaint. 


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







G205002 - EROSION CONTROL MEASURES


G2050 - LANDSCAPING Marilou.vangee@aecom.com 6/7/2021Surveyed by:


G - SITEWORK G20 - SITE IMPROVEMENTS


Q4 - QUARTERS 4


Comments: 


Location: Site


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: Other


Room #:


SYType: Deteriorated


Action: Major repair


Quanty: 45Room #:


Location: Other


Undermining was observed. Backfill and compact grade. Refer to 1st floor 
refinishing.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 
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Carrie Williams-Hannah, M.A.                December 13, 2021 
NAVFAC Southeast 
310 John Towers Road 
Pensacola, Florida 32508-5303 
 
RE: DHR Project File No.: 2021-7313 

Hurricane Sally Repairs to Quarters 4 
Naval Air Station Pensacola, Escambia County 

 
Dear Ms. Williams-Hannah: 
 
The Florida State Historic Preservation Officer reviewed the referenced project for possible effects on 
historic properties listed, or eligible for listing, in the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Quarters 4 (8ES1611) is a contributing resource to the Pensacola Naval Air Station National 
Historic Landmark District (8ES103). The Navy proposes to replace the existing 3-tab shingles roof with 
architectural shingles. Repair/ replacement of the second floor porch including the handrails. 
Replacement of one door and window lite and painting the entire building.  Interior work includes 
repainting doors, and repairing floor decks, slabs and ceilings. Based on the information provided, this 
office concurs with your finding that the proposed undertaking should have "No Adverse Effect" on the 
historic character of Quarters 4 or the National Landmark District with the following conditions:  

 All work will be in accordance with the recommended approaches as set forth in the Secretary of 
the Interior's Standards for Rehabilitation and Guidelines for Rehabilitating Historic Buildings. 

 Architectural features indicative of the building and the historic district will be maintained. 
 Plans and drawings will be submitted to this office for review and approval.   

 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
Timothy A. Parsons, Ph.D. 
Director, Division of Historical Resources 
and State Historic Preservation Officer 



From:
To:
Cc:
Subject:
Date:
Attachments:

Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
Edwards, Scott (Scott.Edwards@DOS.MyFlorida.com)
Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA)
NAS Pensacola Hurricane Sally Repairs Quarters 5
Wednesday, November 24, 2021 10:12:00
Enclosure 3. Consultation for Building 38 Roof from 3-Tab Shingle to Architectural Shingle.pdf 
Enclosure 1. Quarters 5 Location.pdf
Enclosure 2. Quarters 5 Scope of Work.pdf

Scott,

Please regard this email as a formal invitation to consult under Section 106 of the NHPA.

NAS Pensacola has been recovering from the effects of Hurricane Sally since landfall occurred on September 16,
2020.  Initial building assessments have resulted in scopes of work for repairs that will be  utilized to solicit
design/build proposals to complete the work.  Constructed in 1875, Quarters 5 (8ES1612) is National Register of
Historic Places (NRHP)-eligible and located within the Pensacola Naval Air Station Historic District (8ES103),
National Historic Landmark (Enclosure 1).   Quarters 5 is currently vacant.

Quarters 5 requires a roof replacement, including missing downspouts (Enclosure 2).  We recently consulted on
replacing the existing 3-tab shingle roof with an architectural shingle roof on Building 38 (8ES1863) within the
Pensacola Naval Air Station Historic District (HD) at NASP (Enclosure 3).  As a result, NASP proposes to replace
the existing 3-tab shingle roof with architectural shingles that match the current shingle color and will afford greater
protection to the facility.  The wood siding requires repair, and the entire facility needs to be repainted.  Interior
work includes repairing wood floors, and gypsum board walls and ceilings.   All work will be conducted according
to the Secretary of the Interior's Standards for the Treatment of Historic Properties (SOI Standards).  After contract
award, the Navy will review the design submittals to ensure that in-kind replacement is achieved and consult your
office to garner concurrence.

Since all work on Quarters 5 will be accomplished per SOI Standards and the architectural features of the building
will be maintained, the Navy has concluded that the hurricane repairs of Quarters 5 warrant a finding of NO
ADVERSE EFFECT.

I look forward to your review and concurrence at your earliest opportunity.

Respectfully,
Carrie

Carrie Williams-Hannah
Cultural Resources Manager
NAVFAC Southeast
NAS Pensacola Public Works Department
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601

mailto:carrie.a.williams-hannah.civ@us.navy.mil
mailto:Scott.Edwards@DOS.MyFlorida.com
mailto:leonard.e.winter2.civ@us.navy.mil
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Mr. Len Winter                     October 16, 2018 
Historic Preservation Officer 
Cultural Resources Section Head 
NAVFAC SE 
Box 30/BLDG 135N 
NAS Jacksonville 
Jacksonville, Florida 32212 
 
 
Re: DHR Project No.: 2018-5200 


Proposed Roof Replacement on Building 38   
Naval Air Station Pensacola, Escambia County 


 
 
Dear Mr. Winter: 
 
The Florida State Historic Preservation Officer reviewed the referenced projects for possible effects on 
historic properties listed, or eligible for listing, on the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 38 (8ES1863) is a contributing resource to the Pensacola Naval Air Station National 
Historic Landmark District (8ES103).  
 
Based on the information provided, this office concurs that the proposed undertaking will have no 
adverse effect on the historic character of the building or district 
 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
 
Timothy A. Parsons, Ph.D., RPA 
Director, Division of Historical Resources 
and State Historic Preservation Officer 







From: Winter, Len E CIV NAVFAC SE, JAXS
To: Williams, Carrie A CIV NAVFAC SE, PWD Pensacola
Cc: Covington, Donna J CIV NAVFAC SE
Subject: FW: NAS PENSACOLA - BLDG 38
Date: Tuesday, October 16, 2018 9:46:57
Attachments: 2018 5200 - 106 NAVY nasp pensacola.pdf


SEE ATTACHED.


-----Original Message-----
From: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com>
Sent: Tuesday, October 16, 2018 10:32 AM
To: Winter, Len E CIV NAVFAC SE, JAXS <len.winter@navy.mil>
Subject: [Non-DoD Source] RE: NAS PENSACOLA - BLDG 38


Please see the attached letter from the Florida Historic Preservation Office.


Scott


-----Original Message-----
From: Winter, Len E CIV NAVFAC SE, JAXS [mailto:len.winter@navy.mil]
Sent: Friday, September 21, 2018 12:18 PM
To: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com>
Subject: NAS PENSACOLA - BLDG 38


Scott,


NASP is proposing to replace aged three-tab shingles with new architectural shingles on BLDG 38.


BLDG 38, constructed in 1882, serves as the PORT OPERATIONS ADMINSTRATION/SHOPS building
(Enclosure 1).  It is a contributing resource of the Pensacola Naval Air Station Historic District which qualifies as a
National Historic Landmark.  It is identified as FMSF 8ES01863 and has been the subject of HABS documentation
(Call #: HABS, FLA, 17-PENSA, 74; Survey #: HABS FL-241).


BLDG 38 is currently covered with light gray 3-tab shingles.  The Navy proposes to replace the 3-tab shingles with
color-matched Pinnacle Pristine architectural shingles (Enclosure 2) manufactured by Atlas.


The Navy submits that the installation of architectural shingles does not incur effects on the NHL-contributing
property and that the replacement project warrants a finding of NO ADVERSE EFFECT.


We look forward to your response via email.


Thank you as always for supporting the Navy mission in Florida.


Len


Len Winter
Historic Preservation Officer
Cultural Resources Section Head
NAVFAC SE
BOX 30/BLDG 135N
NAS Jacksonville
Jacksonville, FL  32212
COMM: 904-542-1410



mailto:len.winter@navy.mil

mailto:carrie.williamshanna@navy.mil

mailto:donna.covington@navy.mil

mailto:len.winter@navy.mil
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Mr. Len Winter                     October 16, 2018 
Historic Preservation Officer 
Cultural Resources Section Head 
NAVFAC SE 
Box 30/BLDG 135N 
NAS Jacksonville 
Jacksonville, Florida 32212 
 
 
Re: DHR Project No.: 2018-5200 



Proposed Roof Replacement on Building 38   
Naval Air Station Pensacola, Escambia County 



 
 
Dear Mr. Winter: 
 
The Florida State Historic Preservation Officer reviewed the referenced projects for possible effects on 
historic properties listed, or eligible for listing, on the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 38 (8ES1863) is a contributing resource to the Pensacola Naval Air Station National 
Historic Landmark District (8ES103).  
 
Based on the information provided, this office concurs that the proposed undertaking will have no 
adverse effect on the historic character of the building or district 
 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
 
Timothy A. Parsons, Ph.D., RPA 
Director, Division of Historical Resources 
and State Historic Preservation Officer 












The Department of State is committed to excellence.
Please take our Customer Satisfaction Survey<http://survey.dos.state.fl.us/index.aspx?
email=Scott.Edwards@DOS.MyFlorida.com>.
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Figure 4.14.  Pensacola Naval Air Station Historic District. 





		Enclosure 1. Building 74 Location

		NHL HD map










DRAFT
Detailed Facility Assessment Report 


Q5 - QUARTERS 5


Prepared for: 


Prepared by: 


NAVFAC Southeast 
NAS Pensacola


AECOM
7650 West Courtney 
Campbell Causeway
Tampa, FL 33607


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B201001 - EXTERIOR CLOSURE


B2010 - EXTERIOR WALLS


SIDING


Connor.young@aecom.com 6/7/2021Surveyed by:


B - SHELL B20 - EXTERIOR ENCLOSURES


Q5 - QUARTERS 5


Comments: Exterior siding damaged in multiple locations 


Location: Site


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Asset Level


Room Type: Other


Room #:


SFType: Broken


Action: Minor repair


Quanty: 275Room #:


Location: Other


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B201009 - EXTERIOR PAINTING AND SPECIAL 
COATINGS


B2010 - EXTERIOR WALLS Connor.young@aecom.com 6/7/2021Surveyed by:


B - SHELL B20 - EXTERIOR ENCLOSURES


Q5 - QUARTERS 5


Comments: 


Location: Site


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Damaged PaintAsset Level


Room Type: Other


Room #:


SFType: Chipped


Action: Repaint


Quanty: 5400Room #:


Location: Other


Total building surface needs to be repainted 


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B203001 - SOLID DOORS


B2030 - EXTERIOR DOORS Connor.young@aecom.com 6/7/2021Surveyed by:


B - SHELL B20 - EXTERIOR ENCLOSURES


Q5 - QUARTERS 5


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Damaged doorAsset Level


Room Type: Other


Room #:


EAType: Broken


Action: Replace


Quanty: 1Room #:


Location: Other


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301001 - STEEP SLOPE ROOF SYSTEMS


B3010 - ROOF COVERINGS


ROOFING SHINGLES AND SHAKES


Marilou.vangee@aecom.com 3/10/2021Surveyed by:


B - SHELL B30 - ROOFING


Q5 - QUARTERS 5


Comments: 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: Other


Room #:


SFType: Deteriorated


Action: Replace


Quanty: 5200Room #:


Location:


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301005 - GUTTERS & DOWNSPOUTS


B3010 - ROOF COVERINGS Connor.young@aecom.com 6/7/2021Surveyed by:


B - SHELL B30 - ROOFING


Q5 - QUARTERS 5


Comments: Missing downspout segment


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Missing downspoutAsset Level


Room Type: Other


Room #:


LFType: Missing


Action: Replace


Quanty: 10Room #:


Location: Other


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C301003 - GYPSUM WALLBOARD FINISHES


C3010 - WALL FINISHES Connor.young@aecom.com 6/7/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


Q5 - QUARTERS 5


Comments: Combined level 1 and 2 damage. Some walls are in their entirety, others are strips where flooring 
occurred. 


Location: Site


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Damaged Gyp wallAsset Level


Room Type: Other


Room #:


SFType: Stained


Action: Replace


Quanty: 700Room #:


Location: Other


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C302003 - WOOD FLOORING


C3020 - FLOOR FINISHES Connor.young@aecom.com 6/7/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


Q5 - QUARTERS 5


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Buckled wood floorAsset Level


Room Type: Other


Room #:


SFType: Bubbling


Action: Major repair


Quanty: 370Room #:


Location: Other


Floor material is Vinyl tile, however, the floor is noticeably soft, it’s 
suspected that the substrate blow is compromised and severely damaged 


Reported Deficiency


SFType: Buckling


Action: Major repair


Quanty: 50Room #:


Location: Other


50Sf is of immediate visible damage, total sqft of suspected floor damage is 
725SF


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C303002 - GYPSUM WALLBOARD CEILING FINISHES


C3030 - CEILING FINISHES Connor.young@aecom.com 6/7/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


Q5 - QUARTERS 5


Comments: Total 1st and 2nd floor


Location: Site


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Moldy and water damaged ceilingAsset Level


Room Type: Other


Room #:


SFType: Broken


Action: Replace


Quanty: 250Room #:


Location: Other


Total combined first and second floor


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 
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Carrie Williams-Hannah, M.A.                December 13, 2021 
NAVFAC Southeast 
310 John Towers Road 
Pensacola, Florida 32508-5303 
 
RE: DHR Project File No.: 2021-7314 

Hurricane Sally Repairs to Quarters 5 
Naval Air Station Pensacola, Escambia County 

 
Dear Ms. Williams-Hannah: 
 
The Florida State Historic Preservation Officer reviewed the referenced project for possible effects on 
historic properties listed, or eligible for listing, in the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Quarters 5 (8ES1612) is a contributing resource to the Pensacola Naval Air Station National 
Historic Landmark District (8ES103). The Navy proposes to replace the existing 3-tab shingles roof with 
architectural shingles. Repair wood siding and painting the entire building. Interior work includes 
repairing wood floors, and gypsum board walls and ceilings. Based on the information provided, this 
office concurs with your finding that the proposed undertaking should have "No Adverse Effect" on the 
historic character of Quarters 5 or the National Landmark District with the following conditions:  
 

 All work will be in accordance with the recommended approaches as set forth in the Secretary of 
the Interior's Standards for Rehabilitation and Guidelines for Rehabilitating Historic Buildings. 

 Architectural features indicative of the building and the historic district will be maintained. 
 Plans and drawings will be submitted to this office for review and approval.   

 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
Timothy A. Parsons, Ph.D. 
Director, Division of Historical Resources 
and State Historic Preservation Officer 



From: Williams-Hannah, Carrie A CIV USN NAVFAC SE DET PNS FL (USA)
To: Edwards, Scott (Scott.Edwards@DOS.MyFlorida.com)
Cc: Winter, Leonard E CIV USN NAVFAC SE JAX FL (USA)
Subject: NAS Pensacola Hurricane Sally Repairs Quarters 6 and 6C
Date: Wednesday, November 24, 2021 10:38:00
Attachments: Enclosure 3. Consultation for Building 38 Roof from 3-Tab Shingle to Architectural Shingle.pdf

Enclosure 1. Quarters 6 and 6C Location.pdf
Enclosure 2. Quarters 6 and 6C Scope of Work.pdf

Scott,

Please regard this email as a formal invitation to consult under Section 106 of the NHPA.

NAS Pensacola has been recovering from the effects of Hurricane Sally since landfall occurred on September 16,
2020.  Initial building assessments have resulted in scopes of work for repairs that will be  utilized to solicit
design/build proposals to complete the work.  Constructed in 1874, Quarters 6 (8ES1613) and Quarters 6C
(8ES3470), constructed in 1939 are both National Register of Historic Places (NRHP)-eligible and located within
the Pensacola Naval Air Station Historic District (8ES103), National Historic Landmark (Enclosure 1).   Both
facilities are currently vacant.

Quarters 6 and 6C require a roof replacement, including missing downspouts (Enclosure 2).  We recently consulted
on replacing the existing 3-tab shingle roof with an architectural shingle roof on Building 38 (8ES1863) within the
Pensacola Naval Air Station Historic District (HD) at NASP (Enclosure 3).  As a result, NASP proposes to replace
the existing 3-tab shingle roof with architectural shingles that match the current shingle color and will afford greater
protection to the facilities.  The remainder of the work is located at Quarters 6 where pile foundations require repair. 
The deteriorated wood siding on the east facade requires replacement, as well as the lower sash in one window, one
exterior door, and two fixed door panels and three operable doors on the enclosed porch.  The open porch on the
south side requires replacement to include first and second floor columns and second floor handrails.  The entire
facility needs to be repainted and an equipment fence requires repair.  Interior work includes refinishing all the 
wood doors, and repairing gypsum board walls and ceilings.   All work will be conducted according to the Secretary
of the Interior's Standards for the Treatment of Historic Properties (SOI Standards).  After contract award, the Navy
will review the design submittals to ensure that in-kind replacement is achieved and consult your office to garner
concurrence.

Since all work on Quarters 6 and 6C will be accomplished per SOI Standards and the architectural features of the
buildings will be maintained, the Navy has concluded that the hurricane repairs of Quarters 6 and 6C warrant a
finding of NO ADVERSE EFFECT.

I look forward to your review and concurrence at your earliest opportunity.

Respectfully,
Carrie

Carrie Williams-Hannah
Cultural Resources Manager
NAVFAC Southeast
NAS Pensacola Public Works Department
310 John Towers Rd
Pensacola, FL  32508-5303
Phone:(850) 452-2055
DSN:        459-2055
Fax:  (850) 452-3447
Cell: (850) 619-5601

mailto:carrie.a.williams-hannah.civ@us.navy.mil
mailto:Scott.Edwards@DOS.MyFlorida.com
mailto:leonard.e.winter2.civ@us.navy.mil
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Mr. Len Winter                     October 16, 2018 
Historic Preservation Officer 
Cultural Resources Section Head 
NAVFAC SE 
Box 30/BLDG 135N 
NAS Jacksonville 
Jacksonville, Florida 32212 
 
 
Re: DHR Project No.: 2018-5200 


Proposed Roof Replacement on Building 38   
Naval Air Station Pensacola, Escambia County 


 
 
Dear Mr. Winter: 
 
The Florida State Historic Preservation Officer reviewed the referenced projects for possible effects on 
historic properties listed, or eligible for listing, on the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 38 (8ES1863) is a contributing resource to the Pensacola Naval Air Station National 
Historic Landmark District (8ES103).  
 
Based on the information provided, this office concurs that the proposed undertaking will have no 
adverse effect on the historic character of the building or district 
 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
 
Timothy A. Parsons, Ph.D., RPA 
Director, Division of Historical Resources 
and State Historic Preservation Officer 







From: Winter, Len E CIV NAVFAC SE, JAXS
To: Williams, Carrie A CIV NAVFAC SE, PWD Pensacola
Cc: Covington, Donna J CIV NAVFAC SE
Subject: FW: NAS PENSACOLA - BLDG 38
Date: Tuesday, October 16, 2018 9:46:57
Attachments: 2018 5200 - 106 NAVY nasp pensacola.pdf


SEE ATTACHED.


-----Original Message-----
From: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com>
Sent: Tuesday, October 16, 2018 10:32 AM
To: Winter, Len E CIV NAVFAC SE, JAXS <len.winter@navy.mil>
Subject: [Non-DoD Source] RE: NAS PENSACOLA - BLDG 38


Please see the attached letter from the Florida Historic Preservation Office.


Scott


-----Original Message-----
From: Winter, Len E CIV NAVFAC SE, JAXS [mailto:len.winter@navy.mil]
Sent: Friday, September 21, 2018 12:18 PM
To: Edwards, Scott <Scott.Edwards@DOS.MyFlorida.com>
Subject: NAS PENSACOLA - BLDG 38


Scott,


NASP is proposing to replace aged three-tab shingles with new architectural shingles on BLDG 38.


BLDG 38, constructed in 1882, serves as the PORT OPERATIONS ADMINSTRATION/SHOPS building
(Enclosure 1).  It is a contributing resource of the Pensacola Naval Air Station Historic District which qualifies as a
National Historic Landmark.  It is identified as FMSF 8ES01863 and has been the subject of HABS documentation
(Call #: HABS, FLA, 17-PENSA, 74; Survey #: HABS FL-241).


BLDG 38 is currently covered with light gray 3-tab shingles.  The Navy proposes to replace the 3-tab shingles with
color-matched Pinnacle Pristine architectural shingles (Enclosure 2) manufactured by Atlas.


The Navy submits that the installation of architectural shingles does not incur effects on the NHL-contributing
property and that the replacement project warrants a finding of NO ADVERSE EFFECT.


We look forward to your response via email.


Thank you as always for supporting the Navy mission in Florida.


Len


Len Winter
Historic Preservation Officer
Cultural Resources Section Head
NAVFAC SE
BOX 30/BLDG 135N
NAS Jacksonville
Jacksonville, FL  32212
COMM: 904-542-1410



mailto:len.winter@navy.mil

mailto:carrie.williamshanna@navy.mil

mailto:donna.covington@navy.mil

mailto:len.winter@navy.mil
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Mr. Len Winter                     October 16, 2018 
Historic Preservation Officer 
Cultural Resources Section Head 
NAVFAC SE 
Box 30/BLDG 135N 
NAS Jacksonville 
Jacksonville, Florida 32212 
 
 
Re: DHR Project No.: 2018-5200 



Proposed Roof Replacement on Building 38   
Naval Air Station Pensacola, Escambia County 



 
 
Dear Mr. Winter: 
 
The Florida State Historic Preservation Officer reviewed the referenced projects for possible effects on 
historic properties listed, or eligible for listing, on the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Building 38 (8ES1863) is a contributing resource to the Pensacola Naval Air Station National 
Historic Landmark District (8ES103).  
 
Based on the information provided, this office concurs that the proposed undertaking will have no 
adverse effect on the historic character of the building or district 
 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely, 
 
 
 
 
Timothy A. Parsons, Ph.D., RPA 
Director, Division of Historical Resources 
and State Historic Preservation Officer 












The Department of State is committed to excellence.
Please take our Customer Satisfaction Survey<http://survey.dos.state.fl.us/index.aspx?
email=Scott.Edwards@DOS.MyFlorida.com>.



http://survey.dos.state.fl.us/index.aspx?email=Scott.Edwards@DOS.MyFlorida.com

http://survey.dos.state.fl.us/index.aspx?email=Scott.Edwards@DOS.MyFlorida.com
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Figure 4.14.  Pensacola Naval Air Station Historic District. 
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DRAFT
Detailed Facility Assessment Report 


Q6 - QUARTERS 6


Prepared for: 


Prepared by: 


NAVFAC Southeast 
NAS Pensacola


AECOM
7650 West Courtney 
Campbell Causeway
Tampa, FL 33607


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







A102001 - PILE FOUNDATIONS


A1020 - SPECIAL FOUNDATIONS


DRIVEN PILES


Mike.coughlin1@aecom.com 3/10/2021Surveyed by:


A - SUBSTRUCTURE A10 - FOUNDATIONS


Q6 - QUARTERS 6


Comments: Building does not appear to be mechanically attached to foundation piles. It appears building has 
shifted as evidence by displacement of foundation skirting and paint lines.


Location: Grade


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Asset Level


Room Type: West Wall


Room #:


LFType: Missing


Action: Install


Quanty: 10Room #:


Location: West Wall


Install connection to piles at ten places.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B101001 - STRUCTURAL FRAME


B1010 - FLOOR CONSTRUCTION marilou.vangee@aecom.com 6/7/2021Surveyed by:


B - SHELL B10 - SUPERSTRUCTURE


Q6 - QUARTERS 6


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: Other


Room #:


LFType: Missing


Action: Replace


Quanty: 120Room #:


Location: Other


6”square wood column 1st floor to underside of 2nd floor open porch.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B101003 - FLOOR DECKS AND SLABS


B1010 - FLOOR CONSTRUCTION marilou.vangee@aecom.com 6/7/2021Surveyed by:


B - SHELL B10 - SUPERSTRUCTURE


Q6 - QUARTERS 6


Comments:  Open Porch


Location: 2nd


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Open PorchAsset Level


Room Type: Other


Room #: At South


SFType: Deteriorated


Action: Replace


Quanty: 900Room #:  Open Porch


Location: 2nd floor


Floor system composed of the following: 1. Finish floor wood (2” wide 
planks) 2. 4”x8” perimeter wood beam 3. 2”x8” floor joist 4. 2”x3” sub 
floor frame  5. 3/8” thick moisture resistant plywood ceiling. 


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B201001 - EXTERIOR CLOSURE


B2010 - EXTERIOR WALLS marilou.vangee@aecom.com 6/7/2021Surveyed by:


B - SHELL B20 - EXTERIOR ENCLOSURES


Q6 - QUARTERS 6


Comments: 


Location: 2nd


Condition Rating: Asset non-operable


Criticality: 3 - Critical


East wallAsset Level


Room Type: Other


Room #:


SFType: Deteriorated


Action: Replace


Quanty: 700Room #:


Location:


Replace deteriorated and damaged wood sidings.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B201001 - EXTERIOR CLOSURE


B2010 - EXTERIOR WALLS marilou.vangee@aecom.com 6/7/2021Surveyed by:


B - SHELL B20 - EXTERIOR ENCLOSURES


Q6 - QUARTERS 6


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B201001 - EXTERIOR CLOSURE


B2010 - EXTERIOR WALLS


PAINTING AND COATING


marilou.vangee@aecom.com 6/7/2021Surveyed by:


B - SHELL B20 - EXTERIOR ENCLOSURES


Q6 - QUARTERS 6


Comments: 


Location: 1st


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Exterior wallsAsset Level


Room Type: Other


Room #:


SFType: Deteriorated


Action: Repaint


Quanty: 6500Room #:


Location: Other


Quantity estimated is for 1st & 2nd floor, all building elevation repainting. 


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B201001 - EXTERIOR CLOSURE


B2010 - EXTERIOR WALLS


PAINTING AND COATING


marilou.vangee@aecom.com 6/7/2021Surveyed by:


B - SHELL B20 - EXTERIOR ENCLOSURES


Q6 - QUARTERS 6


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B201001 - EXTERIOR CLOSURE


B2010 - EXTERIOR WALLS


PAINTING AND COATING


marilou.vangee@aecom.com 6/7/2021Surveyed by:


B - SHELL B20 - EXTERIOR ENCLOSURES


Q6 - QUARTERS 6


Comments: Repaint existing exterior. Ceiling substrate is in good condition.


Location: 2nd


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Open Porch CeilingAsset Level


Room Type: Other


Room #: Open Porch


SFType: Deteriorated


Action: Minor repair


Quanty: 1000Room #: Open Porch


Location: Other


Repaint existing exterior ceiling. Ceiling substrate is in good condition.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B202001 - WINDOWS


B2020 - EXTERIOR WINDOWS


EXTERIOR OPERATING WINDOWS


Mike.coughlin1@aecom.com 3/10/2021Surveyed by:


B - SHELL B20 - EXTERIOR ENCLOSURES


Q6 - QUARTERS 6


Comments: Window ACout of window and sash broken.  Building is open to weather.


Location: Grade


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Window at back of Quarter 6cAsset Level


Room Type: Other


Room #:


SFType: Broken


Action: Replace


Quanty: 1Room #:


Location: Other


Antique wood sash broken and needs to be replaced.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B203001 - SOLID DOORS


B2030 - EXTERIOR DOORS marilou.vangee@aecom.com 6/7/2021Surveyed by:


B - SHELL B20 - EXTERIOR ENCLOSURES


Q6 - QUARTERS 6


Comments: 


Location: 2nd


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Open PorchAsset Level


Room Type: Other


Room #: Open Porch


EAType: Deteriorated


Action: Replace


Quanty: 1Room #: Open Porch


Location: Other


Replace solid door (3’x7’) including hardware.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B203002 - GLAZED DOORS


B2030 - EXTERIOR DOORS marilou.vangee@aecom.com 6/7/2021Surveyed by:


B - SHELL B20 - EXTERIOR ENCLOSURES


Q6 - QUARTERS 6


Comments: 


Location: 2nd


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Enclosed PorchAsset Level


Room Type: Other


Room #: Enclosed Porch


EAType: Deteriorated


Action: Replace


Quanty: 4Room #: Enclosed Porch


Location: Other


(2) Approx. 5’w x 9’ Fixed door Panels & (2) 5’w x 9’ operable doors. 


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301001 - STEEP SLOPE ROOF SYSTEMS


B3010 - ROOF COVERINGS


ROOFING SHINGLES AND SHAKES


Marilou.vangee@aecom.com 3/9/2021Surveyed by:


B - SHELL B30 - ROOFING


Q6 - QUARTERS 6


Comments: 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: Other


Room #:


SFType: Deteriorated


Action: Replace


Quanty: 5000Room #:


Location:


All levels


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301005 - GUTTERS & DOWNSPOUTS


B3010 - ROOF COVERINGS marilou.vangee@aecom.com 6/7/2021Surveyed by:


B - SHELL B30 - ROOFING


Q6 - QUARTERS 6


Comments: 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Asset Level


Room Type: Other


Room #:


LFType: Missing


Action: Replace


Quanty: 120Room #:


Location: Other


(6) 3”x4” x 20’ h metal gutter 


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C102001 - STANDARD INTERIOR DOORS


C1020 - INTERIOR DOORS marilou.vangee@aecom.com 6/7/2021Surveyed by:


C - INTERIORS C10 - INTERIOR CONSTRUCTION


Q6 - QUARTERS 6


Comments: Refinsh interior solid wood doors. Reuse door hardware.


Location: 2nd


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


Interior roomsAsset Level


Room Type: Other


Room #:


LEFType: Peeling


Action: Resurface


Quanty: 30Room #:


Location: Other


1st Floor = (12) @ 3’x7’ each door 2nd Floor = (18) @ 3’x7’ each door


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C201090 - STAIR HANDRAILS, GUARDRAILS AND 
ACCESSORIES


C2010 - STAIR CONSTRUCTION


WOOD RAILINGS


marilou.vangee@aecom.com 6/7/2021Surveyed by:


C - INTERIORS C20 - STAIRCASES


Q6 - QUARTERS 6


Comments: 


Location: 2nd


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Open PorchAsset Level


Room Type: Other


Room #: Open Porch


LFType: Deteriorated


Action: Replace


Quanty: 300Room #: Open Porch


Location: Other


48” high wood guardrail w/ 1” square vertical pickets.


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C301003 - GYPSUM WALLBOARD FINISHES


C3010 - WALL FINISHES Connor.young@aecom.com 6/7/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


Q6 - QUARTERS 6


Comments: Level 1 and 2 combined


Location: 1st


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Mold growth on interior wallsAsset Level


Room Type: Other


Room #:


SFType: Dirty


Action: Clean


Quanty: 8160Room #:


Location: Other


Approximate sf of all walls with visible mold 


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







C303002 - GYPSUM WALLBOARD CEILING FINISHES


C3030 - CEILING FINISHES Connor.young@aecom.com 6/7/2021Surveyed by:


C - INTERIORS C30 - INTERIOR FINISHES


Q6 - QUARTERS 6


Comments: Asset includes both level 1 and level 2 combined


Location: 1st


Condition Rating: Asset non-operable


Criticality: 4 - Very Critical


Interior ceilings heavily saturated with moldAsset Level


Room Type: Other


Room #:


SFType: Polluted


Action: Clean


Quanty: 3000Room #:


Location: Other


All ceilings have varying levels of mold growth


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







G204001 - FENCING & GATES


G2040 - SITE DEVELOPMENT marilou.vangee@aecom.com 6/7/2021Surveyed by:


G - SITEWORK G20 - SITE IMPROVEMENTS


Q6 - QUARTERS 6


Comments: 


Location: Site


Condition Rating: Asset non-operable


Criticality: 2 - Less Critical


ACCU equipment low fenceAsset Level


Room Type: Other


Room #:


LFType: Deteriorated


Action: Minor repair


Quanty: 40Room #:


Location: Other


Reinstate and repaint wood fence. 4’x 40’ wood fence


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







DRAFT
Detailed Facility Assessment Report 


Q6C - VACANT SERVANTS QUARTERS Q-6C


Prepared for: 


Prepared by: 


NAVFAC Southeast 
NAS Pensacola


AECOM
7650 West Courtney 
Campbell Causeway
Tampa, FL 33607


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 







B301001 - STEEP SLOPE ROOF SYSTEMS


B3010 - ROOF COVERINGS


ROOFING SHINGLES AND SHAKES


Marilou.vangee@aecom.com 3/10/2021Surveyed by:


B - SHELL B30 - ROOFING


Q6C - VACANT SERVANTS QUARTERS Q-6C


Comments: 


Location: Roof


Condition Rating: Asset non-operable


Criticality: 3 - Critical


Asset Level


Room Type: Other


Room #:


SFType: Deteriorated


Action: Replace


Quanty: 480Room #:


Location:


Reported Deficiency


7/16/2021Printed: PRIVILEGED AND CONFIDENTIAL 
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Carrie Williams-Hannah, M.A.                December 13, 2021 
NAVFAC Southeast 
310 John Towers Road 
Pensacola, Florida 32508-5303 
 
RE: DHR Project File No.: 2021-7315 

Hurricane Sally Repairs to Quarters 6 and 6C 
Naval Air Station Pensacola, Escambia County 

 
Dear Ms. Williams-Hannah: 
 
The Florida State Historic Preservation Officer reviewed the referenced projects for possible effects on 
historic properties listed, or eligible for listing, in the National Register of Historic Places. The review was 
conducted in accordance with Section 106 of the National Historic Preservation Act of 1966, as amended, 
and its implementing regulations in 36 CFR Part 800: Protection of Historic Properties.  
 
We note that Quarters 6 (8ES1613) and 6C (8ES3470) are contributing resource to the Pensacola Naval Air 
Station National Historic Landmark District (8ES103).  
 
Quarters 6: The Navy proposes to replace the existing 3-tab shingles roof with architectural shingles. Repair 
the pile foundations. Replacement of deteriorated wood siding on the east facade, as well as the lower sash 
in one window, one exterior door, and two fixed door panels and three operable doors on the enclosed 
porch. The open porch on the south side requires replacement to include first and second floor columns and 
second floor handrails. The entire building will be repainted and the equipment fence will be repaired. 
Interior work includes refinishing all the wood doors, and repairing gypsum board walls and ceilings.   
 
Quarters 6C: The Navy proposes to replace the existing 3-tab shingles roof with architectural shingles 
 
Based on the information provided, this office concurs with your finding that the proposed undertakings 
should have "No Adverse Effect" on the historic character of Quarters 6, 6C or the National Landmark District 
with the following conditions:  
 

 All work will be in accordance with the recommended approaches as set forth in the Secretary of the 
Interior's Standards for Rehabilitation and Guidelines for Rehabilitating Historic Buildings. 

 Architectural features indicative of the buildings and the historic district will be maintained. 
 Plans and drawings will be submitted to this office for review and approval.   

 



Ms. Williams-Hannah 
DHR No.: 2021-7315 
December 13, 2021 
Page 2 of 2 

  

 
 
 
If you have any questions, please contact Scott Edwards, Historic Preservationist, by electronic mail 
scott.edwards@dos.myflorida.com, or at 850.245.6333 or 800.847.7278. 
 
Sincerely,  
 
 
 
Timothy A. Parsons, Ph.D. 
Director, Division of Historical Resources 
and State Historic Preservation Officer 



Refrigerant Tracking Form
NAS Pensacola Complex

1. Work Order # __________________________________ Date___________________________

Company Performing Work: ________________________________

3.

Date Leak Reported:__________________ Check if Leak repaired same day: 

Annual Leak Rate (%): ______________ (only for appliances with charges greater than 50 lbs) 2

Date Leak Repaired (if not repaired the same day): _____________

Date of Initial Leak Verification test3: __________________(within 30 day repair period)

Date of Leak Follow up verification test: _______________ (within 10 days of successful Initial Verification Test)

Annual Leak Inspection Program triggered4?   YES / NO

Leak Repaired?    YES / NO NOTE: Initial & Follow up verification tests required only if leak rate exceeds 
cooresponding limit in Note above. 

4.
Building :______________

# of Circuits:___________ _______________

5.

Ref. Added Cir. #1: ________ Cir. #1: ________

Cir. #2: ________ Cir. #2: ________

6.  Service/Maintenance Action Taken, including evacuation level achieved (mmHg): 

7. Recovery Equip:  Make: ________________ Model #: __________________ Serial #: _________________

Comments:

8.
Certification Type (Check All That Apply): Type I Type II MVAC

Technician's Name:____________________________

2 Rolling Leak Rate = [net lbs refrigerant added over 365 days / lbs refrigerant in full circuit charge] x 100 -- Also calculated by RTIS.
3 Need to perform prior to adding refrigerant after the repair. 

1 Appliance: Any device which contains/uses a Class I or II substance or substitute as refrigerant which is used for household or commercial purposes, including 
any air conditioner, motor vehicle a/c, refrigerator, chiller, or freezer. For a system with multiple circuits, each independent circuit is considered a separate 
appliance.  

4 Leak Inspection Requirements = Commercial/Industrial Process Refrigeration > 500 lbs once/3 months; 50-500 lbs once/year; Comfort Cooling = > 50 lbs 
once/year until leak rate does not exceed rates in note above for each category. 

Appliance1 Service Report: 50 lbs or greater

Note: Owners of appliances with charges of  50 pounds or greater are required to repair substantial leaks.  A 30 percent 
annual leak rate is established for the industrial process refrigeration equipment, 20 percent for commercial refrigeration 

equipment,  and 10 percent for air conditioning systems as the trigger for requiring repairs. 

Leaks found on appliances containing at least 50 pounds of refrigerant must be reported to HVAC Supervisor or 
site Environmental Manager Immediately

2.  Equipment Description:

Mfr.: ___________________

*** when units are found low on Refrigerant this report must be performed, filled out and submited to the HVAC supervisor ***

Our Recommendations:

Technician's Signature:___________________________
PLEASE PRINT

Model #: ___________________

Serial #: ___________________

Ref. Removed

Refrigerant 
Type:

*If more than two circuits, include info on additional circuits in comments section below.

Universal

Full Unit Charge (lbs):________

Charge per Cir. #1:_______ lbs

Charge per Cir. #2:_______ lbs



Refrigerant Tracking Form

NAS Pensacola Complex

1.  Work Order # _________________________ Date_______________________________

     Company Performing Work: ____________________________

3.

Date Service Requested:__________________ Check if repaired same day: 

Date Appliance Repaired (if not repaired the same day): _____________

Leak Repaired?    YES / NO

4.

Building :______________

# of Circuits:___________ _______________

5.

___________ Ref. Added Cir. #1: ________ Cir. #1: ________

Cir. #2: ________ Cir. #2: ________

6.  Service/Maintenance Action Taken, including evacuation level achieved (mmHg): 

Comments:

8.

Certification Type (Check All That Apply): Type I Type II MVAC

Technician's Name:_______________________

Our Recommendations:

Appliance
1
 Service Report: Less than 50 lbs

2.  Equipment Description:

Mfr.: ___________________ Model #: ___________________

Refrigerant 

Type: Serial #: ___________________

 Full Circuit 

Charge 

(lbs):

Ref. Removed

*If more than two circuits, include info on additional circuits in comments section below.

Universal

Technician's Signature:________________________

PLEASE PRINT

*** when units are found low on Refrigerant this report must be performed, filled out and submited to the HVAC supervisor ***
1
 Appliance: Any device which contains/uses a Class I or II substance or substitute as refrigerant which is used for household or commercial purposes, including 

any air conditioner, motor vehicle a/c, refrigerator, chiller, or freezer. For a system with multiple circuits, each independent circuit is considered a separate 

appliance.  



DEPARTMENT OF DEFENSE 
DEPARTMENT OF THE NAVY 
 
EARLY NOTICE AND PUBLIC REVIEW OF A PROPOSED ACTIVITY IN A FLOODPLAIN  
 
Pursuant to Executive Order 11988, Floodplain Management, the United States Department of the Navy 
(Navy) gives notice that the Navy is conducting an evaluation of a proposed action which may involve 
construction in a floodplain to determine the potential effects that its activity in the floodplain would 
have on the human environment.  The Navy will be identifying and evaluating practicable alternatives to 
locating the action in the floodplain and the potential impacts on the floodplain from the proposed 
action, as required by Executive Order 11988. 
 
Naval Air Station (NAS) Pensacola, located in Escambia County, Florida, has been recovering from the 
effects of Hurricane Sally since landfall occurred on September 16, 2020. The proposed action is to 
complete repairs on various interior and exterior components of hurricane damaged buildings 
throughout the NAS Pensacola complex. This notice includes the repairs on 51 buildings located in the 
floodplain. As required by EO 11988, a more detailed description of the proposed action is available 
below. 
 
There are three primary purposes for this notice.  First, people who may be affected by activities in 
floodplain and wetlands and those who have an interest in the protection of the natural environment 
should be given an opportunity to express their concerns and provide information about these areas.  
Commenters are encouraged to offer alternative sites outside of the floodplain and wetlands, 
alternative methods to serve the same project purpose, and methods to minimize and mitigate impacts.  
Second, an adequate public notice program can be an important public educational tool. The 
dissemination of information and request for public comment about floodplain and wetlands can 
facilitate and enhance Federal efforts to reduce the risks and impacts associated with the occupancy and 
modification of these special areas. Third, as a matter of fairness, when the Federal government 
determines it will participate in actions taking place in floodplain and wetlands, it must inform those 
who may be put at greater or continued risk. 
 
Interested parties may submit written comments no later than 5:00 PM Central Time on December 24, 
2021 by email to joelle.a.odaniel-lopez.civ@us.navy.mil or by mail postmarked no later than December 
24, 2021 to:  
 
Naval Air Station Pensacola 
Joelle O’Daniel-Lopez, NEPA Program Manager 
310 John Towers Road, Building 3560 
Pensacola, FL 32508 
 
 
 
 
 
 
 
 
 



PROJECT DESCRIPTION 
 
Naval Air Station (NAS) Pensacola, located in Escambia County, Florida, has been recovering from the 
effects of Hurricane Sally since landfall occurred on September 16, 2020. The proposed action is to 
complete repairs on various interior and exterior components of hurricane damaged buildings 
throughout the NAS Pensacola complex. This notice includes the repairs on 51 buildings located in the 
floodplain. 
 
The purpose of the proposed action is to provide safe facilities needed for training, housing, recreation, 
office space, and storage to support the military and training missions throughout the NAS Pensacola 
complex. This project will include repairs to NAS Pensacola Buildings 26, 28, 34, 73, 191, 223, 463, 601A, 
601B, 601C, 601D, 601E, 624A, 625D, 625E, 630, 1982, 3201, 3223S, 3224, 3244, 3291, 3445, 3482, 
3552, 3616, 3644, 3645, 3646, 3647, 3648, 3649, 3670, 3677, 3851, 3854, 3887, 3900, 3910, 3921, 3939, 
3944G, 3969, 4142, 4143, 4187A, 4187B, Q4, Q5, Q6, and Q6C. The proposed action is needed because 
these facilities sustained substantial damage from Hurricane Sally. 
 
This project includes, but is not limited to, the repair or replacement of interior ceilings, interior flooring, 
interior and exterior walls, insulation, interior and exterior doors, windows, electrical systems, interior 
and exterior lighting, HVAC systems, security systems, roofing systems, flashing, gutters, exterior 
fencing, structural systems, and exterior canopies, handrails, and ladders. The project also includes the 
removal or pruning of storm damaged trees, site restoration, landscaping, and repair of playground 
equipment, a boardwalk, a dock, storage buildings, and gazebos associated with these buildings. The 
project may include mold, lead, and asbestos abatement if necessary. Restoring facilities to fully 
functional conditions is essential to meeting military mission requirements for NAS Pensacola. 
 
The Navy is proposing the action in a floodplain because repair of existing buildings is the most cost-
efficient and least destructive alternative for restoring these facilities to fully functional conditions. 
Alternatives to repair actions include new construction and no action. New construction outside of the 
floodplain would allow for new modern facilities but at much greater economic and environmental costs 
than repair. If no action is provided, the facilities would continue to deteriorate and eventually become 
inoperable. This will incur extra costs and negatively affect military and training missions. Repair of 
damaged buildings is the most cost-efficient alternative, will ensure that short and long-term military 
mission requirements are met, and allow for minimal effects to the floodplain and the natural 
environment. 
 
Interested parties may submit written comments no later than 5:00 PM Central Time on December 24, 
2021 by email to joelle.a.odaniel-lopez.civ@us.navy.mil or by mail postmarked no later than December 
24, 2021:  
 
Naval Air Station Pensacola 
Joelle O’Daniel-Lopez, NEPA Program Manager 
310 John Towers Road, Building 3560 
Pensacola, FL 32508 
 
 
 
 
 



 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Location Map 

Site Map 
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Ski Beach Docking Facility Repair 

Naval Air Station Pensacola, Escambia County, Florida 

Federal Agency Coastal Zone Management Act (CZMA) 

Negative Determination for the State of Florida 

 

Naval Air Station (NAS) Pensacola, located in Escambia County, Florida, is preparing a project to repair 

a small recreational boat dock at an area designated as Ski Beach at NAS Pensacola. Ski Beach is located 

on the northern coastline of NAS Pensacola, adjacent to Bayou Grande. The beach is a family beach 

destination open to all Morale, Welfare, and Recreation (MWR) eligible patrons aboard NAS Pensacola. 

Wading and swimming are traditionally available, as well as rental equipment. The Ski Beach dock 

sustained substantial damage when Hurricane Sally made landfall in Pensacola on September 16, 2020, 

which has rendered the dock inoperable. The proposed action includes the replacement of wood decking, 

dock framing, and one light pole to bring the dock back to an operable and safe condition.  

 

The Navy submitted a Coastal Consistency Determination (CCD) for a similar action, the Golf Course 

Cart Bridge Repair Project included in the CCD for Hurricane Sally Repairs at Naval Air Station 

Pensacola, submitted on October 27, 2021. After submission of that CCD, the Navy was told by Chris 

Stahl of the Florida Clearinghouse that the project could proceed. The footprint of the Ski Beach docking 

facility will be no larger than the golf course cart bridge once completed. The docking facility will be 

returned to its pre-hurricane condition. 

 

Implementation of the proposed action is not expected to impact the state’s coastal zone resources.  

Appropriate best management practices (BMPs) would be used, such as installation of erosion control 

screens, to prevent sedimentation into nearby surface waters.  Any erosion control screens used would be 

properly installed and be maintained regularly so as to remain in a functional condition at all times. The 

Navy does not anticipate the discharge of any pollutants in the marine environment or upon surface or 

ground waters. The Navy does not anticipate impacts on wildlife resources of the state.  

 

The Navy has determined that implementation of the proposed action will have no effects on any coastal 

uses or resources and will be consistent to the maximum extent practicable with the federally enforceable 

policies of the Florida Coastal Management Program. Please provide concurrence with this Negative 

Determination within 60 days of receipt of this correspondence. 

 

 

 

 

 

 

 

 

 

 

 



Location Map 

 

 

Site Map 

 

 

 



Photos of Dock Damage 

 



12/14/21, 2:45 PM Mail - Lizana, Anna E CIV USN NAVFAC SE JAX FL (USA) - Outlook

https://outlook-dod.office365.us/mail/inbox/id/AAMkAGEyYWU4NDYyLTJiNGMtNGIxZS04MzBhLTU4NGIxYWQwMDExMwBGAAAAAABs68opUyOq… 1/2

[Non-DoD Source] RE: Coastal Zone Management Act Negative Determination for Ski
Beach Docking Facility, Naval Air Station Pensacola

State_Clearinghouse <State.Clearinghouse@dep.state.fl.us>
Mon 12/13/2021 5:14 PM
To:  Lizana, Anna E CIV USN NAVFAC SE JAX FL (USA) <anna.e.lizana.civ@us.navy.mil>; State_Clearinghouse
<State.Clearinghouse@dep.state.fl.us>
Cc:  Keethler, Michael N CIV USN NAVFAC SE DET PNS FL (USA) <michael.n.keethler.civ@us.navy.mil>; O'Daniel-Lopez, Joelle A
CIV USN (USA) <joelle.a.odaniel-lopez.civ@us.navy.mil>; Hardy, Michael J CIV USN NAS PENSACOLA FL (USA)
<michael.j.hardy24.civ@us.navy.mil>; paige.wiebe.ctr@navy.mil <paige.wiebe.ctr@navy.mil>; Paige Wiebe
<plwiebe2020@gmail.com>

While it is covered by EO 12372, the Florida State Clearinghouse does not select the project for review.  You may
proceed with your project.
 
Please con�nue to send future electronic requests directly to the State Clearinghouse email address, 
State.Clearinghouse@dep.state.fl.us
 
 
Good Luck.
 
Chris Stahl
 
Chris Stahl, Coordinator
Florida State Clearinghouse
Florida Department of Environmental Protec�on
3800 Commonwealth Blvd., M.S. 47
Tallahassee, FL  32399-2400
ph. (850) 717-9076
State.Clearinghouse@floridadep.gov
 
 
From: Lizana, Anna E CIV USN NAVFAC SE JAX FL (USA) <anna.e.lizana.civ@us.navy.mil>  
Sent: Monday, December 13, 2021 9:38 AM 
To: State_Clearinghouse <State.Clearinghouse@dep.state.fl.us> 
Cc: Keethler, Michael N CIV USN NAVFAC SE DET PNS FL (USA) <michael.n.keethler.civ@us.navy.mil>; O'Daniel-
Lopez, Joelle A CIV USN (USA) <joelle.a.odaniel-lopez.civ@us.navy.mil>; Hardy, Michael J CIV USN NAS
PENSACOLA FL (USA) <michael.j.hardy24.civ@us.navy.mil>; paige.wiebe.ctr@navy.mil; Paige Wiebe
<plwiebe2020@gmail.com> 
Subject: Coastal Zone Management Act Nega�ve Determina�on for Ski Beach Docking Facility, Naval Air Sta�on
Pensacola
 

EXTERNAL MESSAGE 
This email originated outside of DEP. Please use cau�on when opening a�achments, clicking links, or responding

to this email.
Good morning, 

Naval Air Sta�on (NAS) Pensacola is preparing a project to repair a small recrea�onal boat dock at an area
designated as Ski Beach at NAS Pensacola, Escambia County, Florida. The Ski Beach dock sustained substan�al
damage when Hurricane Sally made landfall in Pensacola on September 16, 2020, which has rendered the dock
inoperable. The proposed ac�on includes the replacement of wood decking, dock framing, and one light pole to
bring the dock back to an operable and safe condi�on. A descrip�on of the project is a�ached to this email with
the project's loca�on and the Navy's Federal Agency Coastal Zone Management Act (CZMA) Nega�ve

mailto:State.Clearinghouse@dep.state.fl.us
mailto:State.Clearinghouse@floridadep.gov


12/14/21, 2:45 PM Mail - Lizana, Anna E CIV USN NAVFAC SE JAX FL (USA) - Outlook
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Determina�on. 

The Navy submi�ed a Coastal Consistency Determina�on (CCD) for a similar ac�on, the golf course cart bridge
repair project included in the CCD for Hurricane Sally Repairs at Naval Air Sta�on Pensacola, submi�ed on October
27, 2021. A�er submission of that CCD, the Navy was told by Chris Stahl of the Florida Clearinghouse that the
project could proceed. The footprint of the Ski Beach docking facility will be no larger than the golf course cart
bridge once completed. The docking facility will be returned to its pre-hurricane condi�on. Because the Florida
Clearinghouse granted approval for the golf course cart bridge repair project to proceed, the Navy has prepared a
Nega�ve Determina�on (a�ached) for repair of the Ski Beach boat dock. 

The Navy has determined that implementa�on of the proposed ac�on will have no effects on any coastal uses or
resources and will be consistent to the maximum extent prac�cable with the federally enforceable policies of the
Florida Coastal Management Program. Please provide concurrence with this Nega�ve Determina�on within 60
days of receipt of this correspondence. 

Thank you, 

Anna E. Lizana 
Navy Area Forester  
NAS Pensacola Public Works Department  
310 John Towers Road, Bldg 3560 
Pensacola, Florida 32508-5303 
Office 850-452-2057 
Cell 504-723-2826

Dep Customer Survey

https://usg01.safelinks.protection.office365.us/?url=http%3A%2F%2Fsurvey.dep.state.fl.us%2F%3Frefemail%3DState.Clearinghouse%40dep.state.fl.us&data=04%7C01%7Canna.e.lizana.civ%40us.navy.mil%7Cd1e38de8f01f42f9064108d9be5c0dfb%7Ce3333e00c8774b87b6ad45e942de1750%7C0%7C0%7C637750124854324145%7CUnknown%7CTWFpbGZsb3d8eyJWIjoiMC4wLjAwMDAiLCJQIjoiV2luMzIiLCJBTiI6Ik1haWwiLCJXVCI6Mn0%3D%7C3000&sdata=1PkV0BNo8XpNN%2Bdgcht0WgyX9CE6JXA%2FP5o9GhY2AFM%3D&reserved=0
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